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CIVIL

LANDSCAPE

GENERAL

G001 COVER

G002 ARCHITECTURAL SITE PLAN

G003 MAIN & UPPER LEVEL CODE ANALYSIS

G004 LOWER LEVEL & BASEMENT CODE ANALYSIS

G005 COLORED FLOOR PLANS

ARCHITECTURAL

A001 DEMOLITION - MAIN FLOOR & UPPER LEVEL

A002 DEMOLITION - LOWER LEVEL & BASEMENT

A003 DEMOLITION - ROOF PLAN

A004 DEMOLITION - EXTERIOR ELEVATIONS

A101 FLOOR PLAN - MAIN & UPPER LEVEL

A102 FLOOR PLAN - LOWER LEVEL & BASEMENT

A103 ROOF PLAN

A201 EXTERIOR ELEVATIONS

A301 BUILDING SECTIONS

A500 MATERIALS LIST

A501 FINISH PLAN - MAIN & UPPER LEVEL

A502 FINISH PLAN - LOWER LEVEL & BASEMENT

A901 REFLECTED CEILING PLAN - MAIN FLOOR & UPPER LEVEL

A902 REFLECTED CEILING PLAN - LOWER LEVEL & BASEMENT

STRUCTURAL

FIRE PROTECTION

PLUMBING

P001 PLUMBING SCHEDULES AND LEGENDS

P010 LOWER LEVEL/BASEMENT DEMOLITION PLAN

P011 MAIN LEVEL/UPPER LEVEL DEMOLITION PLAN

P100 LOWER LEVEL/BASEMENT DWV PLAN

P101 MAIN LEVEL/UPPER LEVEL DWV PLAN

P200 LOWER LEVEL/BASEMENT DOM. WATER PLAN

P201 MAIN LEVEL/UPPER LEVEL DOM. WATER PLAN

P500 PLUMBING DETAILS

MECHANICAL

M001 HVAC SCHEDULES & LEGENDS

M002 HVAC SCHEDULES

M010 MAIN & UPPER LEVEL PLAN - HVAC DEMOLITION

M011 LOWER LEVEL & BASEMENT PLAN - HVAC DEMOLITION

M101 MAIN & UPPER LEVEL PLAN - HVAC DUCTWORK

M102 LOWER LEVEL & BASEMENT PLAN - HVAC DUCTWORK

M103 OVERALL ROOF PLAN - HVAC

M300 ENLARGED PLANS

M400 DETAILS

M401 FLOW DIAGRAM

ELECTRICAL

E001 SCHEDULES AND PANELS

E002 ELECTRICAL ONE-LINE DIAGRAM

E003 EXISTING ELECTRICAL PANEL SCHEDULES

E004 ELECTRICAL PANEL SCHEDULES

E005 ELECTRICAL DETAILS

E006 ELECTRICAL DETAILS

E008 ELECTRICAL LOWER LEVEL AND BASEMENT POWER AND SPECIAL
SYSTEMS DEMO PLANS

E009 ELECTRICAL LOWER LEVEL AND BASEMENT DEMO LIGHTING PLAN

E011 ELECTRICAL MAIN AND UPPER LEVEL  POWER AND SPECIAL
SYSTEMS DEMO PLAN

E012 ELECTRICAL MAIN AND UPPER LEVEL DEMO LIGHTING  PLAN

E100 SITE PLAN

E200 ELECTRICAL LOWER LEVEL AND BASEMENT LIGHTING PLAN

E201 ELECTRICAL MAIN AND UPPER LEVEL LIGHTING  PLAN

E300 ELECTRICAL LOWER LEVEL AND BASEMENT POWER PLAN

E301 ELECTRICAL MAIN AND UPPER LEVEL FLOOR POWER PLAN

E302 ELECTRICAL ROOF POWER PLAN

E400 ELECTRICAL LOWER LEVEL AND BASEMENT SPECIAL SYSTEMS
PLAN

E401 ELECTRICAL MAIN AND UPPER LEVEL FLOOR SPECIAL SYSTEMS
PLAN

OWNER
Flathead County
800 South Main
Kalispell, MT 59901
406.758.5503

ARCHITECT/ENGINEER
Cushing Terrell
2 S. Main St
Kalispell, MT 59901
406.257.8172
Project Manager: Shawn Pauly

S101 MAIN FLOOR - STRUCTURAL NOTATION
S102 BASEMENT - STRUCTURAL NOTATION
S103 ROOF PLAN - STRUCTURAL NOTATION
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DEMO EXISTING CONCRETE 
IN PATIO AREA, REBUILD WITH 
NEW PERMEABLE SURFACE 
FOR OUTDOOR AREA 

SELECTIVE DEMO OF EXISTING CONCRETE AND 
ASPHALT. REBUILD TO ACCOMMODATE NEW MAIN 
ENTRY (WITH POTENTIAL SNOW MELT AS ALTERNATE 
#1), NEW SECONDARY ENTRY AT FAMILY COURT 
SERVICES, AND NEW CONCRETE AT LOADING DOORS. 

FLATHEAD COUNTY HAS AN AGREEMENT 
WITH CITY OF KALISPELL TO DEMO AND 
REBUILD ASPHALT ALLEYWAY, COORDINATE 
FINAL SCOPE / AFFECTED AREA.

ENTIRE PARKING LOT IS TO BE RESEALED 
AND RESTRIPED, AS WELL AS RECEIVE 
NEW PARKING LOT LIGHTING, 
COORDINATE WITH ELECTRICAL.

OVERHEAD POWER AND FIBER TO REMAIN. 
CONSIDER THE POTENTIAL TO BURY SERVICES 
WHILE ALLEYWAY IS BEING REDONE.

DEMO AND REPLACE 
DAMAGED SIDEWALK PANELS, 
FIRE HYDRANT AND STORM 
DRAINAGE TO REMAIN

DEMO APRON / APPROACH, INFILL 
WITH BOULEVARD, SIDEWALK, AND 
CURB. INSTALL IRRIGATION AND 
RESEED ENTIRE BOULEVARD

CURB CUT AND DEMO FOR 
NEW APRON / APPROACH

DEMO AND REPLACE DAMAGED SIDEWALK PANELS IN THIS AREA
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1 ARCHITECTURAL SITE PLAN



REF.REF.

REF.

OFFICE

OPEN
OFFICE

MEDIA
CENTER

OPEN
OFFICE

ACCOUNTING
OFFICE
(TRICIA)

OPEN
OFFICE

DMV OFFICE

DMV OFFICE
(SHEA)

DMV OFFICE
(KRISTIE)

BREAK
ROOM

BALLOTS

OFFICE

TOILET

TOILET

SHARED
OFFICE
ENTRY

DMV OFFICE
(ADELE)

MULTI-PURPOSE

ELECTIONS

OFFICE

OFFICE

OFFICE

RECEPTION

OFFICE

LIBRARY

TOILET

TOILET

148 SF
= 1

150

OFFICE
166 SF

= 2
150

OFFICE

250 SF
= 2

150

OBSERVATION

100 SF
= 1

150

WAITING

251 SF
= 2

150

RECEPTION / FILES

WOMEN'S

MEN'S

MECHANICAL

ELECTIONS

STORAGE

93'-6"

STORAGE
LOADING

NOT REQUIRED EXIT

EXIT
TOTAL OCCUPANTS: 73
REQUIRED WIDTH: 14.6"
ACTUAL WITDTH: 72"

EXIT
TOTAL OCCUPANTS: 73
REQUIRED WIDTH: 14.6"
ACTUAL WITDTH: 42"

EXIT
TOTAL OCCUPANTS: 7
REQUIRED WIDTH: 1.4"
ACTUAL WITDTH: 36"

88888 SF
= ###

###

ROOM NAME

EXIT PATH

SPACE AREA

OCCUPANCY TAG:

NUMBER OF OCCUPANTS

OCCUPANT LOAD FACTOR

1 HOUR FIRE BARRIER - SEAL PERMIETER AND 
PENETRATIONS PER DETAILS ON THIS SHEET

FIRE EXTINGUISHER CABINET AND EXTINGUISHER -
SEE SPECIFICATIONSFEC

SURFACE MOUNTED FIRE EXTINGUISHER - SEE 
SPECIFICATIONS FE

6
0
M UL RATED FIRE DOOR AND FRAME WITH RATING AS 

INDICATED
- SEE SHEET A601

NOTE:  SEE ELECTRICAL FOR ILLUMINATED EXIT SIGNS.

S# SURFACE MOUNTED SIGN - SEE 3/F101

CODE PLAN LEGEND

ROOM / AREA NAME

ROOM / AREA NUMBER

GOVERNING CODES: 2018 INTERNATIONAL BUILDING CODE WITH AMENDMENTS
2018 INTERNATIONAL EXISTING BUILDING CODE
2012 INTERNATIONAL ENERGY CONSERVATION CODE WITH AMENDMENTS
2018 INTERNATIONAL FUEL GAS CODE WITH AMENDMENTS
2018 INTERNATIONAL MECHANICAL CODE WITH AMENDMENTS
2014 NATIONAL ELECTRICAL CODE WITH AMENDMENTS
2005 NFPA 99C, STANDARD ON GAS AND VACUUM SYSTEMS WITH AMENDMENTS
2018 UNIFORM PLUMBING CODE WITH AMENDMENTS
ADMINISTRATIVE RULES OF MONTA (A.R.M.) TITLE 24, CHAPTER 301
KALISPELL MONTANA CITY CODE

303 OCCUPANCY CLASSIFICATION:  B (BUSINESS)

FIRE SPRINKLER SYSTEM:  NOT PROVIDED

CONSTRUCTION TYPE:  III-B

504 BASIC ALLOWABLE HEIGHT AND AREA FROM TABLE 504.3 & 504.4
ALLOWABLE HEIGHT:  3 STORIES, 55 FEET
ALLOWABLE AREA:  19,000 SF PER FLOOR

TOTAL GROSS BUILDING AREA = 21,604 SF
MAIN LEVEL AND MECHANICAL PIT = 12,199 SF
UPPER LEVEL = 4,232 SF
BASEMENT = 879 SF
LOWER LEVEL = 4,294 

508 INCIDENTAL ACCESSORY OCCUPANCIES FROM TABLE 508.2.5
FURNACE ROOM WHERE ANY PIECE OF EQUIPMENT IS OVER 400,000 BTU PER HOUR INPUT = 1 HOUR
ROOMS WITH BOILERS WHERE THE LARGEST PIECE OF EQUIPMENT IS OVER 15 PSI AND 10 HP = 1 HOUR

601 FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING ELEMENTS FROM TABLE 601
FOR TYPE III-B:

PRIMARY STRUCTURE   = 0 HOURS
EXTERIOR BEARING WALLS = 2 HOURS
INTERIOR WALLS   = 0 HOURS
FLOORS            = 0 HOURS
ROOFS   = 0 HOURS

602 FIRE-RESISTANCE RATING REQUIREMENTS FOR EXTERIOR WALLS BASED ON FIRE SEPARATION DISTANCE FROM 

TABLE 602
IF FIRE SEPARATION DISTANCE <5 FEET, FOR ALL CONSTRUCTION TYPES = 1 HOURS

705 MAXIMUM AREA OF EXTERIOR WALL OPENINGS BASED ON FIRE SEPARATION DISTANCE AND DEGREE OF OPENING 

PROTECTION FROM TABLE 705.8
IF FIRE SEPARATION DISTANCE IS 30 FEET OR GREATER FOR UNPROTECTED, NONSPRINKLERED 
(UP, NS) OPENINGS = NO LIMIT

803 INTERIOR WALL AND CEILING FINISH REQUIREMENTS BY OCCUPANCY FROM TABLE 803.9
FOR GROUP B, NONSPRINKLERED:

EXIT ENCLOSURES AND EXIT PASSAGEWAYS = A
CORRIDORS = B
ROOMS AND ENCLOSED SPACES = C

1004 OCCUPANT LOAD FACTOR FROM TABLE 1004.1.1
BUSINESS AREAS OCCUPANT LOAD FACTOR = 150 SF GROSS

MAIN FLOOR BUSINESS AREAS = 13,296 SF / 150 SF = 89 OCCUPANTS
UPPER FLOOR BUSINESS AREAS = 3,246 SF / 150 SF = 22 OCCUPANTS
LOWER LEVEL BUSINESS AREAS = 4,293 SF / 150 SF = 29 OCCUPANTS
BASEMENT LEVEL BUSINESS AREAS = 879 SF / 150 SF = 6 OCCUPANTS

TOTAL OCCUPANT LOAD = 146 OCCUPANTS

1005 MINIMUM REQUIRED EGRESS WIDTH FROM SECTION 1005.1
STAIRWAYS = 146 x 0.3 = 43 INCHES REQUIRED, 48" INCHES PROVIDED
OTHER EGRESS COMPONENTS = 146 x 0.2 = 29.2 INCHES REQUIRED, 36" INCHES PROVIDED

1009 ACCESSIBLE MEANS OF EGRESS FROM SECTION 1009
AREA OF REFUGE REQUIRED - AREA OF REFUGE PROVIDED

1011 STAIRWAY WIDTH AND CAPACITY BASED ON BASED ON EXCEPTION 1011.2
EXCEPTION 1: STAIRWAYS SERVING AN OCCUPANT LOAD OF LESS THAN 50 SHALL HAVE A WIDTH OF NOT LESS THAN 36"

1014 COMMON PATH OF EGRESS TRAVEL FROM SECTION 1014.3 = SHALL NOT EXCEED 75 FEET

1015 SPACES WITH ONE EXIT OR EXIT ACCESS DOORWAY FROM TABLE 1015.1
FOR B OCCUPANCY, MAXIMUM OCCUPANT LOAD = 49

1017 EXIT ACCESS TRAVEL DISTANCE FROM TABLE 1017.2
FOR B OCCUPANCY, WITHOUT SPRINKLER SYSTEM = 200 FEET

1018 CORRIDOR FIRE-RESISTANCE RATING FROM TABLE 1018.1
FOR B OCCUPANCY, WITHOUT SPRINKLER SYSTEM, IF OCCUPIED LOAD SERVED BY CORRIDOR IS GREAT THAN 30  
= 1 HOUR RATING REQUIRED

1020 DEAD END CORRIDORS FROM SECTION 1020.4 = NO MORE THAN 20 FEET

STORIES WITH ONE EXIT FROM TABLE 1021.2
SECOND STORY, B OCCUPANCY = 29 OCCUPANTS MAXIMUM PER FLOOR AND 75 FEET TRAVEL DISTANCE

EXIT ENCLOSURES PER SECTION 1022
FIRE-RESISTANCE RATING NOT LESS THAN 1 HOUR WHERE CONNECTING LESS THAN FOUR STORIES
EXIT ENCLOSURES LEAD DIRECTLY  TO THE EXTERIOR OF THE BUILDING

MINIMUM NUMBER OF PLUMBING FIXTURES FROM THE ADMINISTRATIVE RULES OF MONTANA RULE 24.301.351
BASED ON BUSINESS OCCUPANCY = 73 MALES, 73 FEMALES

WATER CLOSETS: 1 PER 25 REQUIRED: 3 MALES, 3 FEMALES - PROVIDE IN PUBLIC RESTROOM
PROVIDED: 2 MALES, 2 FEMALES, 2 UNISEX

LAVATORIES: 1 PER 2 WATER CLOSETS REQUIRED: 1 MALE, 1 FEMALES
PROVIDED: 1 MALES, 1 FEMALES, 2 UNISEX

DRINKING FOUNTAIN: PROVIDED

ENERGY CODE 2012 INTERNATIONAL ENERGY CONSERVATION CODE WITH AMENDMENTS
Climate Zone 6B, Commercial Building (Group B)
Roof: Insulation entirely above deck = R-30ci
Walls above grade: Mass walls = R-13ci
Walls below grade: Mass walls = R-7.5ci
Floors: Joist framed = R-30

CODE REVIEW INFORMATION
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UP

MAIN LEVEL ABOVE

88888 SF
= ###

###

ROOM NAME

EXIT PATH

SPACE AREA

OCCUPANCY TAG:

NUMBER OF OCCUPANTS

OCCUPANT LOAD FACTOR

1 HOUR FIRE BARRIER - SEAL PERMIETER AND 
PENETRATIONS PER DETAILS ON THIS SHEET

FIRE EXTINGUISHER CABINET AND EXTINGUISHER -
SEE SPECIFICATIONSFEC

SURFACE MOUNTED FIRE EXTINGUISHER - SEE 
SPECIFICATIONS FE

6
0
M UL RATED FIRE DOOR AND FRAME WITH RATING AS 

INDICATED
- SEE SHEET A601

NOTE:  SEE ELECTRICAL FOR ILLUMINATED EXIT SIGNS.

S# SURFACE MOUNTED SIGN - SEE 3/F101

CODE PLAN LEGEND

ROOM / AREA NAME

ROOM / AREA NUMBER

GOVERNING CODES: 2018 INTERNATIONAL BUILDING CODE WITH AMENDMENTS
2018 INTERNATIONAL EXISTING BUILDING CODE
2012 INTERNATIONAL ENERGY CONSERVATION CODE WITH AMENDMENTS
2018 INTERNATIONAL FUEL GAS CODE WITH AMENDMENTS
2018 INTERNATIONAL MECHANICAL CODE WITH AMENDMENTS
2014 NATIONAL ELECTRICAL CODE WITH AMENDMENTS
2005 NFPA 99C, STANDARD ON GAS AND VACUUM SYSTEMS WITH AMENDMENTS
2018 UNIFORM PLUMBING CODE WITH AMENDMENTS
ADMINISTRATIVE RULES OF MONTA (A.R.M.) TITLE 24, CHAPTER 301
KALISPELL MONTANA CITY CODE

303 OCCUPANCY CLASSIFICATION:  B (BUSINESS)

FIRE SPRINKLER SYSTEM:  NOT PROVIDED

CONSTRUCTION TYPE:  III-B

504 BASIC ALLOWABLE HEIGHT AND AREA FROM TABLE 504.3 & 504.4
ALLOWABLE HEIGHT:  3 STORIES, 55 FEET
ALLOWABLE AREA:  19,000 SF PER FLOOR

TOTAL GROSS BUILDING AREA = 21,604 SF
MAIN LEVEL AND MECHANICAL PIT = 12,199 SF
UPPER LEVEL = 4,232 SF
BASEMENT = 879 SF
LOWER LEVEL = 4,294 

508 INCIDENTAL ACCESSORY OCCUPANCIES FROM TABLE 508.2.5
FURNACE ROOM WHERE ANY PIECE OF EQUIPMENT IS OVER 400,000 BTU PER HOUR INPUT = 1 HOUR
ROOMS WITH BOILERS WHERE THE LARGEST PIECE OF EQUIPMENT IS OVER 15 PSI AND 10 HP = 1 HOUR

601 FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING ELEMENTS FROM TABLE 601
FOR TYPE III-B:

PRIMARY STRUCTURE   = 0 HOURS
EXTERIOR BEARING WALLS = 2 HOURS
INTERIOR WALLS   = 0 HOURS
FLOORS            = 0 HOURS
ROOFS   = 0 HOURS

602 FIRE-RESISTANCE RATING REQUIREMENTS FOR EXTERIOR WALLS BASED ON FIRE SEPARATION DISTANCE FROM 

TABLE 602
IF FIRE SEPARATION DISTANCE <5 FEET, FOR ALL CONSTRUCTION TYPES = 1 HOURS

705 MAXIMUM AREA OF EXTERIOR WALL OPENINGS BASED ON FIRE SEPARATION DISTANCE AND DEGREE OF OPENING 

PROTECTION FROM TABLE 705.8
IF FIRE SEPARATION DISTANCE IS 30 FEET OR GREATER FOR UNPROTECTED, NONSPRINKLERED 
(UP, NS) OPENINGS = NO LIMIT

803 INTERIOR WALL AND CEILING FINISH REQUIREMENTS BY OCCUPANCY FROM TABLE 803.9
FOR GROUP B, NONSPRINKLERED:

EXIT ENCLOSURES AND EXIT PASSAGEWAYS = A
CORRIDORS = B
ROOMS AND ENCLOSED SPACES = C

1004 OCCUPANT LOAD FACTOR FROM TABLE 1004.1.1
BUSINESS AREAS OCCUPANT LOAD FACTOR = 150 SF GROSS

MAIN FLOOR BUSINESS AREAS = 13,296 SF / 150 SF = 89 OCCUPANTS
UPPER FLOOR BUSINESS AREAS = 3,246 SF / 150 SF = 22 OCCUPANTS
LOWER LEVEL BUSINESS AREAS = 4,293 SF / 150 SF = 29 OCCUPANTS
BASEMENT LEVEL BUSINESS AREAS = 879 SF / 150 SF = 6 OCCUPANTS

TOTAL OCCUPANT LOAD = 146 OCCUPANTS

1005 MINIMUM REQUIRED EGRESS WIDTH FROM SECTION 1005.1
STAIRWAYS = 146 x 0.3 = 43 INCHES REQUIRED, 48" INCHES PROVIDED
OTHER EGRESS COMPONENTS = 146 x 0.2 = 29.2 INCHES REQUIRED, 36" INCHES PROVIDED

1009 ACCESSIBLE MEANS OF EGRESS FROM SECTION 1009
AREA OF REFUGE REQUIRED - AREA OF REFUGE PROVIDED

1011 STAIRWAY WIDTH AND CAPACITY BASED ON BASED ON EXCEPTION 1011.2
EXCEPTION 1: STAIRWAYS SERVING AN OCCUPANT LOAD OF LESS THAN 50 SHALL HAVE A WIDTH OF NOT LESS THAN 36"

1014 COMMON PATH OF EGRESS TRAVEL FROM SECTION 1014.3 = SHALL NOT EXCEED 75 FEET

1015 SPACES WITH ONE EXIT OR EXIT ACCESS DOORWAY FROM TABLE 1015.1
FOR B OCCUPANCY, MAXIMUM OCCUPANT LOAD = 49

1017 EXIT ACCESS TRAVEL DISTANCE FROM TABLE 1017.2
FOR B OCCUPANCY, WITHOUT SPRINKLER SYSTEM = 200 FEET

1018 CORRIDOR FIRE-RESISTANCE RATING FROM TABLE 1018.1
FOR B OCCUPANCY, WITHOUT SPRINKLER SYSTEM, IF OCCUPIED LOAD SERVED BY CORRIDOR IS GREAT THAN 30  
= 1 HOUR RATING REQUIRED

1020 DEAD END CORRIDORS FROM SECTION 1020.4 = NO MORE THAN 20 FEET

STORIES WITH ONE EXIT FROM TABLE 1021.2
SECOND STORY, B OCCUPANCY = 29 OCCUPANTS MAXIMUM PER FLOOR AND 75 FEET TRAVEL DISTANCE

EXIT ENCLOSURES PER SECTION 1022
FIRE-RESISTANCE RATING NOT LESS THAN 1 HOUR WHERE CONNECTING LESS THAN FOUR STORIES
EXIT ENCLOSURES LEAD DIRECTLY  TO THE EXTERIOR OF THE BUILDING

MINIMUM NUMBER OF PLUMBING FIXTURES FROM THE ADMINISTRATIVE RULES OF MONTANA RULE 24.301.351
BASED ON BUSINESS OCCUPANCY = 73 MALES, 73 FEMALES

WATER CLOSETS: 1 PER 25 REQUIRED: 3 MALES, 3 FEMALES - PROVIDE IN PUBLIC RESTROOM
PROVIDED: 2 MALES, 2 FEMALES, 2 UNISEX

LAVATORIES: 1 PER 2 WATER CLOSETS REQUIRED: 1 MALE, 1 FEMALES
PROVIDED: 1 MALES, 1 FEMALES, 2 UNISEX

DRINKING FOUNTAIN: PROVIDED

ENERGY CODE 2012 INTERNATIONAL ENERGY CONSERVATION CODE WITH AMENDMENTS
Climate Zone 6B, Commercial Building (Group B)
Roof: Insulation entirely above deck = R-30ci
Walls above grade: Mass walls = R-13ci
Walls below grade: Mass walls = R-7.5ci
Floors: Joist framed = R-30

CODE REVIEW INFORMATION
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OUTDOOR PATIO AREA
REMOVE ALL PLANTINGS, 
WROUGHT IRON FENCING, 

CONCRETE PADS / PAVERS, 
PREP ENTIRE AREA FOR NEW 
SURFACES, PLANTINGS, AND 
FENCING / SCREENWALL. SEE 
NEW CONSTRUCTION PLANS 

A. THE CONTRACTOR SHALL MAINTAIN AND ADHERE TO ALL CURRENT 
BUILDING CODES, STATE AND LOCAL CODES, LIFE-SAFETY AND 
INTERIM LIFE-SAFETY RULES AND REGULATIONS THROUGHOUT 
THE CONSTRUCTION OF THIS PROJECT. REVIEW INTERIM EXISTING 
PLAN WITH LOCAL AUTHORITY HAVING JURISDICTION.

B. CONTRACTOR SHALL REVIEW EXISTING CONDITIONS FOR AND 
PROVIDE ALL DEMOLITION INCIDENTALS REQUIRED FOR 
CONSTRUCTION, WHETHER OR NOT IT IS SPECIFICALLY NOTED, 
INCLUDING BUT NOT LIMITED TO, ALL OTHER WORK OR REMOVALS 
THAT MIGHT REASONABLY BE REQUIRED IN PREPARATION FOR 
THE SPECIFIED FINISHES.

C. DEMOLITION SHALL BE PERFORMED IN A MANNER THAT WILL NOT 
DAMAGE ANY SURFACES INDICATED TO REMAIN. SURFACES SHALL 
BE PROMPTLY REPAIRED IF ANY DAMAGE IS CAUSED TO ADJACENT 
FACILITIES/ FINSHES BY DEMOLTION OR CONSTRUCTION WORK, AT 
NO ADDITIONAL COST TO THE OWNER.

D. ALL CONTRACTORS ARE TO VISIT THE SITE AND VERIFY EXISTING 
CONDITIONS PRIOR TO BIDDING. CONTRACTOR IS RESPONSIBLE TO 
CORRELATE THEIR OBSERVATIONS WITH THESE CONTRACT 
DOCUMENTS. IF INCONSISTENCIES EXIST, THE CONTRACTOR 
SHALL INFORM THE ARCHITECT BEFORE BIDDING.

E. REMOVE DEBRIS FROM SITE PROMPTLY AND DISPOSE OF LEGALLY. 
THE BUILDING AND GROUNDS SHALL BE KEPT CLEAN AND FREE OF 
REFUSE AT ALL TIMES.

F. ALL REMOVED ITEMS, EXCEPT THOSE NOTED TO BE REUSED OR 
TO REMAIN AS THE PROPERTY OF THE OWNER SHALL BECOME THE 
PROPERTY OF THE CONTRACTOR, AND SHALL BE REMOVED THE 
JOB SITE. THE OWNER RESERVES THE RIGHT TO KEEP ANY 
REMOVED ITEMS EVEN THOUGH NOT NOTED ON DRAWINGS OR 
TAGGED.

G. WHERE EXISTING EQUIPMENT, PIPING, DUCTS, ETC ARE TO BE 
REMOVED, SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, 
FRAMING, ETC.

H. PATCH FLOORS, WALLS, SOFFITS AND CEILINGS AS NECESSARY TO 
PROVIDE A SUITABLE SUB-SURFACE TO RECIEVE FINAL FINISHES.

I. PROTECT AREAS ADJACENT TO WORK FROM NOISE, DUST AND 
DAMAGE AND CONTROL ACCESS TO DEMOLITION AREAS UNTIL 
WORK IS COMPLETE.

J. GENERAL CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF 
SMOKE DETECTORS, EXIT LIGHTS, AND FIRE ALARM SPEAKERS AS 
REQUIRED TO COMPLY WITH LOCAL BUILDING CODES.

K. DESIGN INTENT IS TO REMOVE AND REPLACE ALL EXISTING 
CEILINGS AND LIGHTING THROUGHOUT THE ENTIRE BUILDING.

L. DESIGN INTENT IS TO REMOVE EXISTING UPPER FALSE PARAPET 
WALL, KICKERS AND ALL ASSOCIATED ITEMS.

M. DESIGN INTENT IS TO REMOVE ALL WAINSCOT BASE ON EXTERIOR 
OF BUILDING.

N. DESIGN INTENT IS FOR EXTERIOR WINDOWS / GLAZING TO REMAIN 
UNLESS SPECIFICALLY NOTED OTHERWISE. PREP HEAD, SILL, AND 
JAMBS TO RECEIVE NEW ADJACENT WALL FINISHES.

O. DESIGN INTENT IS TO REMOVE ALL EXISTING FLOORING 
THROUGHOUT THE ENTIRE BUILDING. SEE NEW CONSTRUCITON 
FOR ALL NEW FLOORING. 

DEMOLITION GENERAL NOTES

DEMO INTERIOR IN ITS ENTIRETY IN ORDER TO
CREATE AN OPEN "SHELL" SPACE. EXTERIOR WALLS, 
EXTERIOR WINDOWS, EXTERIOR DOORS, BEARING 
WALLS, AND STRUCTURE TO REMAIN. INTERIOR 
DEMOLTION INCLUDES BUT IS NOT LIMITED TO: NON-
BEARING WALLS, INTERIOR DOORS, FLOOR FINSHES, 
WALL FINISHES, CEILINGS, LIGHT FIXTURES, PLUMBING 
FIXTURES, ETC. G.C. TO COORDINATE EXTENT WITH 
ARCHITECT PRIOR TO START OF DEMOLITION.

DEMOLITION LEGEND

DEMO FLOOR STRUCTURE IN ITS ENTIRETY, COORDINATE 
EXTENT WITH STRUCTURAL. INTENT IS TO REBUILD A NEW 
FLOOR AT MAIN 100'-0" LEVEL IN THIS AREA. DEMO STAIR 
IN ITS ENTIRETY AND PREP TO REBUILD NEW STAIR. 

SAWCUT AND REMOVE PORTION OF EXISTING 
EXTERIOR SLAB, COORDINATE EXTENT WITH 
STRUCUTRAL. PREP AREA TO RECEIVE NEW 
FOOTINGS, FOUNDATIONS, AND SLAB.

1. REMOVE ALL EXISTING FINISHES COMPLETELY. PATCH AND REPAIR 
SURFACES AS REQUIRED AND PREPARE SURFACES FOR NEW 
SCHEDULED FINISHES AND MATERIALS

2. SAWCUT AND REMOVE EXISTING CONCRETE STAIR IN ITS ENTIRETY. 
PATCH AND REPAIR AFFECTED ADJACENT CONCRETE FLOOR AND 
WALLS.

3. REMOVE EXTERIOR DOOR AND SAWCUT CMU TO WIDEN EXISTING 
OPENING, COORDINATE WITH STRUCTURAL.

4. POTENTIAL DEMO OF EXISTING EXTERIOR WALL TO UPGRADE 
STRUCTURAL CAPACITY AND ADD NEW STOREFRONT OPENINGS, SEE 
EXTERIOR ELEVATIONS AND COORDINATE WITH STRUCTURAL.

5. DEMO EXISTING ELEVATOR AND ASSOCIATED EQUIPMENT. PREP 
SHAFT TO RECEIVE NEW ELEVATOR.

6. REMOVE AND REPLACE DAMAGED CMU, COORDINATE ADDITIONAL 
CMU INFILL LOCATIONS WITH MECHANICAL.

7. DEMO AND REPLACE EXISTING SUMP, SEE PLUMBING.
8. REMOVE WALL IN ITS ENTIRETY, COORDINATE WITH STRUCTURAL.
9. REMOVE DOOR AND FRAME IN ITS ENTIRETY.
10. REMOVE AND REPLACE ALL PLUMBING FIXTURES WITHIN SPACE, 

COORDINATE WITH PLUMBING.
11. REMOVE PORTION OF WALL, COORDINATE WITH STRUCTURAL. SEE 

NEW CONSTRUCTION PLAN FOR ADDITIONAL INFORMATION.
12. REMOVE EXISTING STOREFRONT IN ITS ENTIRETY.
13. SELECTIVELY REMOVE CMU AT EXTERIOR PILLAR, COORDINATE WITH 

STRUCTURAL. DESIGN INTENT HOPING TO EXPOSE AN INTERNAL 
STEEL COLUMN. IF NOT PRESENT NEED TO COORDINATE NEW STEEL 
COLUMN.  

# DEMOLITION PLAN KEYNOTES
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1 MAIN FLOOR /  UPPER FLOOR DEMO PLAN

NORTH REF

F.F. @ 100'-0" F.F. @
104'-6"

KEY PLAN
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A. THE CONTRACTOR SHALL MAINTAIN AND ADHERE TO ALL CURRENT 
BUILDING CODES, STATE AND LOCAL CODES, LIFE-SAFETY AND 
INTERIM LIFE-SAFETY RULES AND REGULATIONS THROUGHOUT 
THE CONSTRUCTION OF THIS PROJECT. REVIEW INTERIM EXISTING 
PLAN WITH LOCAL AUTHORITY HAVING JURISDICTION.

B. CONTRACTOR SHALL REVIEW EXISTING CONDITIONS FOR AND 
PROVIDE ALL DEMOLITION INCIDENTALS REQUIRED FOR 
CONSTRUCTION, WHETHER OR NOT IT IS SPECIFICALLY NOTED, 
INCLUDING BUT NOT LIMITED TO, ALL OTHER WORK OR REMOVALS 
THAT MIGHT REASONABLY BE REQUIRED IN PREPARATION FOR 
THE SPECIFIED FINISHES.

C. DEMOLITION SHALL BE PERFORMED IN A MANNER THAT WILL NOT 
DAMAGE ANY SURFACES INDICATED TO REMAIN. SURFACES SHALL 
BE PROMPTLY REPAIRED IF ANY DAMAGE IS CAUSED TO ADJACENT 
FACILITIES/ FINSHES BY DEMOLTION OR CONSTRUCTION WORK, AT 
NO ADDITIONAL COST TO THE OWNER.

D. ALL CONTRACTORS ARE TO VISIT THE SITE AND VERIFY EXISTING 
CONDITIONS PRIOR TO BIDDING. CONTRACTOR IS RESPONSIBLE TO 
CORRELATE THEIR OBSERVATIONS WITH THESE CONTRACT 
DOCUMENTS. IF INCONSISTENCIES EXIST, THE CONTRACTOR 
SHALL INFORM THE ARCHITECT BEFORE BIDDING.

E. REMOVE DEBRIS FROM SITE PROMPTLY AND DISPOSE OF LEGALLY. 
THE BUILDING AND GROUNDS SHALL BE KEPT CLEAN AND FREE OF 
REFUSE AT ALL TIMES.

F. ALL REMOVED ITEMS, EXCEPT THOSE NOTED TO BE REUSED OR 
TO REMAIN AS THE PROPERTY OF THE OWNER SHALL BECOME THE 
PROPERTY OF THE CONTRACTOR, AND SHALL BE REMOVED THE 
JOB SITE. THE OWNER RESERVES THE RIGHT TO KEEP ANY 
REMOVED ITEMS EVEN THOUGH NOT NOTED ON DRAWINGS OR 
TAGGED.

G. WHERE EXISTING EQUIPMENT, PIPING, DUCTS, ETC ARE TO BE 
REMOVED, SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, 
FRAMING, ETC.

H. PATCH FLOORS, WALLS, SOFFITS AND CEILINGS AS NECESSARY TO 
PROVIDE A SUITABLE SUB-SURFACE TO RECIEVE FINAL FINISHES.

I. PROTECT AREAS ADJACENT TO WORK FROM NOISE, DUST AND 
DAMAGE AND CONTROL ACCESS TO DEMOLITION AREAS UNTIL 
WORK IS COMPLETE.

J. GENERAL CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF 
SMOKE DETECTORS, EXIT LIGHTS, AND FIRE ALARM SPEAKERS AS 
REQUIRED TO COMPLY WITH LOCAL BUILDING CODES.

K. DESIGN INTENT IS TO REMOVE AND REPLACE ALL EXISTING 
CEILINGS AND LIGHTING THROUGHOUT THE ENTIRE BUILDING.

L. DESIGN INTENT IS TO REMOVE EXISTING UPPER FALSE PARAPET 
WALL, KICKERS AND ALL ASSOCIATED ITEMS.

M. DESIGN INTENT IS TO REMOVE ALL WAINSCOT BASE ON EXTERIOR 
OF BUILDING.

N. DESIGN INTENT IS FOR EXTERIOR WINDOWS / GLAZING TO REMAIN 
UNLESS SPECIFICALLY NOTED OTHERWISE. PREP HEAD, SILL, AND 
JAMBS TO RECEIVE NEW ADJACENT WALL FINISHES.

O. DESIGN INTENT IS TO REMOVE ALL EXISTING FLOORING 
THROUGHOUT THE ENTIRE BUILDING. SEE NEW CONSTRUCITON 
FOR ALL NEW FLOORING. 

DEMOLITION GENERAL NOTES

DEMO INTERIOR IN ITS ENTIRETY IN ORDER TO
CREATE AN OPEN "SHELL" SPACE. EXTERIOR WALLS, 
EXTERIOR WINDOWS, EXTERIOR DOORS, BEARING 
WALLS, AND STRUCTURE TO REMAIN. INTERIOR 
DEMOLTION INCLUDES BUT IS NOT LIMITED TO: NON-
BEARING WALLS, INTERIOR DOORS, FLOOR FINSHES, 
WALL FINISHES, CEILINGS, LIGHT FIXTURES, PLUMBING 
FIXTURES, ETC. G.C. TO COORDINATE EXTENT WITH 
ARCHITECT PRIOR TO START OF DEMOLITION.

DEMOLITION LEGEND

DEMO FLOOR STRUCTURE IN ITS ENTIRETY, COORDINATE 
EXTENT WITH STRUCTURAL. INTENT IS TO REBUILD A NEW 
FLOOR AT MAIN 100'-0" LEVEL IN THIS AREA. DEMO STAIR 
IN ITS ENTIRETY AND PREP TO REBUILD NEW STAIR. 

SAWCUT AND REMOVE PORTION OF EXISTING 
EXTERIOR SLAB, COORDINATE EXTENT WITH 
STRUCUTRAL. PREP AREA TO RECEIVE NEW 
FOOTINGS, FOUNDATIONS, AND SLAB.

1. REMOVE ALL EXISTING FINISHES COMPLETELY. PATCH AND REPAIR 
SURFACES AS REQUIRED AND PREPARE SURFACES FOR NEW 
SCHEDULED FINISHES AND MATERIALS

2. SAWCUT AND REMOVE EXISTING CONCRETE STAIR IN ITS ENTIRETY. 
PATCH AND REPAIR AFFECTED ADJACENT CONCRETE FLOOR AND 
WALLS.

3. REMOVE EXTERIOR DOOR AND SAWCUT CMU TO WIDEN EXISTING 
OPENING, COORDINATE WITH STRUCTURAL.

4. POTENTIAL DEMO OF EXISTING EXTERIOR WALL TO UPGRADE 
STRUCTURAL CAPACITY AND ADD NEW STOREFRONT OPENINGS, SEE 
EXTERIOR ELEVATIONS AND COORDINATE WITH STRUCTURAL.

5. DEMO EXISTING ELEVATOR AND ASSOCIATED EQUIPMENT. PREP 
SHAFT TO RECEIVE NEW ELEVATOR.

6. REMOVE AND REPLACE DAMAGED CMU, COORDINATE ADDITIONAL 
CMU INFILL LOCATIONS WITH MECHANICAL.

7. DEMO AND REPLACE EXISTING SUMP, SEE PLUMBING.
8. REMOVE WALL IN ITS ENTIRETY, COORDINATE WITH STRUCTURAL.
9. REMOVE DOOR AND FRAME IN ITS ENTIRETY.
10. REMOVE AND REPLACE ALL PLUMBING FIXTURES WITHIN SPACE, 

COORDINATE WITH PLUMBING.
11. REMOVE PORTION OF WALL, COORDINATE WITH STRUCTURAL. SEE 

NEW CONSTRUCTION PLAN FOR ADDITIONAL INFORMATION.
12. REMOVE EXISTING STOREFRONT IN ITS ENTIRETY.
13. SELECTIVELY REMOVE CMU AT EXTERIOR PILLAR, COORDINATE WITH 

STRUCTURAL. DESIGN INTENT HOPING TO EXPOSE AN INTERNAL 
STEEL COLUMN. IF NOT PRESENT NEED TO COORDINATE NEW STEEL 
COLUMN.  

# DEMOLITION PLAN KEYNOTES

N
O

T
 F

O
R

 C
O

N
S

T
R

U
C

T
IO

N
 -

P
R

E
L
IM

IN
A

R
Y

 D
E

S
IG

N

REVISIONS

turn OFF "Preliminary Border Information" before printing

turn OFF "Preliminary Border Information" before printing

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
tu

rn
 O

F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
tu

rn
 O

F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g

turn OFF "Preliminary Border Information" before printingturn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

turn OFF "Preliminary Border Information" before printingturn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g

turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

10/15/2020 9:43:30 AM

DEMOLITION - LOWER
LEVEL & BASEMENT

A002

10.14.2020

©  2020     |     ALL  RIGHTS  RESERVED

SCHEMATIC DESIGN

DESIGNED BY | PAULY
DRAWN BY | JACOBSEN

F
L
A

T
H

E
A

D
 C

O
U

N
T
Y

 -
C

O
U

R
T
H

O
U

S
E

 N
O

R
T
H

K
A

L
IS

P
E

L
L
, 
M

T
2
9
0
 N

. 
M

A
IN

 S
T

R
E

E
T

  |  Project# FC_FREP_CHN  |  L:\FlatheadCounty\FC_FREP\BIMCAD_CourthouseNorth\Revit

1/8" = 1'-0"A002

1 DEMOLITION - LOWER LEVEL /BASEMENT

NORTH REF

F.F. @ 
92'-0"

F.F. @
96'-0"

KEY PLAN
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A. THE CONTRACTOR SHALL MAINTAIN AND ADHERE TO ALL CURRENT 
BUILDING CODES, STATE AND LOCAL CODES, LIFE-SAFETY AND 
INTERIM LIFE-SAFETY RULES AND REGULATIONS THROUGHOUT 
THE CONSTRUCTION OF THIS PROJECT. REVIEW INTERIM EXISTING 
PLAN WITH LOCAL AUTHORITY HAVING JURISDICTION.

B. CONTRACTOR SHALL REVIEW EXISTING CONDITIONS FOR AND 
PROVIDE ALL DEMOLITION INCIDENTALS REQUIRED FOR 
CONSTRUCTION, WHETHER OR NOT IT IS SPECIFICALLY NOTED, 
INCLUDING BUT NOT LIMITED TO, ALL OTHER WORK OR REMOVALS 
THAT MIGHT REASONABLY BE REQUIRED IN PREPARATION FOR 
THE SPECIFIED FINISHES.

C. DEMOLITION SHALL BE PERFORMED IN A MANNER THAT WILL NOT 
DAMAGE ANY SURFACES INDICATED TO REMAIN. SURFACES SHALL 
BE PROMPTLY REPAIRED IF ANY DAMAGE IS CAUSED TO ADJACENT 
FACILITIES/ FINSHES BY DEMOLTION OR CONSTRUCTION WORK, AT 
NO ADDITIONAL COST TO THE OWNER.

D. ALL CONTRACTORS ARE TO VISIT THE SITE AND VERIFY EXISTING 
CONDITIONS PRIOR TO BIDDING. CONTRACTOR IS RESPONSIBLE TO 
CORRELATE THEIR OBSERVATIONS WITH THESE CONTRACT 
DOCUMENTS. IF INCONSISTENCIES EXIST, THE CONTRACTOR 
SHALL INFORM THE ARCHITECT BEFORE BIDDING.

E. REMOVE DEBRIS FROM SITE PROMPTLY AND DISPOSE OF LEGALLY. 
THE BUILDING AND GROUNDS SHALL BE KEPT CLEAN AND FREE OF 
REFUSE AT ALL TIMES.

F. ALL REMOVED ITEMS, EXCEPT THOSE NOTED TO BE REUSED OR 
TO REMAIN AS THE PROPERTY OF THE OWNER SHALL BECOME THE 
PROPERTY OF THE CONTRACTOR, AND SHALL BE REMOVED THE 
JOB SITE. THE OWNER RESERVES THE RIGHT TO KEEP ANY 
REMOVED ITEMS EVEN THOUGH NOT NOTED ON DRAWINGS OR 
TAGGED.

G. WHERE EXISTING EQUIPMENT, PIPING, DUCTS, ETC ARE TO BE 
REMOVED, SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, 
FRAMING, ETC.

H. PATCH FLOORS, WALLS, SOFFITS AND CEILINGS AS NECESSARY TO 
PROVIDE A SUITABLE SUB-SURFACE TO RECIEVE FINAL FINISHES.

I. PROTECT AREAS ADJACENT TO WORK FROM NOISE, DUST AND 
DAMAGE AND CONTROL ACCESS TO DEMOLITION AREAS UNTIL 
WORK IS COMPLETE.

J. GENERAL CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF 
SMOKE DETECTORS, EXIT LIGHTS, AND FIRE ALARM SPEAKERS AS 
REQUIRED TO COMPLY WITH LOCAL BUILDING CODES.

K. DESIGN INTENT IS TO REMOVE AND REPLACE ALL EXISTING 
CEILINGS AND LIGHTING THROUGHOUT THE ENTIRE BUILDING.

L. DESIGN INTENT IS TO REMOVE EXISTING UPPER FALSE PARAPET 
WALL, KICKERS AND ALL ASSOCIATED ITEMS.

M. DESIGN INTENT IS TO REMOVE ALL WAINSCOT BASE ON EXTERIOR 
OF BUILDING.

N. DESIGN INTENT IS FOR EXTERIOR WINDOWS / GLAZING TO REMAIN 
UNLESS SPECIFICALLY NOTED OTHERWISE. PREP HEAD, SILL, AND 
JAMBS TO RECEIVE NEW ADJACENT WALL FINISHES.

O. DESIGN INTENT IS TO REMOVE ALL EXISTING FLOORING 
THROUGHOUT THE ENTIRE BUILDING. SEE NEW CONSTRUCITON 
FOR ALL NEW FLOORING. 

DEMOLITION GENERAL NOTES

1. REMOVE AND REPLACE ROOF MEMBRANE 2'-0" FROM FACE OF ROOF OR AS 
REQUIRED BY CONTRACTOR FOR REMOVAL OF EXISTING FASCIA, DRIP 
EDGE AND ALL ASSOCIATED ITEMS.

2. REMOVE PORTION OF ROOF AS REQUIRED. SEE STRUCTURAL FOR 
EXTENTS.

3. REMOVE EXISTING PARAPET WALL, KICKERS AND ALL ASSOCIATED ITEMS. 
PATCH AND REPAIR ROOF MEMBRANE AS REQUIRED.

# DEMOLITION ROOF PLAN KEYNOTES
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1 DEMOLITION - ROOF PLAN
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A. THE CONTRACTOR SHALL MAINTAIN AND ADHERE TO ALL CURRENT 
BUILDING CODES, STATE AND LOCAL CODES, LIFE-SAFETY AND 
INTERIM LIFE-SAFETY RULES AND REGULATIONS THROUGHOUT 
THE CONSTRUCTION OF THIS PROJECT. REVIEW INTERIM EXISTING 
PLAN WITH LOCAL AUTHORITY HAVING JURISDICTION.

B. CONTRACTOR SHALL REVIEW EXISTING CONDITIONS FOR AND 
PROVIDE ALL DEMOLITION INCIDENTALS REQUIRED FOR 
CONSTRUCTION, WHETHER OR NOT IT IS SPECIFICALLY NOTED, 
INCLUDING BUT NOT LIMITED TO, ALL OTHER WORK OR REMOVALS 
THAT MIGHT REASONABLY BE REQUIRED IN PREPARATION FOR 
THE SPECIFIED FINISHES.

C. DEMOLITION SHALL BE PERFORMED IN A MANNER THAT WILL NOT 
DAMAGE ANY SURFACES INDICATED TO REMAIN. SURFACES SHALL 
BE PROMPTLY REPAIRED IF ANY DAMAGE IS CAUSED TO ADJACENT 
FACILITIES/ FINSHES BY DEMOLTION OR CONSTRUCTION WORK, AT 
NO ADDITIONAL COST TO THE OWNER.

D. ALL CONTRACTORS ARE TO VISIT THE SITE AND VERIFY EXISTING 
CONDITIONS PRIOR TO BIDDING. CONTRACTOR IS RESPONSIBLE TO 
CORRELATE THEIR OBSERVATIONS WITH THESE CONTRACT 
DOCUMENTS. IF INCONSISTENCIES EXIST, THE CONTRACTOR 
SHALL INFORM THE ARCHITECT BEFORE BIDDING.

E. REMOVE DEBRIS FROM SITE PROMPTLY AND DISPOSE OF LEGALLY. 
THE BUILDING AND GROUNDS SHALL BE KEPT CLEAN AND FREE OF 
REFUSE AT ALL TIMES.

F. ALL REMOVED ITEMS, EXCEPT THOSE NOTED TO BE REUSED OR 
TO REMAIN AS THE PROPERTY OF THE OWNER SHALL BECOME THE 
PROPERTY OF THE CONTRACTOR, AND SHALL BE REMOVED THE 
JOB SITE. THE OWNER RESERVES THE RIGHT TO KEEP ANY 
REMOVED ITEMS EVEN THOUGH NOT NOTED ON DRAWINGS OR 
TAGGED.

G. WHERE EXISTING EQUIPMENT, PIPING, DUCTS, ETC ARE TO BE 
REMOVED, SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, 
FRAMING, ETC.

H. PATCH FLOORS, WALLS, SOFFITS AND CEILINGS AS NECESSARY TO 
PROVIDE A SUITABLE SUB-SURFACE TO RECIEVE FINAL FINISHES.

I. PROTECT AREAS ADJACENT TO WORK FROM NOISE, DUST AND 
DAMAGE AND CONTROL ACCESS TO DEMOLITION AREAS UNTIL 
WORK IS COMPLETE.

J. GENERAL CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF 
SMOKE DETECTORS, EXIT LIGHTS, AND FIRE ALARM SPEAKERS AS 
REQUIRED TO COMPLY WITH LOCAL BUILDING CODES.

K. DESIGN INTENT IS TO REMOVE AND REPLACE ALL EXISTING 
CEILINGS AND LIGHTING THROUGHOUT THE ENTIRE BUILDING.

L. DESIGN INTENT IS TO REMOVE EXISTING UPPER FALSE PARAPET 
WALL, KICKERS AND ALL ASSOCIATED ITEMS.

M. DESIGN INTENT IS TO REMOVE ALL WAINSCOT BASE ON EXTERIOR 
OF BUILDING.

N. DESIGN INTENT IS FOR EXTERIOR WINDOWS / GLAZING TO REMAIN 
UNLESS SPECIFICALLY NOTED OTHERWISE. PREP HEAD, SILL, AND 
JAMBS TO RECEIVE NEW ADJACENT WALL FINISHES.

O. DESIGN INTENT IS TO REMOVE ALL EXISTING FLOORING 
THROUGHOUT THE ENTIRE BUILDING. SEE NEW CONSTRUCITON 
FOR ALL NEW FLOORING. 

DEMOLITION GENERAL NOTES

1. REMOVE EXISTING UPPER FALSE PARAPET WALL, KICKERS AND ALL 
ASSOCIATED ITEMS.

2. REMOVE EXISTING WAINSCOT BASE.
3. REMOVE STOREFRONT DOOR, FRAME AND ALL ASSOCIATED ITEMS.
4. REMOVE EXISTING MECHANICAL GRILL. COORDINATE WITH MECHANICAL 

DRAWINGS. INFILL WITH CMU TO MATCH ADJACENT WALL CONSTRUCTION.
5. REMOVE EXISTING WINDOW.
6. REMOVE AND REPLACE THE DAMAGED CMU BLOCKS IN THIS AREA, 

COORDINATE QUANTITY / EXTENT WITH ARCHITECT IN FIELD.

# DEMOLITION ELEVATION KEYNOTES
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1/8" = 1'-0"A004

1 EAST ELEVATION - DEMO

1/8" = 1'-0"A004

2 NORTH ELEVTION - DEMO

1/8" = 1'-0"A004

3 SOUTH ELEVATION - DEMO

1/8" = 1'-0"A004

4 WEST ELEVATION - DEMO



DN

DN

DN

DN

REF.REF.

B

REF.
ASSEMBLY TYPE (SEE ASSEMBLIES SHEET)
ASSEMBLY MODIFIER, PER TYPE

ROOM NAME AND NUMBER

WINDOW TYPE (SEE A600s)

KEYNOTE

DRAWING NUMBER

SHEET WHERE DRAWN

DOOR NUMBER (SEE SHEET A601)

DIMENSION TO FACE OF FRAMING

DIMENSION TO GRID LINE

1
0
1
-1

1

A101

SIM
______________

X
XX

NAME

101

X

X

PLAN LEGEND

DIRECTION OF VIEW, IF APPLICABLE

DIMENSION TO CENTER LINE
CL

1. NEW ELEVATOR, MODIFY SHAFT AS NEEDED PER MANUFACTURER. 
ASSUME REUSE OF EXISTING 4'-0" PIT BUT SHAFT WALLS ARE NOT 
RATED AND WILL NEED MODIFICATION.

2. NEW WOOD FRAMED STAIR, COORDINATE STRUCTURAL.
3. SLIDING SECURITY GRILLE.
4. GLAZED TRANSACTION WINDOW WITH COILING COUNTER SHUTTER
5. BUILT-IN CASEWORK
6. EXTERIOR RAISED PLANTER
7. SCREENWALL / FENCING ABOVE RAISED PLANTER TO SHEILD FROM 

MAIN STREET AND PRIVATIZE THE STAFF COURTYARD SPACE. 
MATERIALS INTENDED TO MATCH EXTERIOR CLADDING. GATE WITHIN 
SCREENWALL IS FOR EGRESS ONLY, BUILT OF SIMILAR MATERIALS.

8. OPENING IN CMU WALL, SEE DEMO PLAN, COORDINATE STRUCTURAL
9. INFILL EXISTING OPENING TO MATCH ADJACENT WALL.
10. INFILL RECESSED FLOOR SURROUNDING SUMP, COORDINATE WITH 

STRUCUTRAL. MAINTAIN SUMP, SEE PLUMBING.
11. PATCH AND REPAIR CONCRETE FLOOR WHERE CONCRETE STAIRS 

USED TO BE.
12. INTERIOR HOLLOW METAL FIXED WINDOW.
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NO NEW CLADDING ON THIS PORTION, PAINT 
EXISTING CMU, SEE EXTERIOR ELEVATIONS

A. DESIGN INTENT: EXTERIOR SHELL IS TO REMAIN MOSTLY INTACT WITH 
PRIMARY SCOPE OF WORK FOCUSED ON REMODEL OF THE INTERIOR.

B. BUILDING HEIGHT IS VERY LOW WITH ROOF BEARING AT ROUGHLY 
8'-2" ABOVE GRADE, MAKING FOR LIMITED CEILING HEIGHTS AND 
LIMITED SPACE OVERHEAD. MAJORITY OF THE BUILDING IS SET ON A 
SIZEABLE CRAWLSPACE AND THEREFORE MOST OF THE BUILDING 
SYSTEMS SHOULD BE PLANNED FOR BELOW FLOOR INSTALL AND 
ROUTING WITHIN CRAWLSPACE.

C. NO FIRE SUPPRESSION / SPRINKLER SYSTEM REQUIRED AT THIS TIME.
D. EXISTING EXTERIOR WALLS ARE PAINTED CMU CONSTRUCTION WITH 

A WOOD CLADDED WAINSCOTT. EXISTING INSULATION IS ONLY AT 
INTERIOR FURRING. DESIGN INTENT IS TO REMOVE EXISTING 
CLADDING, RECLAD THE ENTIRE FACADE, AND REFURR THE INTERIOR 
WITH NEW INSULATION.

E. EXISTING WINDOWS ARE TO REMAIN UNLESS NOTED OTHERWISE, 
WILL REQUIRE MODIFICATIONS AT HEAD, SILL, AND JAMBS TO 
ACCOMMODATE NEW WALL FINISHES.

F. ALL NEW INTERIOR HOLLOW METAL DOOR FRAMES WITH FLUSH 
WOOD PANELS, MANY WITH SIDELITES OR HALF-LITE GLAZING.

G. ANY NEW EXTERIOR DOORS ARE TO BE INSULATED HOLLOW METAL 
OR STOREFRONT ASSEMBLIES.

H. ALL SECURE HARDWARE IS INTENDED TO BE ELECTRONIC KEYPAD OR 
CARD ACCESS. THERE WILL BE A SIGNIFICANT LOW-VOLTAGE AND 
SECURITY CONTRACT SCOPE FOR THIS PROJECT INCLUDING BUT NOT 
LIMITED TO: ALL CABLING, ELECTRIFIED HARDWARE, ALARMS, 
CAMERAS, MULTIPLE DATA NETWORKS, ETC. WITH MULTIPLE TENANTS 
/ DEPARTMENTS ALL WITHIN THE SAME BUILDING, THIS WILL REQUIRE 
SIGNIFICANT COORDINATION.

I. ALL FURNITURE, FIXTURES, AND EQUIPMENT (SUCH AS OFFICE 
FURNITURE, COPIERS, REFRIGERATORS, DISHWASHERS, ETC.) ARE 
OWNER PROVIDED ITEMS AND SHOWN FOR COORDINATION 
PURPOSES AND REFERENCE ONLY.

J. ALL NEW PLUMBING FIXTURES (SINKS AND TOILETS) THROUGHOUT 
ENTIRE BUILDING, COORDINATE WITH PLUMBING.

GENERAL NOTES
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1/8" = 1'-0"A101

1 MAIN FLOOR /  UPPER FLOOR PLAN

NORTH REF

F.F. @ 100'-0" F.F. @
104'-6"

KEY PLAN

WALL TYPES  AND ASSEMBLIES 
ON SHEET A102



UP

UP

UP

B

SCALE:  1" = 1'-0"

GENERAL WALL TYPE NOTES:
A. SEE INTERIOR ELEVATIONS (SHEET A700s-A800s) AND FINISH 

SCHEDULE (SHEET A500s) FOR WALL FINISHES.
B. PROVIDE BLOCKING AS REQUIRED TO SECURE WALL HUNG 

COMPONENTS, MILLWORK AND HARDWARE
C. WALL TYPES EXTEND OVER DOORS & WINDOWS UNLESS NOTED 

OTHERWISE.
D. ALL WALL FINISHES PER INTERIOR ELEVATIONS AND FINISH 

LEGEND - COORDINATE PROPERBACKING/ UNDERLAYMENT PER 
DRAWINGS OR MANUFACTURER REQUIREMENTS.

E. EXTEND ALL COMPONETS TO UNDERSIDE OF DECK UNO.  SEE WALL 
ASSEMBLY MODIFIERS FOR ADDITIONAL INFORMATION.

F. ALL WALLS TO HAVE ACOUSTIC BATT INSULATION UNO.
G. INSTALL BACKER BOARD AT ALL WET WALL LOCATIONS TO RECIEVE 

TILE WALL FINISH OR FRP.
H. CAULK AND SEAL TOP AND BOTTOM TRACK OF WALLS OT ENSURE 

ACOUSTICAL PERFORMANCE, SEE WALL ASSEMBLY MODIFIERS FOR 
ADDITIONAL INFORMATION.

I. PROVIDE CONTROL JOINTS IN ALL GYP. BD. WALLS GREATER THAN 
30'-0" IN LENGTH. ATTEMPT TO ALIGN JOINTS WITH TOP OF DOOR 
JAMB IF POSSIBLE. COORDINATE FINAL LOCATIONS WITH ARCHITECT 
IN FIELD.

KEYNOTES:
1. SUBSTITUE 6" MTL STUDS IN LIEU OF 3 5/8" MTL STUDS
2. ADDITIONAL LAYER OF 5/8" PLYWOOD BACKING BEHIND GYP. LAYER.
3. WALL TO STOP AT 3'-6" AFF
4. WALL TO STO

WALL TYPES

WALL ASSEMBLIES LEGEND LEGEND

5/8" GYP. BD. 
3 5/8" METAL STUD U.N.O. 
R-21 UNFACED BATT INSULATION

5/8" GYP. BD. 

A

B

1" RIGID INSULATION
3 1/2" METAL STUD U.N.O. 
R-21 UNFACED BATT INSULATION
5/8" GYP. BD. 

C

WEATHERPROOF SEALER

4"x4"x16" CMU BLOCK

1 1/2" THIN BRICK VENEER
IN MORTAR BED

TYPICAL INTERIOR WALL

TYPICAL INTERIOR FURRING AT EXTERIOR - ENTIRE PERIMETER

EXISTING EXTERIOR CMU

NEW BRICK / SIDING, SEE 
EXTERIOR ELEVATIONS

TYPICAL EXTERIOR PLANTER

ASSEMBLY TYPE (SEE ASSEMBLIES SHEET)
ASSEMBLY MODIFIER, PER TYPE

ROOM NAME AND NUMBER

WINDOW TYPE (SEE A600s)

KEYNOTE

DRAWING NUMBER

SHEET WHERE DRAWN

DOOR NUMBER (SEE SHEET A601)

DIMENSION TO FACE OF FRAMING

DIMENSION TO GRID LINE

1
0
1
-1

1

A101

SIM
______________

X
XX

NAME

101

X

X

PLAN LEGEND

DIRECTION OF VIEW, IF APPLICABLE

DIMENSION TO CENTER LINE
CL

1. NEW ELEVATOR, MODIFY SHAFT AS NEEDED PER MANUFACTURER. 
ASSUME REUSE OF EXISTING 4'-0" PIT BUT SHAFT WALLS ARE NOT 
RATED AND WILL NEED MODIFICATION.

2. NEW WOOD FRAMED STAIR, COORDINATE STRUCTURAL.
3. SLIDING SECURITY GRILLE.
4. GLAZED TRANSACTION WINDOW WITH COILING COUNTER SHUTTER
5. BUILT-IN CASEWORK
6. EXTERIOR RAISED PLANTER
7. SCREENWALL / FENCING ABOVE RAISED PLANTER TO SHEILD FROM 

MAIN STREET AND PRIVATIZE THE STAFF COURTYARD SPACE. 
MATERIALS INTENDED TO MATCH EXTERIOR CLADDING. GATE WITHIN 
SCREENWALL IS FOR EGRESS ONLY, BUILT OF SIMILAR MATERIALS.

8. OPENING IN CMU WALL, SEE DEMO PLAN, COORDINATE STRUCTURAL
9. INFILL EXISTING OPENING TO MATCH ADJACENT WALL.
10. INFILL RECESSED FLOOR SURROUNDING SUMP, COORDINATE WITH 

STRUCUTRAL. MAINTAIN SUMP, SEE PLUMBING.
11. PATCH AND REPAIR CONCRETE FLOOR WHERE CONCRETE STAIRS 

USED TO BE.
12. INTERIOR HOLLOW METAL FIXED WINDOW.

# KEYNOTES

1 2 3 4 5 6

A A
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D

E

F

G G

1

A301
______________

2

A301
______________

7 8 9 10

F2

F1

50'-8"

16'-3" 14'-3" 20'-2"

B1

A1

EXISTING CRAWL SPACE
MAIN LEVEL ABOVE

A2013

A201

1

A201

4

A201 5

A201

2

FUTURE
OFFICE

59

1
2

'-
0

"
1

0
'-
8

"
8

3
'-
4

"
4

'-
8

"
1

1
'-
4

"

NEW SLAB ON 
GRADE ABOVE

FUTURE
OPEN

OFFICE

60

TOILET

57

TOILET

58

ELEC
STORAGE

62
SOS

STORAGE

61

FCS
STORAGE

63

DMV
STOARGE

64

NEW CRAWL SPACE BELOW NEW LOWERED FLOOR

10

1
ELEV 
ACCESS 
LOWER
LEVEL

EXISTING 
BASEMENT 
TO REMAIN

MECHANICAL 
SPACE ABOVE, 

SEE SHEET A101

chainlink fence dividers

chainlink fence
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A. THE CONTRACTOR SHALL THOROUGHLY INSPECT THE EXISTING 
ROOF MEMBRANE FOR ANY DAMAGE AND COORDINATE WITH 
ARCHITECT FOR PATCH, REPAIR OR REPLACEMENT.

B. COORDINATE WITH MECHANICAL, ELECTRICAL, AND PLUMBING 
DRAWINGS FOR ANY NEW PENETRATIONS IN THE ROOF 
MEMBRANE.

C. ENTIRE ROOF IS TO RECEIVE A SELF-ADHEREING MEMBRANE 
OVERLAY, COORDINATE PREP OF EXISTING SURFACE WITH 
ROOFING MANUFACTURER.

ROOF PLAN GENERAL NOTES

1. GUTTER AND DOWNSPOUT. SEE SPECS AND EXTERIOR ELEVATIONS.
2. NEW ROOF OVERHANG. CONTINUE EXISTING ROOF CONSTRUCTION TO 

EXTENTS SHOWN. COORDINATE WITH STRUCTURAL.
3. MECHANICAL UNIT. COORDINATE WITH MECHANICAL AND STRUCTURAL 

DRAWINGS FOR UPGRADES TO STRUCTURAL MEMBERS AS REQUIRED.
4. PARAPET SCREEN WALL. SEE SECTIONS AND DETAILS.
5. NEW CONDITIONED SPACE BELOW. UPDATE ROOF ASSEMBLY AS REQUIRED 

TO CONFORM WITH IECC 2012 ENERGY REQUIREMENTS.
6. FASCIA, DRIP EDGE AND FLASHING.

# ROOF PLAN KEYNOTES
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THIN BRICK VENEER
COLOR: TBD

COMPOSITE WOOD
LOOK SIDING
COLOR: TBD

EXISTING CMU
PAINT: TBD

MATERIALS LEGEND

MAIN FLOOR
100'-0"

UPPER FLOOR
104'-6"

123456

1

A301
______________

LOW ROOF BEARING
108'-2 1/2"

HIGH ROOF
112'-4"

78910

2'-0"

5 59

43

5

43 1
25

MAIN FLOOR
100'-0"

UPPER FLOOR
104'-6"

ABCDEFG

LOW ROOF BEARING
108'-2 1/2"

LOW ROOF BEARING
108'-2 1/2"

HIGH ROOF
112'-4"

2

A301
______________

F2 F1 B1 A1

5

148

5

6

MAIN FLOOR
100'-0"

UPPER FLOOR
104'-6"

1 2 3 4 5 6

1

A301
______________

LOW ROOF BEARING
108'-2 1/2"

HIGH ROOF
112'-4"

7 8 9 10

5

8437

7 5

43
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1111

11

MAIN FLOOR
100'-0"

UPPER FLOOR
104'-6"

A B C D E F G

LOW ROOF BEARING
108'-2 1/2"

HIGH ROOF
112'-4"

2

A301
______________

F2F1B1A1

35

439

1. TREX BOARD SCREEN. 
2. TREX BOARD GATE. G.C. TO COORDINATE FINAL DESIGN.
3. 3 5/8" x 4" PRE-CAST WAINSCOT.
4. 3 5/8" x 6" PRE-CAST WAINSCOT.
5. PRE-FINISHED METAL DRIP EDGE AND FASCIA. COLOR:
6. TUBE STEEL COLUMN. SEE STRUCTURAL.
7. EXTERIOR BUILDING SIGNAGE. OWNER PROVIDED. SHOWN FOR REFERENCE 

ONLY. FINAL TEXT TBD.
8. PAINT DOOR AND FRAME TO MATCH ADJACENT MATERIAL. COORDINATE W/ 

ARCHITECT.
9. GLAZING SYSTEM MANUFACTURER'S STANDARD CORNER MULLION.
10. DOWNSPOUT. COORDINATE W/ PLUMIBING.
11. EXISTING MECHANICAL GRILL. PAINT TO MATCH ADJACENT SURFACE.
12. INFILL EXISTING MECHANICAL GRILL TO MATCH ADJACENT MATERIAL.

# EXTERIOR ELEVATION KEYNOTES

MAIN FLOOR
100'-0"

6

1

A301
______________

LOW ROOF BEARING
108'-2 1/2"

HIGH ROOF
112'-4"

789

5

A. PATCH AND REPAIR ALL DAMAGED CMU BLOCK PRIOR APPLICATION 
OF NEW FINISHES. G.C. TO  COORIDNATE WITH ARCHITECT PRIOR TO 
CONSTRUCTION.

EXTERIOR ELEVATION GENERAL NOTES

N
O

T
 F

O
R

 C
O

N
S

T
R

U
C

T
IO

N
 -

P
R

E
L
IM

IN
A

R
Y

 D
E

S
IG

N

REVISIONS

turn OFF "Preliminary Border Information" before printing

turn OFF "Preliminary Border Information" before printing

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
tu

rn
 O

F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
tu

rn
 O

F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g

turn OFF "Preliminary Border Information" before printingturn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

turn OFF "Preliminary Border Information" before printingturn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g

turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

10/15/2020 9:43:52 AM

EXTERIOR
ELEVATIONS

A201

10.14.2020

©  2020     |     ALL  RIGHTS  RESERVED

SCHEMATIC DESIGN

DESIGNED BY | PAULY
DRAWN BY | JACOBSEN

F
L
A

T
H

E
A

D
 C

O
U

N
T
Y

 -
C

O
U

R
T
H

O
U

S
E

 N
O

R
T
H

K
A

L
IS

P
E

L
L
, 
M

T
2
9
0
 N

. 
M

A
IN

 S
T

R
E

E
T

  |  Project# FC_FREP_CHN  |  L:\FlatheadCounty\FC_FREP\BIMCAD_CourthouseNorth\Revit

1/8" = 1'-0"A201

1 NORTH ELEVATION

1/8" = 1'-0"A201

3 EAST ELEVATION
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1/8" = 1'-0"A301

1 Section 1

1/8" = 1'-0"A301

2 Section 3
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MATERIALS LIST
ITEM NO PRODUCT TYPE MANUFACTURER DESCRIPTION COLOR SIZE LOCATION NOTES

BASE

RB1 RUBBER BASE REF. FINISH PLAN FOR MATERIAL LOCATION

TB1 TILE BASE REF. FINISH PLAN FOR MATERIAL LOCATION

WB1 WOOD BASE REF. FINISH PLAN FOR MATERIAL LOCATION

FLOOR

CP1 CARPET TILE REF. FINISH PLAN FOR MATERIAL LOCATION

CP2 CARPET TILE REF. FINISH PLAN FOR MATERIAL LOCATION

CP3 CARPET TILE REF. FINISH PLAN FOR MATERIAL LOCATION

EM1 ENTRY MAT REF. FINISH PLAN FOR MATERIAL LOCATION

LVT1 LUXURY VINYL TILE REF. FINISH PLAN FOR MATERIAL LOCATION

SC1 SEALED CONCRETE REF. FINISH PLAN FOR MATERIAL LOCATION

T1 TILE REF. FINISH PLAN FOR MATERIAL LOCATION

VF1 VINYL FLOORING REF. FINISH PLAN FOR MATERIAL LOCATION

MILLWORK

PL1 PLASTIC LAMINATE (HPL) REF. FINISH PLAN FOR MATERIAL LOCATION

QZ1 QUARTZ SURFACE REF. FINISH PLAN FOR MATERIAL LOCATION

MISC

AP1 ACOUSTIC PANEL REF. FINISH PLAN FOR MATERIAL LOCATION

RS1 ROLLER SHADE SYSTEM -
MANUAL

REF. FINISH PLAN FOR MATERIAL LOCATION

PAINT

EP1 EPOXY PAINT REF. FINISH PLAN FOR MATERIAL LOCATION

P1 PAINT REF. FINISH PLAN FOR MATERIAL LOCATION

P2 PAINT REF. FINISH PLAN FOR MATERIAL LOCATION

WALL

T2 TILE REF. FINISH PLAN FOR MATERIAL LOCATION

T3 TILE REF. FINISH PLAN FOR MATERIAL LOCATION

WD1 WOOD PANELING REF. FINISH PLAN FOR MATERIAL LOCATION
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EXTENT OF ACCENT PAINT OR WALL FINISHES

LOCATION AND TYPE OF CORNER GUARDS
#

FINISH PLAN LEGEND

FLOORING MATERIAL CHANGE, MATERIAL TYPES SHOWN 
ON EACH SIDE OF TRANSITION

PT#

PT#

ROOM NAME AND NUMBER

INSTALL DIRECTION OF DIRECTIONAL FLOOR FINISH

FINISH TAG

WALL PROTECTION LOCATION

NAME

101

FINISH TAGS DISPLAYED IN GROUPING ON FINISH PLAN REPRESENT 
MAJORITY ROOM FINISH SELECTIONS. ORDER OF GROUPING DEFINED 
IN EXAMPLE BELOW:

MAJORITY WALL FINISH
MAJORITY BASE FINISH
MAJORITY FLOOR FINISH

GENERAL FINISH NOTES
A. ALL FINISHES TO BE APPLIED PER MANUFACTURER'S SPECIFICATIONS. 

G.C. IS RESPONSIBLE FOR OBTAINING AND FOLLOWING ALL 
MANUFACTURER'S RECOMMENDED INSTALLATION PROCEDURES AND 
FINISH REQUIREMENTS.

B. REFER TO SPECIFICATIONS FOR ALL FINISH MATERIAL PRODUCT 
INFORMATION.

C. FOR INTERIOR ELEVATIONS AND ADDITIONAL FINISHES RE: A700'S AND 
A800'S.

D. FOR CEILING HEIGHTS AND ADDITIONAL FINISHES RE: A900'S.
E. FIELD VERIFY ALL DIMENSIONS PRIOR TO FABRICATION.
F. ALL FLOOR TRANSITIONS ARE TO OCCUR DIRECTLY BENEATH DOORS 

OR CENTERED IN OPENING UNLESS NOTED OTHERWISE.
G. ALL FLOOR TRANSITIONS ARE TO BE ADA COMPLIANT.
H. ANY FLOORING OR WALL TRANSITIONS NOT SPECIFICALLY CALLED OUT 

IN THE DRAWINGS ARE TO BE VERIFIED WITH ARCHITECT.
I. PROVIDE STAINLESS STEEL TRANSITION STRIPS/REDUCERS AT ALL 

LOCATIONS WHERE TILE MEETS A DIFFERENT MATERIAL.  
J. REFER TO FINISH PLAN FOR LOCATION OF CORNER GUARDS.  ALL 

CORNER GUARDS ARE TO BE INSTALLED WITH BOTTOM OF 
CORNERGUARD AT TOP OF WALL BASE.

K. ALL GYPSUM CEILINGS AND SOFFITS TO BE PAINTED 'P1' UNLESS 
OTHERWISE NOTED ON REFLECTED CEILING PLANS.

L. ALL METAL ACCESS PANELS, COVER PLATES, VENTS, AND GRILLES TO 
BE PAINTED ON MATCH THE SURFACE IT IS LOCATED ON.

M. ALL QUARTZ COUNTERTOPS ARE TO HAVE EASED EDGES UNLESS 
OTHERWISE NOTED. ADJACENT QUARTZ BACKSPLASHES TO MATCH 
UNLESS OTHERWISE NOTED.

N. ALL WINDOW TREATMENTS ARE TO BE FIELD MEASURED, INSTALLED 
WITH ALL COMPONENTS, INSIDE MOUNTED AND WITH VALANCES.

O. GROUT LOCATED IN WET AREAS (KITCHEN, RESTROOM, BREAKROOM 
BACKSPLASHES) SHALL BE LATICRETE SPECTRALOCK EPOXY GROUT.

P. ALL WALL TILE TO HAVE SCHLUTER TRIM 'TR1' AT EXPOSED EDGES AND 
OUTSIDE CORNERS. SEE A-500 FOR ADDITIONAL INFORMATION.

Q. REFER TO INTERIOR ELEVATIONS FOR TILE PATTERNS.
R. WALLS RECEIVING VWG# OR CWG# TO HAVE LEVEL 5 FINISH.
S. ALL WALL PAINT TO BE EGGSHELL FINISH UNLESS NOTED OTHERWISE.
T. SEMI-GLOSS FINISH TO BE USED ON ALL PAINTED DOORS, DOOR 

FRAMES, PAINTED WOOD AND WALLS IN RESTROOMS.
U. PROVIDE WALL BLOCKING AT WALL MOUNTED ITEMS (INCLUDING, BUT 

NOT LIMITED TO): TV MOUNTS, MESSAGE CENTERS, WHITE BOARDS, 
TACKBOARDS.

V. COORDINATE ALL OWNER FURNISHED EQUIPMENT, ACCESSORIES, 
AND FURNITURE WITH OWNER AND/OR OWNER’S VENDOR.

W.  ALL EXTERIOR FACING WINDOWS TO RECEIVE 'RS1' MANUAL ROLLER 
SHADES.
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# KEYNOTES

1/8" = 1'-0"A501

1 MAIN FLOOR /  UPPER FLOOR - FINISH PLAN

1 PLASTIC LAMINATE 'PL1' BASE CABINETS, UPPER CABINETS AND
COUNTERTOP @ THIS LOCATION.

2 PLASTIC LAMINATE 'PL1' BASE CABINETS, UPPER CABINETS AND
QUARTZ COUNTERTOP 'QZ1' @ THIS LOCATION.

3 WALL HUNG PLASTIC LAMINATE 'PL1' LAVITORY COUNTER TOP &
ADA BASE @ THIS LOCATION.

4 INCLUDE RESTROOM ACCESSORIES AT THIS LOCAITON.
ACCESSORIES INCLUDE, BUT ARE NOT LIMITED TO; ADA GRAB BARS,
MIRRORS, TP DISPENSERS, AUTOMATIC SOAP DISPENSERS, HAND
DRYERS, COAT HOOKS AND TRASH RECEPTACLES.

5 FULL HEIGHT CUSTOM WOOD FEATURE WALL. REFERENCE 'WD1' ON
MATERIALS SCHEDULE FOR FINISH SELECTION.

6 CUSTOM ART/SIGNAGE LOCATION.

NORTH REF

F.F. @ 100'-0" F.F. @
104'-6"

KEY PLAN
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EXTENT OF ACCENT PAINT OR WALL FINISHES

LOCATION AND TYPE OF CORNER GUARDS
#

FINISH PLAN LEGEND

FLOORING MATERIAL CHANGE, MATERIAL TYPES SHOWN 
ON EACH SIDE OF TRANSITION

PT#

PT#

ROOM NAME AND NUMBER

INSTALL DIRECTION OF DIRECTIONAL FLOOR FINISH

FINISH TAG

WALL PROTECTION LOCATION

NAME

101

FINISH TAGS DISPLAYED IN GROUPING ON FINISH PLAN REPRESENT 
MAJORITY ROOM FINISH SELECTIONS. ORDER OF GROUPING DEFINED 
IN EXAMPLE BELOW:

MAJORITY WALL FINISH
MAJORITY BASE FINISH
MAJORITY FLOOR FINISH

GENERAL FINISH NOTES
A. ALL FINISHES TO BE APPLIED PER MANUFACTURER'S SPECIFICATIONS. 

G.C. IS RESPONSIBLE FOR OBTAINING AND FOLLOWING ALL 
MANUFACTURER'S RECOMMENDED INSTALLATION PROCEDURES AND 
FINISH REQUIREMENTS.

B. REFER TO SPECIFICATIONS FOR ALL FINISH MATERIAL PRODUCT 
INFORMATION.

C. FOR INTERIOR ELEVATIONS AND ADDITIONAL FINISHES RE: A700'S AND 
A800'S.

D. FOR CEILING HEIGHTS AND ADDITIONAL FINISHES RE: A900'S.
E. FIELD VERIFY ALL DIMENSIONS PRIOR TO FABRICATION.
F. ALL FLOOR TRANSITIONS ARE TO OCCUR DIRECTLY BENEATH DOORS 

OR CENTERED IN OPENING UNLESS NOTED OTHERWISE.
G. ALL FLOOR TRANSITIONS ARE TO BE ADA COMPLIANT.
H. ANY FLOORING OR WALL TRANSITIONS NOT SPECIFICALLY CALLED OUT 

IN THE DRAWINGS ARE TO BE VERIFIED WITH ARCHITECT.
I. PROVIDE STAINLESS STEEL TRANSITION STRIPS/REDUCERS AT ALL 

LOCATIONS WHERE TILE MEETS A DIFFERENT MATERIAL.  
J. REFER TO FINISH PLAN FOR LOCATION OF CORNER GUARDS.  ALL 

CORNER GUARDS ARE TO BE INSTALLED WITH BOTTOM OF 
CORNERGUARD AT TOP OF WALL BASE.

K. ALL GYPSUM CEILINGS AND SOFFITS TO BE PAINTED 'P1' UNLESS 
OTHERWISE NOTED ON REFLECTED CEILING PLANS.

L. ALL METAL ACCESS PANELS, COVER PLATES, VENTS, AND GRILLES TO 
BE PAINTED ON MATCH THE SURFACE IT IS LOCATED ON.

M. ALL QUARTZ COUNTERTOPS ARE TO HAVE EASED EDGES UNLESS 
OTHERWISE NOTED. ADJACENT QUARTZ BACKSPLASHES TO MATCH 
UNLESS OTHERWISE NOTED.

N. ALL WINDOW TREATMENTS ARE TO BE FIELD MEASURED, INSTALLED 
WITH ALL COMPONENTS, INSIDE MOUNTED AND WITH VALANCES.

O. GROUT LOCATED IN WET AREAS (KITCHEN, RESTROOM, BREAKROOM 
BACKSPLASHES) SHALL BE LATICRETE SPECTRALOCK EPOXY GROUT.

P. ALL WALL TILE TO HAVE SCHLUTER TRIM 'TR1' AT EXPOSED EDGES AND 
OUTSIDE CORNERS. SEE A-500 FOR ADDITIONAL INFORMATION.

Q. REFER TO INTERIOR ELEVATIONS FOR TILE PATTERNS.
R. WALLS RECEIVING VWG# OR CWG# TO HAVE LEVEL 5 FINISH.
S. ALL WALL PAINT TO BE EGGSHELL FINISH UNLESS NOTED OTHERWISE.
T. SEMI-GLOSS FINISH TO BE USED ON ALL PAINTED DOORS, DOOR 

FRAMES, PAINTED WOOD AND WALLS IN RESTROOMS.
U. PROVIDE WALL BLOCKING AT WALL MOUNTED ITEMS (INCLUDING, BUT 

NOT LIMITED TO): TV MOUNTS, MESSAGE CENTERS, WHITE BOARDS, 
TACKBOARDS.

V. COORDINATE ALL OWNER FURNISHED EQUIPMENT, ACCESSORIES, 
AND FURNITURE WITH OWNER AND/OR OWNER’S VENDOR.

W.  ALL EXTERIOR FACING WINDOWS TO RECEIVE 'RS1' MANUAL ROLLER 
SHADES.

MAIN LEVEL ABOVE

TOILET

57

TOILET

58

FUTURE
OFFICE

59

FUTURE
OPEN

OFFICE

60

SOS
STORAGE

61

ELEC
STORAGE

62

FCS
STORAGE

63

DMV
STOARGE

64

N
O

T
 F

O
R

 C
O

N
S

T
R

U
C

T
IO

N
 -

P
R

E
L
IM

IN
A

R
Y

 D
E

S
IG

N

REVISIONS

turn OFF "Preliminary Border Information" before printing

turn OFF "Preliminary Border Information" before printing

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
tu

rn
 O

F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
tu

rn
 O

F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g

turn OFF "Preliminary Border Information" before printingturn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

turn OFF "Preliminary Border Information" before printingturn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g

turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing turn OFF "Preliminary Border Information" before printing

tu
rn

 O
F
F
 "

P
re

lim
in

a
ry

 B
o
rd

e
r 
In

fo
rm

a
tio

n
" 

b
e
fo

re
 p

ri
n
tin

g
 

10/15/2020 9:44:00 AM

FINISH PLAN - LOWER
LEVEL & BASEMENT

A502

10.14.2020

©  2020     |     ALL  RIGHTS  RESERVED

SCHEMATIC DESIGN

DESIGNED BY | Designer
DRAWN BY | Author

F
L
A

T
H

E
A

D
 C

O
U

N
T
Y

 -
C

O
U

R
T
H

O
U

S
E

 N
O

R
T
H

K
A

L
IS

P
E

L
L
, 
M

T
2
9
0
 N

. 
M

A
IN

 S
T

R
E

E
T

  |  Project# FC_FREP_CHN  |  L:\FlatheadCounty\FC_FREP\BIMCAD_CourthouseNorth\Revit

# KEYNOTES

1/8" = 1'-0"A502

1 LOWER LEVEL /BASEMENT - FINISH PLAN
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CEILING HEIGHT

ADDITIONAL NOTES

2X4 ACOUSTICAL
LAY-IN CEILING

GYPSUM BOARD
CEILING - PAINT

EXPOSED 
STRUCTURE
AND DECK - PAINT
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EXP EXPOSED STRUCTURE AND DECK - PAINT
GYP GYPSUM BOARD - PAINT

LIGHTING -
SEE ELECTRICAL

HVAC REGISTERS -
SEE MECHANICAL

CEILING HEIGHT
VAR VARIES

ADDITIONAL NOTES

NOTES
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8'-0"
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2. NOT USED.

1 2 3 4 5 6

A A

B

C

D

E

F

G G

1

A301
______________

2

A301
______________

7 8 9 10

F2

F1

B1

A1

OFFICE

3

OPEN
OFFICE

4

ACCOUNTING
OFFICE
(TRICIA)

5

OPEN
OFFICE

3

DMV OFFICE

6

DMV OFFICE
(SHEA)

8

DMV OFFICE
(KRISTIE)

10

OPEN
OFFICE

10

BREAK
ROOM

11

BALLOTS

12

OFFICE

13
MEDIA

CENTER

15

TOILET

16

TOILET

17

SHARED
OFFICE
ENTRY

18

DMV OFFICE
(ADELE)

7

MULTI-PURPOSE

20

ELECTIONS

21

OFFICE

22

OFFICE

23

OFFICE

24

STORAGE

25

RECEPTION

27

OFFICE

28

LIBRARY

32

TOILET

30

TOILET

31

LOADING

33

OFFICE

40 OFFICE

41

OBSERVATION

42

WAITING

44

RECEPTION /
FILES

45

WOMEN'S

46

MEN'S

47

MECHANICAL

48

ELECTIONS

49

STORAGE

50

ESTATE
SALE

STORAGE

51

JANITOR

52

STORAGE

20A

ENTRY

53

WAITING

54

CIRCULATION

55

CIRCULATION

56

OFFICE

25

FUTURE
OFFICE

9

SAFE

4

OFFICE

29

ACCOUNTING

2

TAX

1

VESTIBULE

43

JANITOR

67

EXISTING TO REMAIN

E
X

IS
T
IN

G
 T

O
 R

E
M

A
IN

OPEN TO STRUCUTRE

ATTEMP HIGHER 
CEILINGS IN THIS SPACE 

WITH NICER FINISH

ATTEMP HIGHER 
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A. DESIGN INTENT IS TO REMOVE AND REPLACE ALL CEILINGS 
THROUGHOUT ENTIRE BUILDING. 

B. ASSUME ALL CEILING HEIGHTS AT ROUGHLY 8'-0" ABOVE FINISHED 
FLOOR UNLESS NOTED OTHERWISE.
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1 MAIN FLOOR / UPPER FLOOR REFLECTED CEILING PLAN

NORTH REF

F.F. @ 100'-0" F.F. @
104'-6"
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REF.REF.
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______________

7 8 9 10

F2

F1

B1

A1

NEW SLAB 
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CRAWL SPACE
MAIN LEVEL ABOVE

CRAWL SPACE 
FLOOR ABOVE

EXISTING 
BASEMENT 
TO REMAIN

MECHANICAL 
SPACE ABOVE, 

SEE SHEET A901

CEILING MATERIAL

CEILING HEIGHT

ADDITIONAL NOTES

2X4 ACOUSTICAL
LAY-IN CEILING

GYPSUM BOARD
CEILING - PAINT

EXPOSED 
STRUCTURE
AND DECK - PAINT

CEILING MATERIAL

ACT1 2X2 ACOUSTICAL LAY-IN PANEL
EXP EXPOSED STRUCTURE AND DECK - PAINT
GYP GYPSUM BOARD - PAINT

LIGHTING -
SEE ELECTRICAL

HVAC REGISTERS -
SEE MECHANICAL

CEILING HEIGHT
VAR VARIES

ADDITIONAL NOTES

NOTES

ACT

8'-0"

REFLECTED CEILING LEGEND

1. NOT USED.
2. NOT USED.

A. DESIGN INTENT IS TO REMOVE AND REPLACE ALL CEILINGS 
THROUGHOUT ENTIRE BUILDING. 

B. ASSUME ALL CEILING HEIGHTS AT ROUGHLY 8'-0" ABOVE FINISHED 
FLOOR UNLESS NOTED OTHERWISE.

CEILING PLAN GENERAL NOTES
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1 BASEMENT
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F.F. @ 
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DN

DN

DN

DN

DN

REF.REF.

B

REF.

SCALE:  1" = 1'-0"

GENERAL WALL TYPE NOTES:
A. SEE INTERIOR ELEVATIONS (SHEET A700s-A800s) AND FINISH 

SCHEDULE (SHEET A500s) FOR WALL FINISHES.
B. PROVIDE BLOCKING AS REQUIRED TO SECURE WALL HUNG 

COMPONENTS, MILLWORK AND HARDWARE
C. WALL TYPES EXTEND OVER DOORS & WINDOWS UNLESS NOTED 

OTHERWISE.
D. ALL WALL FINISHES PER INTERIOR ELEVATIONS AND FINISH 

LEGEND - COORDINATE PROPERBACKING/ UNDERLAYMENT PER 
DRAWINGS OR MANUFACTURER REQUIREMENTS.

E. EXTEND ALL COMPONETS TO UNDERSIDE OF DECK UNO.  SEE WALL 
ASSEMBLY MODIFIERS FOR ADDITIONAL INFORMATION.

F. ALL WALLS TO HAVE ACOUSTIC BATT INSULATION UNO.
G. INSTALL BACKER BOARD AT ALL WET WALL LOCATIONS TO RECIEVE 

TILE WALL FINISH OR FRP.
H. CAULK AND SEAL TOP AND BOTTOM TRACK OF WALLS OT ENSURE 

ACOUSTICAL PERFORMANCE, SEE WALL ASSEMBLY MODIFIERS FOR 
ADDITIONAL INFORMATION.

I. PROVIDE CONTROL JOINTS IN ALL GYP. BD. WALLS GREATER THAN 
30'-0" IN LENGTH. ATTEMPT TO ALIGN JOINTS WITH TOP OF DOOR 
JAMB IF POSSIBLE. COORDINATE FINAL LOCATIONS WITH ARCHITECT 
IN FIELD.

KEYNOTES:
1. SUBSTITUE 6" MTL STUDS IN LIEU OF 3 5/8" MTL STUDS
2. ADDITIONAL LAYER OF 5/8" PLYWOOD BACKING BEHIND GYP. LAYER.
3. WALL TO STOP AT 3'-6" AFF
4. WALL TO STO

A INTERIOR WALL

WALL ASSEMBLIES LEGEND LEGEND

5/8" GYP. BD. 
3 5/8" METAL STUD U.N.O. 
R-21 UNFACED BATT INSULATION

5/8" GYP. BD. 

A

B

1" RIGID INSULATION
3 1/2" METAL STUD U.N.O. 
R-21 UNFACED BATT INSULATION

5/8" GYP. BD. 

C

WEATHERPROOF SEALER

4"x4"x16" CMU BLOCK

1 1/2" THIN BRICK VENEER
IN MORTAR BED

ASSEMBLY TYPE (SEE ASSEMBLIES SHEET)
ASSEMBLY MODIFIER, PER TYPE

ROOM NAME AND NUMBER

WINDOW TYPE (SEE A600s)

KEYNOTE

DRAWING NUMBER

SHEET WHERE DRAWN

DOOR NUMBER (SEE SHEET A601)

DIMENSION TO FACE OF FRAMING

DIMENSION TO GRID LINE

1
0
1
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A101

SIM
______________

X
XX

NAME

101

X

X

PLAN LEGEND

DIRECTION OF VIEW, IF APPLICABLE

DIMENSION TO CENTER LINE
CL

1. NOT USED.
2. NOT USED.
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1 MAIN FLOOR /  UPPER FLOOR PLAN
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SCALE:  1" = 1'-0"

GENERAL WALL TYPE NOTES:
A. SEE INTERIOR ELEVATIONS (SHEET A700s-A800s) AND FINISH 

SCHEDULE (SHEET A500s) FOR WALL FINISHES.
B. PROVIDE BLOCKING AS REQUIRED TO SECURE WALL HUNG 

COMPONENTS, MILLWORK AND HARDWARE
C. WALL TYPES EXTEND OVER DOORS & WINDOWS UNLESS NOTED 

OTHERWISE.
D. ALL WALL FINISHES PER INTERIOR ELEVATIONS AND FINISH 

LEGEND - COORDINATE PROPERBACKING/ UNDERLAYMENT PER 
DRAWINGS OR MANUFACTURER REQUIREMENTS.

E. EXTEND ALL COMPONETS TO UNDERSIDE OF DECK UNO.  SEE WALL 
ASSEMBLY MODIFIERS FOR ADDITIONAL INFORMATION.

F. ALL WALLS TO HAVE ACOUSTIC BATT INSULATION UNO.
G. INSTALL BACKER BOARD AT ALL WET WALL LOCATIONS TO RECIEVE 

TILE WALL FINISH OR FRP.
H. CAULK AND SEAL TOP AND BOTTOM TRACK OF WALLS OT ENSURE 

ACOUSTICAL PERFORMANCE, SEE WALL ASSEMBLY MODIFIERS FOR 
ADDITIONAL INFORMATION.

I. PROVIDE CONTROL JOINTS IN ALL GYP. BD. WALLS GREATER THAN 
30'-0" IN LENGTH. ATTEMPT TO ALIGN JOINTS WITH TOP OF DOOR 
JAMB IF POSSIBLE. COORDINATE FINAL LOCATIONS WITH ARCHITECT 
IN FIELD.

KEYNOTES:
1. SUBSTITUE 6" MTL STUDS IN LIEU OF 3 5/8" MTL STUDS
2. ADDITIONAL LAYER OF 5/8" PLYWOOD BACKING BEHIND GYP. LAYER.
3. WALL TO STOP AT 3'-6" AFF
4. WALL TO STO

A INTERIOR WALL

WALL ASSEMBLIES LEGEND LEGEND

5/8" GYP. BD. 
3 5/8" METAL STUD U.N.O. 
R-21 UNFACED BATT INSULATION

5/8" GYP. BD. 

A

B

1" RIGID INSULATION
3 1/2" METAL STUD U.N.O. 
R-21 UNFACED BATT INSULATION

5/8" GYP. BD. 

C

WEATHERPROOF SEALER

4"x4"x16" CMU BLOCK

1 1/2" THIN BRICK VENEER
IN MORTAR BED

ASSEMBLY TYPE (SEE ASSEMBLIES SHEET)
ASSEMBLY MODIFIER, PER TYPE

ROOM NAME AND NUMBER

WINDOW TYPE (SEE A600s)

KEYNOTE

DRAWING NUMBER

SHEET WHERE DRAWN

DOOR NUMBER (SEE SHEET A601)
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1 LOWER LEVEL /BASEMENT
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1 ROOF PLAN
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GENERAL DEMOLITION NOTES

A. THE PLUMBING CONTRACTOR SHALL COORDINATE ALL DEMOLITION 
WORK W/ ALL TRADES AS RQD.

B. REFER TO ARCHITECTURAL & DRAWINGS FOR ADDITIONAL 
DEMOLITION INSTRUCTIONS.

C. THESE DWGS ARE BASED ON ORIGINAL CONTRACT DOCUMENTS & 
LIMITED SITE INSPECTION. THE PURPOSE OF THESE DWGS IS TO 
SHOW EXTENT OF MECHANICAL/PLUMBING DEMOLITION, NOT THE 
EXACT CONFIGURATION OF EXISTING SYSTEMS. EXACT UTILITY 
LOCATIONS SHALL BE DETERMINED BY A LICENSED UTILITY 
LOCATING SERVICE.

D. HOLE PATCH BY GENERAL CONTRACTOR.
E. ITEMS SHOWN DASHED & HEAVY ARE EXISTING ITEMS 

TO BE REMOVED.

F. ITEMS SHOWN LIGHT & SOLID ARE EXISTING ITEMS
TO REMAIN.
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(E)3/4"
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(E)4"
W

W
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PW

1

1

3"

1. REMOVE WASTE PIPING BACK TO MAIN. 

2. REMOVE FIXTURE. PREPARE ROUGH-IN FOR NEW FIXTURE. 

3. REPLACE EXISTING SUMP PUMP.

4. REMOVE EXPOSED WATER ENTRANCE PIPING FROM GROUND 
PENETRATION TO WATER ENTRANCE. 

5. ABANDON EXISTING SERVICE BELOW GRADE. 
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1. INSTALL NEW FIXTURE IN SAME LOCATION AS OLD, CONNECT TO 
EXISTING  ROUGH-INS. 
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1. INSTALL NEW FIXTURE IN SAME LOCATION AS OLD, CONNECT TO 
EXISTING  ROUGH-INS. 
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1/8" = 1'-0"P201

1 MAIN LEVEL/UPPER LEVEL DOM. WATER PLAN



DRAIN

REFRIGERANT SUCTION LINE

REFRIGERANT LIQUID LINE

REFRIGERANT HOT GAS LINE

FUEL OIL SUPPLY

FUEL OIL RETURN

FUEL OIL VENT

DRY FLUID SUPPLY

DRY FLUID RETURN

LOW PRESSURE STEAM SUPPLY

STEAM CONDENSATE RETURN

GATE VALVE

BALL VALVE

BUTTERFLY VALVE

GLOBE VALVE

TRIPLE DUTY VALVE

SWING CHECK VALVE

STRAINER

FLEX CONNECTOR

HOSE END DRAIN VALVE

PRESSURE REDUCING VALVE

SAFETY RELIEF VALVE

UNION

MOTORIZED T.C. VALVE / 2-WAY

MOTORIZED T.C. VALVE / 3-WAY

ECCENTRIC PLUG BALANCING VALVE

VALVE IN RISER

TEE UP

TEE DOWN

ELBOW UP

ELBOW  DOWN

PIPE SIZE CHANGE

MANUAL FLOW BALANCING VALVE 
(CIRCUIT SETTER)

AUTOMATIC FLOW BALANCING VALVE

PIPE GUIDE

PIPE ANCHOR

PRESSURE / TEMP. TEST PLUG

DIAL THERMOMETER

THERMOSTAT/TEMPERATURE SENSOR

REVERSE ACTING THERMOSTAT

THERMOSTAT/TEMPERATURE SENSOR
W/ GUARD

ACOUSTICALLY LINED SHEET METAL DUCT

MANUAL BALANCING DAMPER

FLEX CONNECTOR

ACCESS DOORS

FIRE DAMPER

FIRE/SMOKE DAMPER

MOTORIZED DAMPER

TURNING VANE ELBOW

45° LOW-LOSS TAKE-OFF FITTING W/ 
DAMPER & FLEX DUCT

45° LOW-LOSS TAKE-OFF FITTING W/ 
DAMPER & RIGID ROUND DUCT

RECTANGULAR/ROUND DUCT WITH 45° 
HIGH EFFICIENCY TAKE-OFF

SUPPLY DIFFUSER W/ FLEX DUCT, 
THROW PATTERN SHOW N ON PLANS

CONNECT NEW WORK TO EXISTING

COMMON

EXISTING

D

RS

RL

HG

FOS

FOR

FOV

DFS

DFR

LPS

COND

T

T

T

T
R

HEAT PUMP SUPPLYHPS

HEAT PUMP RETURNHPR

C

(E)

RETURN GRILLE

P

FD

AD

AD

F/SD

M

SYMBOL DESCRIPTION SYMBOL DESCRIPTION

GGGGGGGGGGGGGGGG

MMMMMMMMMMMMMMMM

AAAAAAAAAAAAAAAA

LAY-IN SUPPLY DIFFUSER W/ FLEX DUCT, 
THROW  PATTERN SHOWN ON PLANS

EXHAUST GRILLE

HUMIDISTATH

CARBON MONOXIDE SENSORCO

CARBON DIOXIDE SENSORCO2

NITROGEN DIOXIDE SENSORNO2

MECHANICAL LEGEND

PRESSURE GAUGE W/ SNUBBER

POINT OF DISCONNECT

RELOCATE / RELOCATED(R)
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MAX MAXIMUM

MBH BTU PER HOUR (THOUSAND)

MC MECHANICAL CONTRACTOR

MIN MINIMUM

N/A NOT APPLICABLE

NC NORMALLY CLOSED

NIC NOT IN CONTRACT

NO NORMALLY OPEN

NO NUMBER

NTS NOT TO SCALE

OA OUTSIDE AIR

OBD OPPOSED BLADE DAMPER

OD OUTSIDE DIAMETER

PD PRESSURE DROP

PH PHASE (ELECTRICAL)

PSI POUNDS PER SQUARE INCH

PSIA PSI ABSOLUTE

PSIG PSI GAUGE

R/O RUN OUT

RA RETURN AIR

RH RELATIVE HUMIDITY

RPM REVOLUTIONS PER MINUTE

SA SUPPLY AIR

SCFM CFM, STANDARD CONDITIONS

SH SENSIBLE HEAT

SP STATIC PRESSURE

SP VOL SPECIFIC VOLUME

SPEC SPECIFICATION

STD STANDARD

SUCT SUCTION

T STAT THERMOSTAT

TC TEMPERATURE CONTROL

TD TEMPERATURE DIFFERENCE

TEMP TEMPERATURE

TOD TOP OF DUCT

TONS TONS OF REFRIGERATION

V VOLT

VAC VACUUM

VAV VARIABLE AIR VOLUME

VEL VELOCITY

VFD VARIABLE FREQUENCY DRIVE

VOL VOLUME

W/ WITH

WPD WATER PRESSURE DROP

% PERCENT

ACFM ACTUAL CFM

AFF ABOVE FINISHED FLOOR

AHU AIR HANDLING UNIT

AMP AMPERE (AMP, AMPS)

ANSI AMERICAN NATIONAL STANDARDS INSTITUTE

APD AIR PRESSURE DROP

APPROX APPROXIMATE

BHP BRAKE HORSEPOWER, BOILER HORSEPOWER

BOD BOTTOM OF DUCT

BTU BRITISH THERMAL UNIT

C COMMOM

CFM CUBIC FEET PER MINUTE

COD CENTER OF DUCT

CU FT CUBIC FEET

CU IN CUBIC INCH

DB DECIBEL

DBT DRY-BULB TEMPERATURE

DIA DIAMETER

EAT ENTERING AIR TEMPERATURE

EC ELECTRICAL CONTRACTOR

EDR EQUIVALENT DIRECT RADIATION

EWT ENTERING WATER TEMPERATURE

EXP EXPANSION

F FAHRENHEIT

FPM FEET PER MINUTE

FPS FEET PER SECOND

FT FOOT OR FEET

GA GAGE OR GUAGE

GAL GALLONS

GC GENERAL CONTRACTOR

GPD GALLONS PER DAY

GPH GALLONS PER HOUR

GPM GALLONS PER MINUTE

HD HEAD

HGT HEIGHT

HP HORSEPOWER

HZ FREQUENCY

ID INSIDE DIAMETER

KW KILOWATT

KWH KILOWATT HOUR

LAT LEAVING AIR TEMPERATURE

LBS POUNDS

LF LINEAR FEET

LWT LEAVING WATER TEMPERATURE

HVAC ABBREVIATIONS

7) MOTOR SHAFT GROUNDING RINGS   8) FACTORY MOUNT FAN AND ENERGY WHEEL VFDS   9) SCREENED EXHAUST AND INTAKE HOODS   10) LOW LEAK INTAKE AND EXHAUST DAMPERS   11) CONTROL BY TC   11) HINGED ACCESS DOORS

1) 16-INCH SEISMIC CURB   2) SEE PLANS FOR CONFIGURATION   3) FAN SPRING ISOLATORS WITH 2-INCH NOMINAL DEFLECTION   4) MERV 8 EXHAUST FILTERS   5) MERV 13 INTAKE FILTERS   5) ENERGY WHEEL AND ADJUSTABLE PURGE PLATE   6) 12-BLADE, DIRECT DRIVE AIRFOIL PLENUM FANS

NOTES:

HRV-1 AAON 208 / 3 / 60

VENT EXHAUST VENT EXHAUST OSA RTA VTA EXA EFF TOTAL (MBH) SENSIBLE (MBH) EDB / EWB (°F) LDB / LWB (°F) EWT / LWT (°F) EER TOTAL (MBH) EDB (°F) LDB (°F) EWT / LWT (°F) COP SUPPLY EXHAUST V / PH / HZ

PLAN
CODE

MFGR MODEL
CFM MIN ESP (IN WC) WINTER DESIGN (DB / WB, °F) COOLING HEATING MOTOR (HP) POWER

REMARKS

HEAT RECOVERY VENTILATOR SCHEDULE

1) FACTORY INSTALLED WATERSIDE ECONOMIZER COIL AND JUMPER HOSE   2) FACTORY DISCONNECT   3) PERFORMANCE BASED ON 3,000 FT ELEVATION   4) 35% PROPYLENE GLYOCL   5) FACTORY STARTUP   6) MERV 13 FILTER

NOTES:

HP-x AAON 208 / 3 / 60

TOTAL (MBH) SENSIBLE (MBH) EDB / EWB (°F)
LDB / LWB

(°F)
EWT / LWT (°F) EER TOTAL (MBH) EDB (°F) LDB (°F) EWT / LWT (°F) COP TOTAL (MBH) SENSIBLE (MBH) EDB / EWB (°F)

LDB / LWB
(°F)

EWT / LWT (°F) V / PH / HZ

PLAN
CODE

MFGR MODEL CONFIGURATION DISCHARGE CFM
MIN ESP
(IN WC)

GPM
WPD

(FT WC)

COOLING HEATING WATERSIDE ECONOMIZER POWER
WEIGHT

(LB)
(FT WC)

REMARKS

WATER-SOURCE HEAT PUMP SCHEDULE

CV-HPx 2 TWO POSITION

PLAN
CODE

PORTS
PIPE

SIZE (IN)
FLOW
(GPM)

CV
DP

(PSI)
CHARACTERISTIC

CONTROL VALVE SCHEDULE

3) MANUFACTURER DISCONNECT   4) SURFACE MOUNT   5) RECESSED MOUNT

1) GRILLE COLOR SELECTED BY ARCHITECT     2) WALL THERMOSTAT BY TC

NOTES:

EH-x KING LPWA2045 4,500 208 / 1 / 60 1, 2, 3, 5

EH-x KING PAW1215 1,500 120 / 1 / 60 1, 2, 3, 5

V / PH / HZ

PLAN
CODE

MFGR MODEL WATTS
POWER

REMARKS

ELECTRIC HEATER SCHEDULE

12) VERTICAL DISCHARGE POSITION     13) HORIZONTAL BLADES PARALLEL TO SHORT DIMENSION

7) HORIZONTAL BLADES PARALLEL TO LONG DIMENSION     8) OPPOSED BLADE DAMPER    9) ROD OPERATED EXTRACTOR     10) PROVIDE QR FASTENERS     11) DOUBLE DEFLECTION

1) 0 DEG DEFLECTION     2) 15 DEG DEFLECTION     3) 45 DEG DEFLECTION     4) CORE 25C     5) F SURFACE MOUNT FRAME     6) 2-INCH FILTER FRAME WITH MERV 13 FILTER

NOTES:

T-1 PRICE 530 SURFACE STEEL WHITE

E-2 PRICE 530 SURFACE STEEL WHITE

E-1 PRICE 530 8 16 6 14 SURFACE STEEL WHITE

R-2 PRICE 530 SURFACE STEEL WHITE

R-1 PRICE 530 8 16 6 14 SURFACE STEEL WHITE 3, 5, 6, 7

S-2 PRICE LBMH 8 16 6 14 SURFACE STEEL WHITE 1, 4, 7

S-1 PRICE LBPH 8 16 6 14 SURFACE STEEL WHITE 1, 4, 7

HEIGHT WIDTH Ø HEIGHT WIDTH Ø

PLAN
CODE

MFGR MODEL
FACE SIZE NECK SIZE

MAX CFM
NOISE

CRITERIA
(NC)

TOTAL
PRESSURE

(IN WC)
STYLE MATERIAL FINISH REMARKS

GRILLES, REGISTERS AND DIFFUSERS SCHEDULE
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7) HIGH ALTITUDE MODEL

HIGH LIMIT, ADJUSTABLE HIGH LIMIT W/ MANUAL RESET   4) MODULATING GAS VALVE AND GAS SHUTOFF VALVES BY MANUFACTURER   5) FACTORY STARTUP   6) BACNET MSTP

1) AL29-4C VENT WITH LISTED APPLIANCE ADAPTER, DOUBLE WALL B-VENT FOR AIR INTAKE   2) CONDENSATE NEUTRALIZATION KIT   3) LOW WATER CUTOFF, AUTOMATIC RESET

NOTES:

B-2 LOCHINVAR KHB285N 95 NATURAL GAS 285 264 10:1 3 3 115 / 1 / 60 205 1, 2, 3, 4, 5, 6, 7

B-1 LOCHINVAR KHB285N 95 NATURAL GAS 285 264 10:1 3 3 115 / 1 / 60 205 1, 2, 3, 4, 5, 6, 7

PLAN
CODE

MFGR MODEL
AFUE
(%)

FUEL RATED INPUT (MBH) RATED OUTPUT (MBH) MODULATION
AIR INLET
SIZE (IN)

FLUE SIZE (IN) POWER (V/PH/HZ) WEIGHT (LBS) REMARKS

BOILER SCHEDULE

4) PROVIDED WITH BOILER   5) BID ALTERNATE: SNOWMELT PUMP

1) BASE MOUNTED, END SUCTION PUMP   2) NON-OVERLOADING MOTOR   3) MOTOR SHAFT GROUNDING RING

NOTES:

P-3 TACO 5

P-2 TACO FI SERIES 208 / 3 / 60 1, 2, 3

P-1 TACO FI SERIES 208 / 3 / 60 1, 2, 3

BP-2 115 / 1 / 60 4

BP-1 115 / 1 / 60 4

PLAN
CODE

MFGR MODEL GPM
HEAD

(FT WC)
IMPELLER

(Ø")
RPM HP

POWER
V / PH / HZ

REMARKS

PUMP SCHEDULE

AS-2 AND ET-2 SERVE THE SNOWMELT SYSTEM AND SHALL BE BID ALTERNATE #X

AS-2 TACO ET-2 TACO

PLAN
CODE

MFGR MODEL GPM
PIPE SIZE

(IN)
PLAN
CODE

MFGR MODEL
TANK

VOLUME
ACCEPTANCE

VOLUME
PRECHARGE
PRESSURE

AIR SEPARATOR SCHEDULE EXPANSION TANK SCHEDULE

1) CALIBRATED ORIFICE OR VENTURI-STYLE MANUAL BALANCE VALVE

NOTES:

BV-B2 TACO ACUF-200 2 2 62.3 30 - 1

BV-B1 TACO ACUF-200 2 2 62.3 30 - 1

PLAN
CODE

MFGR MODEL
OVERAL

L
SIZE (IN)

PIPE
SIZE (IN)

FULL
OPEN CV

FLOW
(GPM)

DESIGN
WPD

(FT WC)
REMARKS

MANUAL BALANCE VALVE SCHEDULE

1) DISCHARGE ATTENUATION HOOD WITH POSITIVE CLOSURE DAMPERS   2) MAXIMUM DBA AT 50 FT FROM UNIT:    3) ELECTRIC LEVEL CONTROL WITH REMOTE SOLENOID FILL VALVE

NOTES:

EC-1 EVAPCO -

PLAN
CODE

MFGR MODEL CFM GPM
COIL WPD

(FT WC)
FAN
(HP)

PUMP
(HP)

POWER
(V / PH / HZ)

EWT / LWT
(°F)

AMBIENT WB
(°F)

REMARKS

EVAPORATIVE LIQUID COOLER SCHEDULE

3) ISOLATION VALVE, CHECK VALVE

1) PRESSURE SWITCH: 9 PSI CUT-IN, 15 PSI CUT-OUT, 6 PSI DIFFERENTIAL   2) CONTROL PANEL WITH LOW LEVEL INDICATOR

NOTES:

GF-1 GTP GP 55.0 0-100 115 / 1 / 60

V / PH / HZ

PLAN
CODE

MFGR MODEL
CAPACITY

(GAL)
PRESSURE

RANGE (PSI)

POWER
REMARKS

AUTOMATIC GLYCOL FEEDER SCHEDULE

1) PROVIDED AND INSTALLED BY TC   2) SEE ELECTRICAL ONE-LINE DIAGRAM FOR AVAILABLE FAULT CURRENTS   3) BACNET INTERFACE   4) INTEGRAL DISCONNECT

NOTES:

VFD-P2 DANFOSS VLT HVAC 208 3 60 PUMP 1, 2, 3, 4

VFD-P1 DANFOSS VLT HVAC 208 3 60 PUMP 1, 2, 3, 4

VOLT PHASE HZ

PLAN
CODE

MFGR

ELECTRICAL

MOTOR (HP) APPLICATION REMARKS

VARIABLE FREQUENCY DRIVE SCHEDULE

1) BID ALTERNATE #X: SNOWMELT

NOTES:

RM-1 1

PLAN
CODE

AREA
SERVED

FLOW RATE
(GPM)

WPD
(FT WC)

TUBE
SPACING

(IN)

MAX CIRCUIT
LENGTH (FT)

# OF
CIRCUITS

TUBE DIA
(IN)

MANIFOLD
DIA (IN)

SUPPLY
TEMP
(°F)

REMARKS

RADIANT MANIFOLD SCHEDULE



GENERAL DEMOLITION NOTES

A. THIS CONTRACTOR SHALL BE AWARE THAT THIS IS A REMODELING 
PROJECT AND AS SUCH, CERTAIN ITEMS AND SIZES CANNOT BE 
FULLY ILLUSTRATED NOR EXPLAINED WITHOUT FIELD OBSERVATION. 
THEREFORE, THIS CONTRACTOR IS ADVISED TO VISIT AND EXAMINE 
THE JOB SITE AND BUILDING IN EVERY DETAIL AS PERTAINS TO THIS 
PROJECT. IF CONTRACTOR DISCOVERS ITEMS THAT ALTER THE 
SCOPE OF WORK SHOWN IN THE CONSTRUCTION DOCUMENTS, 
FINDINGS ARE TO BE PRESENTED TO ENGINEER OF RECORD FOR 
REVIEW.

B. SEE ARCHITECTURAL AND ELECTRICAL DRAWINGS FOR ADDITIONAL 
REMOVAL ITEMS.

C. ALL REMOVED ITEMS, EXCEPT THOSE NOTED TO BE REUSED OR TO 
REMAIN THE PROPERTY OF THE OWNER, SHALL BECOME PROPERTY 
OF THE CONTRACTOR AND SHALL BE REMOVED FROM THE JOB SITE. 
THE OWNER RESERVES THE RIGHT TO KEEP ANY REMOVED ITEMS 
EVEN THOUGH NOT NOTED ON DRAWINGS.

D. WHERE EXISTING EQUIPMENT, DUCTS, ETC. ARE TO BE REMOVED, 
SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, BASES, HANGERS, 
ETC.

E. THIS CONTRACTOR MUST MEET WITH THE OWNER OR HIS 
REPRESENTATIVE AND DISCUSS THE PROPOSED WORK SCHEDULE 
FOR REMOVAL, AND REMODELED WORK WITHIN CONTRACT 
DRAWINGS PRIOR TO PERFORMING ANY WORK. THE CONTRACTOR 
SHALL INFORM THE OWNER OR HIS REPRESENTATIVE, OF THE 
INTENT TO DO SO AT LEAST 48 HOURS BEFORE SUCH WORK BEGINS.

F. THIS CONTRACTOR SHALL BE AWARE THAT CERTAIN AREAS OF 
REMOVAL AND REMODELED WORK MUST BE DONE AFTER NORMAL 
BUSINESS HOURS. REFER TO ARCHITECTURAL PHASING AND 
SCHEDULING DOCUMENTS FOR DETAILS.

G. THIS CONTRACTOR SHALL PERFORM ALL CUTTING AND PATCHING 
REQUIRED IN ACCORDANCE WITH DIVISION 1 "CUTTING AND 
PATCHING", OF SPECIFICATIONS.

# DEMOLITION NOTES

1. DEMOLISH ALL DUCTWORK AND ASSOCIATED HANGERS.
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______________

M300
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F1

F2

DARK THICK DASHED LINES INDICATE EXISTING 
ITEMS TO BE REMOVED.

LIGHT THIN LINES INDICATE EXISTING ITEMS TO 
REMAIN.

DARK THICK LINES WITH SHADING INDICATE 
NEW EQUIPMENT.

EXISTING EQUIPMENT TO REMAIN.

EXISTING EQUIPMENT TO BE REMOVED.

DEMOLITION LEGEND
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(X)L
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DARK THICK DASHED LINES INDICATE EXISTING 
ITEMS TO BE REMOVED.

LIGHT THIN LINES INDICATE EXISTING ITEMS TO 
REMAIN.

DARK THICK LINES WITH SHADING INDICATE 
NEW EQUIPMENT.

EXISTING EQUIPMENT TO REMAIN.

EXISTING EQUIPMENT TO BE REMOVED.

DEMOLITION LEGEND

(E)

(X)

GENERAL DEMOLITION NOTES

A. THIS CONTRACTOR SHALL BE AWARE THAT THIS IS A REMODELING 
PROJECT AND AS SUCH, CERTAIN ITEMS AND SIZES CANNOT BE 
FULLY ILLUSTRATED NOR EXPLAINED WITHOUT FIELD OBSERVATION. 
THEREFORE, THIS CONTRACTOR IS ADVISED TO VISIT AND EXAMINE 
THE JOB SITE AND BUILDING IN EVERY DETAIL AS PERTAINS TO THIS 
PROJECT. IF CONTRACTOR DISCOVERS ITEMS THAT ALTER THE 
SCOPE OF WORK SHOWN IN THE CONSTRUCTION DOCUMENTS, 
FINDINGS ARE TO BE PRESENTED TO ENGINEER OF RECORD FOR 
REVIEW.

B. SEE ARCHITECTURAL AND ELECTRICAL DRAWINGS FOR ADDITIONAL 
REMOVAL ITEMS.

C. ALL REMOVED ITEMS, EXCEPT THOSE NOTED TO BE REUSED OR TO 
REMAIN THE PROPERTY OF THE OWNER, SHALL BECOME PROPERTY 
OF THE CONTRACTOR AND SHALL BE REMOVED FROM THE JOB SITE. 
THE OWNER RESERVES THE RIGHT TO KEEP ANY REMOVED ITEMS 
EVEN THOUGH NOT NOTED ON DRAWINGS.

D. WHERE EXISTING EQUIPMENT, DUCTS, ETC. ARE TO BE REMOVED, 
SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, BASES, HANGERS, 
ETC.

E. THIS CONTRACTOR MUST MEET WITH THE OWNER OR HIS 
REPRESENTATIVE AND DISCUSS THE PROPOSED WORK SCHEDULE 
FOR REMOVAL, AND REMODELED WORK WITHIN CONTRACT 
DRAWINGS PRIOR TO PERFORMING ANY WORK. THE CONTRACTOR 
SHALL INFORM THE OWNER OR HIS REPRESENTATIVE, OF THE 
INTENT TO DO SO AT LEAST 48 HOURS BEFORE SUCH WORK BEGINS.

F. THIS CONTRACTOR SHALL BE AWARE THAT CERTAIN AREAS OF 
REMOVAL AND REMODELED WORK MUST BE DONE AFTER NORMAL 
BUSINESS HOURS. REFER TO ARCHITECTURAL PHASING AND 
SCHEDULING DOCUMENTS FOR DETAILS.

G. THIS CONTRACTOR SHALL PERFORM ALL CUTTING AND PATCHING 
REQUIRED IN ACCORDANCE WITH DIVISION 1 "CUTTING AND 
PATCHING", OF SPECIFICATIONS.

# DEMOLITION NOTES

1. DEMOLISH ALL DUCTWORK AND ASSOCIATED HANGERS.

2. DEMO EXISTING OUTDOOR AIR LOUVER AND PATCH. COORDINATE 
WITH ARCH.
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A. DO NOT RUN ANY DUCTWORK OR PIPING OVER ELECTRICAL PANELS 
FROM PANEL TO STRUCTURE ABOVE AND FROM ACCESS SPACE TO 
80" ABOVE FLOOR.

B. THERMOSTAT LOCATIONS SHALL BE REVIEWED WITH ARCHITECTURAL 
FIELD REPRESENTATIVE PRIOR TO INSTALLATION. COORDINATE 
THERMOSTAT LOCATIONS WITH ANY CASEWORK OR SYSTEMS 
FURNITURE. INSTALL THERMOSTAT 48" ABOVE FINISHED FLOOR AS 
REQUIRED FOR PROPER EQUIPMENT INSTALLATION AND COMPLIANCE 
WITH ADA STANDARDS.

C. FIRE CAULK ALL PIPE PENETRATIONS THROUGH FIRE RATED WALLS. 
REFER TO ARCHITECTURAL AND LIFE SAFETY PLANS FOR 
IDENTIFICATION OF RATED W ALLS.

D. NO DUCTWORK SHALL BE FABRICATED PRIOR TO FIELD VERIFICATION 
OF DUCT SIZES AND ROUTING BY MECHANICAL CONTRACTOR.

E. PROVIDE NEW FLEXIBLE DUCT CONNECTORS BETWEEN NEW 
EQUIPMENT AND EXISTING DUCTWORK.

F. MC TO COORDINATE ATTACHMENT TO STRUCTURE FOR NEW  
EQUIPMENT.

G. REFER TO F-SHEETS FOR PHASING REQUIREMENTS.

H. SEE x/Mxxx FOR DUCT BRANCHES.

GENERAL NOTES

1. NOTES

# SHEET NOTES
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A. DO NOT RUN ANY DUCTWORK OR PIPING OVER ELECTRICAL PANELS 
FROM PANEL TO STRUCTURE ABOVE AND FROM ACCESS SPACE TO 
80" ABOVE FLOOR.

B. THERMOSTAT LOCATIONS SHALL BE REVIEWED WITH ARCHITECTURAL 
FIELD REPRESENTATIVE PRIOR TO INSTALLATION. COORDINATE 
THERMOSTAT LOCATIONS WITH ANY CASEWORK OR SYSTEMS 
FURNITURE. INSTALL THERMOSTAT 48" ABOVE FINISHED FLOOR AS 
REQUIRED FOR PROPER EQUIPMENT INSTALLATION AND COMPLIANCE 
WITH ADA STANDARDS.

C. FIRE CAULK ALL PIPE PENETRATIONS THROUGH FIRE RATED WALLS. 
REFER TO ARCHITECTURAL AND LIFE SAFETY PLANS FOR 
IDENTIFICATION OF RATED W ALLS.

D. NO DUCTWORK SHALL BE FABRICATED PRIOR TO FIELD VERIFICATION 
OF DUCT SIZES AND ROUTING BY MECHANICAL CONTRACTOR.

E. PROVIDE NEW FLEXIBLE DUCT CONNECTORS BETWEEN NEW 
EQUIPMENT AND EXISTING DUCTWORK.

F. MC TO COORDINATE ATTACHMENT TO STRUCTURE FOR NEW  
EQUIPMENT.

G. REFER TO F-SHEETS FOR PHASING REQUIREMENTS.

H. SEE x/Mxxx FOR DUCT BRANCHES.

GENERAL NOTES

1. NOTES
2. NOTES

# SHEET NOTES
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REF.

1 2 3 4 5 6

A

B

C

D

E

F

G

7 8 9 10

B1

A1

(X) AC-1

ERV-1

F1

F2

1

(X)IH

1

(E)IH

2

2

(X)EF

(X)EF

1

2

2

A. DO NOT RUN ANY DUCTWORK OR PIPING OVER ELECTRICAL PANELS 
FROM PANEL TO STRUCTURE ABOVE AND FROM ACCESS SPACE TO 
80" ABOVE FLOOR.

B. THERMOSTAT LOCATIONS SHALL BE REVIEWED WITH ARCHITECTURAL 
FIELD REPRESENTATIVE PRIOR TO INSTALLATION. COORDINATE 
THERMOSTAT LOCATIONS WITH ANY CASEWORK OR SYSTEMS 
FURNITURE. INSTALL THERMOSTAT 48" ABOVE FINISHED FLOOR AS 
REQUIRED FOR PROPER EQUIPMENT INSTALLATION AND COMPLIANCE 
WITH ADA STANDARDS.

C. FIRE CAULK ALL PIPE PENETRATIONS THROUGH FIRE RATED WALLS. 
REFER TO ARCHITECTURAL AND LIFE SAFETY PLANS FOR 
IDENTIFICATION OF RATED W ALLS.

D. NO DUCTWORK SHALL BE FABRICATED PRIOR TO FIELD VERIFICATION 
OF DUCT SIZES AND ROUTING BY MECHANICAL CONTRACTOR.

E. PROVIDE NEW FLEXIBLE DUCT CONNECTORS BETWEEN NEW 
EQUIPMENT AND EXISTING DUCTWORK.

F. MC TO COORDINATE ATTACHMENT TO STRUCTURE FOR NEW  
EQUIPMENT.

G. REFER TO F-SHEETS FOR PHASING REQUIREMENTS.

H. SEE x/Mxxx FOR DUCT BRANCHES.

GENERAL NOTES

1. NOTES
2. NOTES

# SHEET NOTES

GENERAL DEMOLITION NOTES

A. THIS CONTRACTOR SHALL BE AWARE THAT THIS IS A REMODELING 
PROJECT AND AS SUCH, CERTAIN ITEMS AND SIZES CANNOT BE 
FULLY ILLUSTRATED NOR EXPLAINED WITHOUT FIELD OBSERVATION. 
THEREFORE, THIS CONTRACTOR IS ADVISED TO VISIT AND EXAMINE 
THE JOB SITE AND BUILDING IN EVERY DETAIL AS PERTAINS TO THIS 
PROJECT. IF CONTRACTOR DISCOVERS ITEMS THAT ALTER THE 
SCOPE OF WORK SHOWN IN THE CONSTRUCTION DOCUMENTS, 
FINDINGS ARE TO BE PRESENTED TO ENGINEER OF RECORD FOR 
REVIEW.

B. SEE ARCHITECTURAL AND ELECTRICAL DRAWINGS FOR ADDITIONAL 
REMOVAL ITEMS.

C. ALL REMOVED ITEMS, EXCEPT THOSE NOTED TO BE REUSED OR TO 
REMAIN THE PROPERTY OF THE OWNER, SHALL BECOME PROPERTY 
OF THE CONTRACTOR AND SHALL BE REMOVED FROM THE JOB SITE. 
THE OWNER RESERVES THE RIGHT TO KEEP ANY REMOVED ITEMS 
EVEN THOUGH NOT NOTED ON DRAWINGS.

D. WHERE EXISTING EQUIPMENT, DUCTS, ETC. ARE TO BE REMOVED, 
SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, BASES, HANGERS, 
ETC.

E. THIS CONTRACTOR MUST MEET WITH THE OWNER OR HIS 
REPRESENTATIVE AND DISCUSS THE PROPOSED WORK SCHEDULE 
FOR REMOVAL, AND REMODELED WORK WITHIN CONTRACT 
DRAWINGS PRIOR TO PERFORMING ANY WORK. THE CONTRACTOR 
SHALL INFORM THE OWNER OR HIS REPRESENTATIVE, OF THE 
INTENT TO DO SO AT LEAST 48 HOURS BEFORE SUCH WORK BEGINS.

F. THIS CONTRACTOR SHALL BE AWARE THAT CERTAIN AREAS OF 
REMOVAL AND REMODELED WORK MUST BE DONE AFTER NORMAL 
BUSINESS HOURS. REFER TO ARCHITECTURAL PHASING AND 
SCHEDULING DOCUMENTS FOR DETAILS.

G. THIS CONTRACTOR SHALL PERFORM ALL CUTTING AND PATCHING 
REQUIRED IN ACCORDANCE WITH DIVISION 1 "CUTTING AND 
PATCHING", OF SPECIFICATIONS.

# DEMOLITION NOTES

1. DEMOLISH EXISTING MECHANICAL UNIT AND ALL ASSOCIATED 
DUCTWORK AND SUPPORTS ON ROOF AND PATCH OPENING.

2. DEMOLISH DUCTWORK AND PATCH OPENING.

DARK THICK DASHED LINES INDICATE EXISTING 
ITEMS TO BE REMOVED.

LIGHT THIN LINES INDICATE EXISTING ITEMS TO 
REMAIN.

DARK THICK LINES WITH SHADING INDICATE 
NEW EQUIPMENT.

EXISTING EQUIPMENT TO REMAIN.

EXISTING EQUIPMENT TO BE REMOVED.
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6

G

7 8 9

B-3 B-1 B-2

P-2 P-1

EC-1
1

2

3

4

F1

F2

GENERAL NOTES

A. NOTES
B. NOTES

# KEYNOTES

1. NEW BOILERS B-1 AND B-2 FOR HEAT ADDITION TO HEAT PUMP LOOP. 
PROVIDE B-VENT FOR AIR INTAKE AND AL29-4C VENTING. TERMINATE 
SEPARATELY THROUGH ROOF ABOVE IN STRICT ACCORDANCE WITH 
MANUFACTURER'S REQUIREMENTS.

2. NEW EVAPORATIVE COOLER EC-1 FOR HEAT REJECTION FROM THE 
HEAT PUMP LOOP. RECONNECT TO EXISTING INTAKE LOUVER, 
EXISTING RELIEF DUCTWORK, EXISTING NPS 3/4 CW  MAKEUP, 
EXISTING NPS 4 HPS&R, EXISTING DRAIN PIPING AND EXISTING 
OVERFLOW PIPING. TC TO PROVIDE NEW VFD FOR EC-1 FAN MOTOR.

3. NEW SYSTEM PUMPS FOR HEAT PUMP LOOP. TC TO PROVIDE NEW 
VFDS.

4. NEW BOILER B-3 FOR SNOWMELT. PROVIDE B-VENT FOR AIR INTAKE 
AND AL29-4C VENTING. TERMINATE SEPARATELY THROUGH ROOF 
ABOVE IN STRIC ACCORDANCE WITH MANUFACTURER'S 
REQUIREMENTS.

6

G

7 8 9

(E) ET-1

(X) B-2(X) B-1 (X) B-3 (X) B-4

(X) CP-2 (X) CP-1

(X) EC-1

(X) L-2(X) L-1 (E) L-3

1

2

3

F1

F2

GENERAL DEMOLITION NOTES

A. THIS CONTRACTOR SHALL BE AWARE THAT THIS IS A REMODELING 
PROJECT AND AS SUCH, CERTAIN ITEMS AND SIZES CANNOT BE 
FULLY ILLUSTRATED NOR EXPLAINED WITHOUT FIELD OBSERVATION. 
THEREFORE, THIS CONTRACTOR IS ADVISED TO VISIT AND EXAMINE 
THE JOB SITE AND BUILDING IN EVERY DETAIL AS PERTAINS TO THIS 
PROJECT. IF CONTRACTOR DISCOVERS ITEMS THAT ALTER THE 
SCOPE OF WORK SHOWN IN THE CONSTRUCTION DOCUMENTS, 
FINDINGS ARE TO BE PRESENTED TO ENGINEER OF RECORD FOR 
REVIEW.

B. SEE ARCHITECTURAL AND ELECTRICAL DRAWINGS FOR ADDITIONAL 
REMOVAL ITEMS.

C. ALL REMOVED ITEMS, EXCEPT THOSE NOTED TO BE REUSED OR TO 
REMAIN THE PROPERTY OF THE OWNER, SHALL BECOME PROPERTY 
OF THE CONTRACTOR AND SHALL BE REMOVED FROM THE JOB SITE. 
THE OWNER RESERVES THE RIGHT TO KEEP ANY REMOVED ITEMS 
EVEN THOUGH NOT NOTED ON DRAWINGS.

D. WHERE EXISTING EQUIPMENT, DUCTS, ETC. ARE TO BE REMOVED, 
SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, BASES, HANGERS, 
ETC.

E. SEE 2/M300 AND 1/M401 FOR NEW W ORK.
F. SEE PLUMBING DRAWINGS FOR CHANGES TO NATURAL GAS PIPING.

# DEMOLITION NOTES

1. DEMOLISH EXISTING BOILERS INCLUDING: A) PRIMARY HYDRONIC 
PIPING BACK TO NEAR EXISTING NPS 4 HPS&R, B) VENTING, C) NPS 
3/4 CW MAKEUP WITH NPS 1/2 BRANCHES TO BOILERS. CAP NPS 3/4 
CW MAKEUP NEAR TEE WITH NPS 3/4 CW MAKEUP SERVING THE 
EXISTING EVAPORATIVE COOLER.

2. DEMOLISH EXISTING EVAPORATIVE COOLER AND PREPARE PIPING 
FOR RECONNECTION TO NEW  EVAPORATIVE COOLER EC-1.

3. DEMOLISH EXISTING SYSTEM PUMPS AND PREPARE PIPING FOR 
RECONNECTION TO NEW SYSTEM PUMPS P-1 AND P-2.

DARK THICK DASHED LINES INDICATE EXISTING 
ITEMS TO BE REMOVED.

LIGHT THIN LINES INDICATE EXISTING ITEMS TO 
REMAIN.

DARK THICK LINES WITH SHADING INDICATE 
NEW EQUIPMENT.

EXISTING EQUIPMENT TO REMAIN.

EXISTING EQUIPMENT TO BE REMOVED.
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MAIN SUPPLY DUCT

1/4  W OR 4 INCHES MIN HIGH EFFICIENCY 
TAKE-OFF W / VOLUME
DAMPER WHERE 
SHOWN ON PLANSFLEXIBLE OR RIGID 

BRANCH DUCT. SEE PLANS

W

BRANCH DUCT TAKE-OFF

MAIN EXHAUST
OR RETURN DUCT

HIGH EFFICIENCY
TAKE-OFF W/ VOLUME
DAMPER WHERE SHOWN 
ON PLANSFLEXIBLE OR RIGID BRANCH DUCT,

SEE PLANS

W

EXHAUST AND/OR RETURN BRANCH DUCT

1/4  W OR 4 INCHES MIN

SUSPEND EXHAUSTER FROM
STRUCTURE WITH 
GALVANIZED STRAPS AT 
EACH CORNER

CEILING EXHAUSTER WITH REMOVABLE EXHAUST GRILLE
FOR ACCESS TO AND SERVICE OF BLOWER ASSEMBLY.

CEILING ASSEMBLY
(SEE A-SHEETS)

DUCTWORK - SEE 
PLANS FOR SIZE. 

BACKDRAFT 
DAMPER

CONDENSER COIL
WITH HAIL GUARDS

GAS SHUT-OFF
VALVE AND UNION

10" TALL PIPE  PIER
WITH CLAMP

NATURAL GAS PIPING, 
SEE PLUMBING 
DRAWINGS FOR SIZES

FACTORY FURNISHED
CURB, FILL INTERIOR VOID
SPACE WITH BATT
INSULATION

FLEX 
CONNECTION

8" DIRT 
LEG

ROOFTOP UNIT

DUCTWORK WITH
ACOUSTIC LINER

DO NOT DAMAGE EXISTING
ROOF STRUCTURE WHEN
CUTTING NEW OPENINGS

ROOF

HPS

HPR AAAAAAAAAAAAAAAA

STRAINER WITH 
CAPPED BLOW 
DOWN, TYP

BALL VALVE, TYP SUPPLY DUCT FOR END 
DISCHARGE CONFIGURATION, TYP

SUPPLY DUCT FOR 
STRAIGHT DISCHARGE 
CONFIGURATION, TYP

MAKE DUCT CONNECTIONS TO HEAT 
PUMP W/FLEX CONNECTIONS, TYPMAKE CONNECTION TO HEAT 

PUMP W/ HOSES W/ UNIONS, TYP

AUTOMATIC FLOW 
BALANCE VALVE

SUSPEND UNIT W/ ALL THREAD & 
RUBBER IN SHEAR VIBRATION 
ISOLATORS, TYP

TO HPS&R MAINS
AAAAAAAAAAAAAAAA

SA

SA

SA

SA

HPS

HPR

JUMPER HOSE
WATERSIDE 
ECONOMIZER COIL

HEAT PUMP W ITHOUT W ATERSIDE ECONOMIZER HEAT PUMP W ITH W ATERSIDE ECONOMIZER

NOTE:  KEEP FILTER 
ACCESS CLEAR

MANUAL AIR VENT

P/T PLUG TYP

RA RA

WATERSIDE ECONOMIZER CONDENSATE DRAIN 
CONNECTION. INSTALL WITH CONDENSATE 
TRAP PER MANUFACTURER'S REQUIREMENTS

CONDENSATE DRAIN CONNECTION. INSTALL WITH 
CONDENSATE TRAP PER MANUFACTURER'S 
REQUIREMENTS. SEE PLUMBING SHEETS FOR 
CONDENSATE DISPOSAL.

CD

SEE PLUMBING SHEETS 
FOR CONDENSATE 
DISPOSAL

APPLY
SEALANT

SCREENED WEATHER CAP

SEALED STORM COLLAR
(SONOLASTIC, NP-1, OR
EQUIVALENT)

ROOF

VENT STACK

12" HIGH ROOF JACK
SEALED & FLASHED
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ABOVE COUNTER, 4" BACK SPLASHAC
AUTOMATIC TRANSFER SWITCHATS
ABOVE FINISHED GRADEAFG
ABOVE FINISHED FLOORAFF
BELOW GRADEBLG
BOTTOM OF DEVICEBOD
CONDUITC

VISUAL (NUMBER INDICATES CANDELA RATING)

AUDIO/VISUAL (NUMBER INDICATES CANDELA RATING)

AUDIO

MANUAL PULLSTATION
IPS INDOOR PROTECTIVE SHIELD

MAGNETIC DOOR HOLDER, BY DIV 28

FIRE/SMOKE DAMPER

SMOKE DETECTOR, SMOKE DETECTOR WALL MOUNTED

HEAT DETECTOR, HEAT DETECTOR WALL MOUNTED

CONNECTION TO TAMPER SWITCH, SWITCH BY OTHERS

CONNECTION TO FLOW SWITCH, SWITCH BY OTHERS

CONNECTION TO PRESSURE SWITCH, SWITCH BY OTHERS

BEAM DETECTOR TRANSMITTER

BEAM DETECTOR RECEIVER

DUCT SMOKE DETECTOR

FIRE ALARM REMOTE ANNUNICATOR

FIRE ALARM CONTROL PANEL

M

F

F

F

F

FSD

SD SD

HD HD

TS

FS

PS

BD

BD

SD

FARA

FACP

SYMBOL DESCRIPTION

LAY-IN OR RECESSED FIXTURE, SIZE ON PLANS

WALL MOUNTED FIXTURE, SIZE ON PLANS

SURFACE MOUNTED FIXTURE, SIZE ON PLANS

PENDANT OR  SURFACE MOUNTED FIXTURE, SIZE ON PLANS

RECESSED DOWNLIGHT FIXTURE

SURFACE MOUNTED FIXTURE

WALL MOUNTED FIXTURE

CEILING MOUNTED, WALL MOUNTED EXIT 
LIGHT (W/ DIRECTIONAL ARROWS)

ROUND POLE MOUNTED FIXTURE, EXTERIOR

DIRECTIONAL INGROUND FIXTURE, EXTERIOR

PENDANT MOUNTED FIXTURE, SIZE ON PLANS

SHADED FIXTURE INDICATES FIXTURE IS UNSWITCHED 
AND ALSO INDICATES EMERGENCY POWER.

WALL WASH OR DIRECTIONAL FIXTURE

WALL SCONCE FIXTURE

TRACK FIXTURE, SEE PLAN FOR SIZE AND HEADS

CEILING FAN FIXTURE

1 HEAD REMOTE EMERGENCY LIGHT

2 HEAD EMERGENCY LIGHT BATTERY PACK

1 HEAD REMOTE EMERGENCY LIGHT BATTERY PACK

2 HEAD LIGHT WITH MOTION SENSOR

SQUARE POLE MOUNTED FIXTURE, EXTERIOR

POST TOP FIXTURE, EXTERIOR

BOLLARD FIXTURE, EXTERIOR

CATV JACK, WALL MOUNTED

MICROPHONE OUTLET

SPEAKER, SPEAKER WALL MOUNTED

CLOCK HANGER RECEPTACLE

VOICE/DATA JACK MOUNTED IN FLOORBOX
# NUMERICAL SUBSCRIPT INDICATES NUMBER OF 

CABLES/JACKS, NO SUBSCRIPT INDICATES TWO
CABLES/JACKS

C

SS

VOICE/DATA JACK
# NUMERICAL SUBSCRIPT INDICATES NUMBER OF

CABLES/JACKS, NO SUBSCRIPT ASSUMES TWO
CABLES/JACKS

W WALL MOUNT TELEPHONE READY JACK
WAP WIRELESS ACCESS POINT

EXISTING VOICE/DATA JACK

DATA RACK

F AUDIO/VISUAL (NUMBER INDICATES CANDELA RATING), 
CEILING MOUNTED

FIRE ALARM SIGNAL EXTENDER PANELFASP

CARD ACCESS SYSTEMCAS
CLOSED CIRCUIT TVCCTV
CEILINGCLG
CENTER OF DEVICECOD
COPPERCU
DIGITAL VIDEO RECORDERDVR
EXISTING(E)
ELECTRICAL CONTRACTOREC
EXHAUST FANEF
GENERAL CONTRACTORGC
GROUNDGND
FIELD ADJUSTABLE LONG TIME, SHORT TIME AND 
INSTANTANEOUS

LSI

FIELD ADJUSTABLE LONG TIME, SHORT TIME, 
INSTANTANEOUS AND GROUND FAULT

LSIG

MECHANICAL CONTRACTORMC
NEW(N)
NIGHT LIGHTNL
PAN-TILT-ZOOMPTZ
QUANTITYQTY
RELOCATED(R)
SURFACESF

TELECOMMUNICATIONS MAIN GROUNDING BUS BARTMGB

TELECOMMUNICATIONS BONDING BACKBONETBB
TEMPERATURE CONTROL CONTRACTORTC

TELEPHONE TERMINAL BOARDTTB
TYPICALTYP
UNDERGROUNDUG
UNLESS OTHERWISE NOTEDUON
WITHW/
WIRE MOLDWM
WEATHER PROOF (WHILE IN USE)WP
TRANSFORMERXFMR
SWITCH DESIGNATIONa,b,c etc
CIRCUIT DESIGNATION, PANEL BN1L, CIRCUITS 2,4,6BN1L-2,4,6
INDICATES DETAIL 1 ON SHEET E5011/E501

SHEET WORK NOTE

HOME RUN TO PANEL

CONDUIT CONCEALED IN CEILING OR WALL

CONDUIT CONCEALED UNDER FLOOR

LOW VOLTAGE CIRCUIT

FIBER OPTIC CABLE

CABLE TRAY

CIRCUIT, NUMBER OF HASH MARKS INDICATES NUMBER OF 
CONDUCTORS IN CABLE/RACEWAY. GROUND WIRE IS NOT 
SHOWN BUT SHALL BE INCLUDED. NO HASH MARKS 
INDICATES 2 CONDUCTORS PLUS GROUND.

LV

SHEET DEMO WORK NOTE

CR CARD READER

DC

MRX

PS

1

CAMERA, CEILING AND WALL MOUNTED DOME, FIXED 

CAMERA, CEILING AND WALL MOUNTED DOME, PTZ 

CAMERA, CEILING MOUNTED, 360 DEGREE

CAMERA

DVR

SPS

DIGITAL VIDEO RECORDER

SURVEILLANCE POWER SUPPLY

M MONITOR

A

LX

PRX

ML

DPS

ES

EL

AO

FA

SPEAKER SIGNAL DEVICE

DOOR CONTROLLER

MOTION SENSOR REQUEST TO EXIT

POWER SUPPLY W/BATTERY, BY DIV 8, INSTALLED AND 
CONNECTED BY DIV 27

CONNECTION TO REQUEST TO EXIT & LATCH BOLT 
MONITORING

CONNECTION TO PANIC REQUEST TO EXIT

CONNECTION TO MAGNETIC DOOR LOCK

CONNECTION TO MAGNETIC DOOR POSITION SWITCH

CONNECTION TO ELECTRIC DOOR STRIKE

CONNECTION TO ELECTRIC LATCH

CONNECTION TO ELECTRIC AUTO OPENER

CONNECTION TO FIRE ALARM CONTACT

INDICATES SECURITY DOOR 1

PANEL
SCP SECURITY CONTROL PANEL
SDC SECURITY DOOR CONTROLLERS

KP KEYPAD
PT POWER TRANSFER SWITCH

SWITCH - SPST
2 SINGLE POLE, DOUBLE THROW
3 THREEWAY
4 FOURWAY
K KEY OPERATED
P PILOT LIGHT
WP WEATHERPROOF
OS OCCUPANCY SENSOR
D DIMMER
MC SPOT-MOMENTARY CONTACT
LV LOW VOLTAGE
T TIMER SWITCH
TS TEST SWITCH

OCCUPANCY SENSOR (CEILING) - SUBSCRIPT IS TYPEOS

RECEPTACLE - SIMPLEX

RECEPTACLE - DUPLEX
GFI RECEPTACLE - DUPLEX (GROUND FAULT INTERRUPT)

USB DEVICE RECEPT W/2 USB PORTS
DC DROP CORD
WP WEATHERPROOF COVER & WEATHER

RESISTANT RECEPTACLE
TR TAMPER RESISTANT
S SURGE PROTECTED
IG ISOLATED GROUND
FILLED CENTER INDICATES HOSPITAL GRADE 
EMERGENCY RECEPTACLE

RECEPTACLE - DOUBLE DUPLEX
GFI RECEPTACLE - DOUBLE DUPLEX
- SAME INDICATORS AS SHOWN FOR DUPLEX RECEPTACLE

RECEPTACLE - 208V
R RANGE - NEMA 14-50R
D DRYER - NEMA 14-30R
W WELDER - NEMA 14-50R
* NEMA CONFIGURATION AS NOTED

208V RECEPTACLE IN RECESSED FLOORBOX

DUPLEX RECEPTACLE/GFI IN RECESSED FLOORBOX

DOUBLE DUPLEX RECEPTACLE/GFI IN RECESSED FLOORBOX

J-BOX - BOX INDICATES FLOOR MOUNTING -4"X4"X2-1/8" DEEP 
UNLESS OTHERWISE NOTED

SPECIAL PURPOSE CONNECTION - BOX INDICATES FLOOR 
MOUNTING - WORK AS NOTED

RECEPTACLE - DUPLEX, MOUNTING IN CEILING

MANUAL MOTOR DISCONNECT/STARTER SWITCH

COMBINATION STARTER/DISCONNECT SWITCH

DISCONNECT SWITCH

CONTACTOR

ELECTRIC MOTOR CONNECTION

EMERGENCY PUSHBUTTON

PC PHOTOCELL, PHOTOCELL WALL MOUNTEDPC

EXISTING PANELBOARD, SURFACE MOUNTED

EXISTING PANELBOARD, FLUSH MOUNTED

TIME CLOCK

M ELECTRIC METER, BUILDING MOUNTED

TRANSFORMER, INTERIOR

or

VARIABLE FREQUENCY DRIVE

J JJ

CLG

CO₂

THERMOSTAT/TEMPERATURE SENSOR BY MC OR TC, J-BOX 
AND CONDUIT TO CEILING BY EC

CARBON MONOXIDE DETECTOR BY MC, J-BOX & CONDUIT TO 
CEILING BY EC

PP POWER POLE

R RELAY

CIRCUIT BREAKER

CONTROL PANEL
LRP LIGHTING RELAY PANEL
TCP TEMPERATURE CONTROL PANEL
GAP GENERATOR ANNUNCIATOR PANEL
PACP PA CONTROL PANEL
MGA MED GAS ALARM PANEL

PANELBOARD, SURFACE MOUNTED

PANELBOARD, FLUSH MOUNTED

TRANSFORMER, EXTERIOR

CLG
GFI RECEPTACLE - DUPLEX, MOUNTING IN CEILING

M

1

T

TC

VFD

LIGHTING

ELECTRICAL LEGEND

SYMBOL DESCRIPTION

FIRE ALARM

SYMBOL DESCRIPTION

COMMUNICATIONS

SYMBOL DESCRIPTION

ABBREVIATIONS AND MISCELLANEOUS

SYMBOL DESCRIPTION

SURVEILLANCE SYSTEM

DESCRIPTION

SECURITY SYSTEM
SYMBOL

SYMBOL DESCRIPTION

DEVICES AND POWER

REX MANUAL REQUEST TO EXIT

DS DOOR SWITCH CONTACT

CATV JACK CEILING MOUNTEDCLG

SYMBOLS APPLY ONLY WHEN USED ON DRAWINGS

R

EOL END OF LINE RESISTOR, EOL REPRESENTS CIRCUIT NUMBER

CONTROL RELAY MODULE

SINGLE OR DUAL INPUT MONITORING MODULE

#

#

FINISHED CEILING

FINISHED FLOOR

BOD

BOD

BOD

COD

COD

AC = ABOVE COUNTER, MINIMUM 4" ABOVE 
BACKSPLASH TO BOTTOM OF DEVICE.

48" TOD IS ACCEPTABLE FOR CMU BLOCK 
CONSTRUCTION.
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G101 CODE PLANS

ARCHITECTURAL

A001 LOWER LEVEL DEMOLITION PLANS

A002 UPPER LEVEL DEMOLITION PLANS

A101 LOWER LEVEL FLOOR PLAN

A102 UPPER LEVEL FLOOR PLANS

A501 FINISH PLANS

STRUCTURAL

FIRE PROTECTION

PLUMBING

MECHANICAL

M001 HVAC SCHEDULES, LEGENDS & DETAILS

M010 MECHANICAL DEMOLITION PLANS

M100 HVAC PLANS

ELECTRICAL

OWNER
FLATHEAD COUNTY
Address Line 1
Address Line 2
000.000.0000

ARCHITECT/ENGINEER
Cushing Terrell
13 N. 23rd Street
Billings, MT 59101
406.248.7455
Project Manager:

CONSULTANT 1 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 2 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 3 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 4 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 5 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000
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300

VAULT
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= 1

100

HOLDING CELL 1
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10 FIXED SEATS
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1
4
 F

IX
E

D
 S

E
A

T
S

4 FIXED SEATS
PLANTIFF & DEFENDANT

COURTROOM 2
73 TOTAL OCCUPANTS

8'-6" 4'-3" 12'-0"

@ 18" / SEAT = 13 OCCS / ROW = 52 TOTAL

114 TOTAL OCCS LOWER LEVEL

NOT A REQUIRED EXIT
USED FOR SECURE 
INMATE TRANSPORT ONLY

EXIT
TOTAL OCCUPANTS: 114
REQUIRED WIDTH: 36"
ACTUAL WITDTH: 72"

10'-0" 4'-4" 12'-0"

@ 18" / SEAT = 14 OCCS / ROW = 56 TOTAL
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BENCH
3 FIXED 
SEATS

4 FIXED SEATS
PLANTIFF & DEFENDANT

COURTROOM 1
77 TOTAL OCCUPANTS

4
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1
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"

4
'-
4

"

188 SF
= 13

15

JURY ROOM

1521 SF
= 11

150

CLERK OFFICES /
SUPPORT

116 SF
= 1

150

JUDGES CHAMBERS

128 SF
= 1

150

ADMIN OFFICE

125 SF
= 1

150

JUDGES CHAMBERS

LOBBY
10 FIXED SEATS

114 TOTAL OCCS UPPER LEVEL

EXIT
TOTAL OCCUPANTS: 114
REQUIRED WIDTH: 36"
ACTUAL WITDTH: 72"

88888 SF
= ###

###

ROOM NAME

EXIT PATH

SPACE AREA

OCCUPANCY TAG:

NUMBER OF OCCUPANTS

OCCUPANT LOAD FACTOR

1 HOUR FIRE BARRIER - SEAL PERMIETER AND 
PENETRATIONS PER DETAILS ON THIS SHEET

FIRE EXTINGUISHER CABINET AND EXTINGUISHER -
SEE SPECIFICATIONSFEC

SURFACE MOUNTED FIRE EXTINGUISHER - SEE 
SPECIFICATIONS FE

6
0
M UL RATED FIRE DOOR AND FRAME WITH RATING AS 

INDICATED
- SEE SHEET A601

NOTE:  SEE ELECTRICAL FOR ILLUMINATED EXIT SIGNS.

S# SURFACE MOUNTED SIGN - SEE 3/F101

CODE PLAN LEGEND

ROOM / AREA NAME

ROOM / AREA NUMBER

GOVERNING CODES: 2018 INTERNATIONAL BUILDING CODE WITH AMENDMENTS
2018 INTERNATIONAL EXISTING BUILDING CODE
2012 INTERNATIONAL ENERGY CONSERVATION CODE WITH AMENDMENTS
2018 INTERNATIONAL FUEL GAS CODE WITH AMENDMENTS
2018 INTERNATIONAL MECHANICAL CODE WITH AMENDMENTS
2014 NATIONAL ELECTRICAL CODE WITH AMENDMENTS
2005 NFPA 99C, STANDARD ON GAS AND VACUUM SYSTEMS WITH AMENDMENTS
2018 UNIFORM PLUMBING CODE WITH AMENDMENTS
ADMINISTRATIVE RULES OF MONTA (A.R.M.) TITLE 24, CHAPTER 301
KALISPELL MONTANA CITY CODE

2018 INTERNATIONAL EXISTING BUILDING CODE (IEBC)

501 PRESCRIPTIVE COMPLIANCE METHOD:
ADDITIONS TO ANY BUILDING OR STRUCTURE SHALL COMPLY WITH THE IBC FOR NEW CONSTRUCTION. 
ALTERATIONS TO THE EXISTING BUILDING OR STRUCTURE SHALL BE MADE TO ENSURE THAT THE EXISTING 
BUILDING OR STRUCTURE TOGETHER WITH THE ADDITION ARE NOT LESS COMPLYING WITH THE IBC THAN THE 
EXISTING BUILDING OR STRUCTURE WAS PRIOR TO THE ADDITION.

2018 INTERNATIONAL BUILDING CODE (IBC)

OCCUPANCY CLASSIFICATION:  A-3 (COURTROOM) & B (BUSINESS)

FIRE SPRINKLER SYSTEM: NOT REQUIRED, NOT PROVIDED

CONSTRUCTION TYPE:  VB

504 BASIC ALLOWABLE HEIGHT AND AREA FROM TABLE 504.3 & 506.2
ALLOWABLE HEIGHT:  1 STORY ABOVE GRADE PLANE, 40 FEET
BASE ALLOWABLE AREA PER FLOOR:  6,000 SF PER FLOOR (SINGLE-OCCUPANCY, ONE-STORY, A-3)
CALCULATED ALLOWABLE AREA PER FLOOR: AA = AT + (NS x IF) = 6,000 + (6,000 x 0.75) = 10,500 SF 

506 TOTAL GROSS BUILDING AREA = 10,600 SF
UPPER LEVEL = 5,300 SF
LOWER LEVEL = 5,300 SF

508 NONSEPARATED OCCUPANCIES NO SEPARATIONS REQUIRED, MUST USE MOST RESTRICTIVE OCCUPANCY 
TYPE (A-3). ALTERNATIVELY, SEPARATED OCCUPANCIES WITHOUT SPRINKLER WOULD REQUIRE 2 HOUR 
SEPARATION BETWEEN A & B OCCUPANCIES.

601 FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING ELEMENTS FROM TABLE 601
FOR TYPE VB:

PRIMARY STRUCTURE   = 0 HOURS
EXTERIOR BEARING WALLS = 0 HOURS
INTERIOR WALLS   = 0 HOURS
FLOORS            = 0 HOURS
ROOFS   = 0 HOURS

705 MAXIMUM AREA OF EXTERIOR WALL OPENINGS BASED ON FIRE SEPARATION DISTANCE AND DEGREE OF OPENING 

PROTECTION FROM TABLE 705.8
IF FIRE SEPARATION DISTANCE IS 30 FEET OR GREATER FOR UNPROTECTED, NONSPRINKLERED
(UP, NS) OPENINGS = NO LIMIT

803 INTERIOR WALL AND CEILING FINISH REQUIREMENTS BY OCCUPANCY FROM TABLE 803.9
FOR GROUP A-3, NONSPRINKLERED:
EXIT ENCLOSURES AND EXIT PASSAGEWAYS = A
CORRIDORS = A (EXC. NOT LESS THAN B AT LOBBYS)
ROOMS AND ENCLOSED SPACES = C

903 AUTOMATIC SPRINKLER SYSTEMS REQUIRED IN GROUP A-3 WHERE ONE OF THE FOLLOWING CONDITIONS EXISTS:
1) THE FIRE AREA EXCEEDS 12,000 SF
2) THE FIRE AREA HAS AN OCCUPANT LOAD OF 300 OR MORE
3) THE FIRE AREA IS LOCATED ON A FLOOR OTHER THAN A LEVEL OF EXIT DISCHARGE

1004 OCCUPANT LOAD FACTOR FROM TABLE 1004.5
  40 N = COURTROOMS (OTHER THAN FIXED SEATING AREAS)
150 G = BUSINESS AREAS
228     = TOTAL OCCUPANT LOAD

1005 MINIMUM REQUIRED EGRESS WIDTH FROM SECTION 1005.1
STAIRWAYS = 114 x 0.3 = 36 INCHES REQUIRED, 44 INCHES PROVIDED
OTHER EGRESS COMPONENTS = 114 x 0.2 = 32 INCHES REQUIRED, 36 INCHES PROVIDED

1006 SPACES WITH ONE EXIT OR EXIT ACCESS DOORWAY & COMMON PATH OF EGRESS TRAVEL FROM SECTION 1006.2:  
MAXIMUM OCCUPANT LOAD = 49 & COMMON PATH OF TRAVEL SHALL NOT EXCEED 75 FEET

1011 STAIRWAY WIDTH AND CAPACITY: NOT LESS THAN 44 INCHES.

1017 EXIT ACCESS TRAVEL DISTANCE FROM TABLE 1017.2
FOR A OCCUPANCY, WITHOUT SPRINKLER SYSTEM = 200 FEET

1020 CORRIDOR FIRE-RESISTANCE RATING FROM TABLE 1020.1 & WIDTH FROM TABLE 1020.2
A&B OCCUPANCY, WITHOUT SPRINKLER SYSTEM, OCCUPANT LOAD > 30 = 1 HOUR & 44 INCH MINIMUM WIDTH

1020 DEAD END CORRIDORS FROM SECTION 1020.4 = NO MORE THAN 20 FEET

MINIMUM NUMBER OF PLUMBING FIXTURES FROM THE ADMINISTRATIVE RULES OF MONTANA RULE 24.301.351
PORTION BASED ON CHURCHES (IBC CLASSIFIES AS SIMILAR OCCUPANCY TO COURTROOMS) = 75 MALES, 75 FEMALES
WATER CLOSETS: MALES = 1 PER 150 REQUIRED = 1  PROVIDED = 2 UPPER LEVEL

FEMALES = 1 PER 75 REQUIRED = 1 PROVIDED = 2 UPPER LEVEL
LAVATORIES: 1 PER 2 WATER CLOSETS REQUIRED = 1 MALE, 1 FEMALE PROVIDED = 1 MALE, 1 FEMALE

PORTION BASED ON BUSINESS OCCUPANCY = 39 MALES, 39 FEMALES
WATER CLOSETS: MALES = 1 PER 25 REQUIRED = 2  PROVIDED = 2 LOWER LEVEL

FEMALES = 1 PER 25 REQUIRED = 2 PROVIDED = 2 LOWER LEVEL
LAVATORIES: 1 PER 2 WATER CLOSETS REQUIRED = 1 MALE, 1 FEMALE PROVIDED = 1 MALE, 1 FEMALE

ADDITIONAL PRIVATE SINGLE OCCUPANT UNISEX TOILET AND LAVATORY PROVIDED IN UPPER LEVEL JURY ROOM

DRINKING FOUNTAIN: REQUIRED = 1 PER 1000 PROVIDED = 2 (1 ON EACH LEVEL)

CODE REVIEW INFORMATION
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1 CODE PLAN LOWER LEVEL FLOOR PLAN

1/8" = 1'-0"G101

2 CODE PLAN UPPER LEVEL FLOOR PLAN

shawnpauly
Line

shawnpauly
Callout
CORRECTION: there is an existing fire sprinkler system, it will need to be modified with heads relocated to accommodate new floor plan.

shawnpauly
Text Box
existing fire riser



F

SD

HD

SD HD

1. DEMO CASEWORK.
2. DEMO PLUMBING FIXTURE.
3. DEMO TRANSACTION WINDOW.
4. DEMO DISHWASHER.
5. DEMO DOOR, FRAME AND ASSOCIATED HARDWARE.
6. DEMO WALL FINISHES, FLOOR FINISHES, WALL BASE
7. NEW OPENING IN WALL, SEE REMODEL PLANS FOR ADDITIONAL 

INFO.
8. DEMO WALL IN ITS ENTIRETY.
9. DEMO ALL FINISHES, FIXED SEATING, FURNISHINGS, HALF HEIGHT 

WALLS, RAISED FLOORS.
10. CUT AND REMOVE BOTTOM POTION OF ROOF LADDER BELOW 

CEILING LEVEL. SEE REMODEL PLANS FOR NEW CEILING 
MOUNTED DROP DOWN ROOF ACCESS LADDER.

11. DEMO WINDOW, SAWCUT WALL BELOW AND PREP OPENING FOR 
NEW DOOR. 

12. OWNER TO RELOCATE ALL FFE.
13. EXISTING TO REMAIN. PATCH AND REPAIR ANY AFFECTED 

FINISHES, SURFACES.
14. DEMO CEILING IN ITS ENTIRETY. SAVE CEILING TILES THAT ARE IN 

GOOD SHAPE FOR REUSE IN REMODEL. SEE MECH, ELEC, PLUMB, 
FOR ADDITIONAL REQUIREMENTS.

# DEMOLITION KEYNOTES

ROOM NAME AND NUMBER

DRAWING NUMBER

SHEET WHERE DRAWN

DIMENSION TO FACE OF FINISH

DIMENSION TO GRID LINE

1

A101

SIM
______________

NAME

101

PLAN LEGEND

DIRECTION OF VIEW, IF APPLICABLE

DIMENSION TO CENTER LINE
CL

DEMOLISH/REMOVE

EXISTING TO REMAIN

DEMOLITION KEYNOTEX

OFFICE

029

OFFICE

028

SUPERVISOR

027

RECEPTIONIST

026

CORRIDOR

025

CONFERENCE

024

PARENT
OBSERVATION

023

WAITING
ROOM

022

MECH

021

JAN

020

WOMENS

017
MENS

016

VAULT/
STORAGE

014

CONFERENCE

013

SUPERINTENDENT

012

FILE
STORAGE

011

LIBRARY

009

WAITING

006

ENTRY/
LOBBY

005

RECEPTIONIST

007

OFFICE

008

WORK AREA

010

CORRIDOR

015

MECH ROOM

018 STAIR

019

ELEV EQUIP

001 STORAGE

002

ELEV

003

OFFICE

029

OFFICE

028

SUPERVISOR

027

RECEPTIONIST

026
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025
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024
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023

WAITING
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020
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016
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STORAGE

014
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013
SUPERINTENDENT

012

FILE
STORAGE
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009

WAITING

006

ENTRY/
LOBBY
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RECEPTIONIST

007
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008
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018 STAIR

019
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001 STORAGE
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6
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1

8

8

85

8

5

5 8

5

85

5
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A. THE CONTRACTOR SHALL MAINTAIN AND ADHERE TO ALL CURRENT 
BUILDING CODES, STATE AND LOCAL CODES, LIFE-SAFETY AND 
INTERIM LIFE-SAFETY RULES AND REGULATIONS THROUGHOUT 
THE CONSTRUCTION OF THIS PROJECT. REVIEW INTERIM EXISTING 
PLAN WITH LOCAL AUTHORITY HAVING JURISDICTION.

B. CONTRACTOR SHALL REVIEW EXISTING CONDITIONS FOR AND 
PROVIDE ALL DEMOLITION INCIDENTALS REQUIRED FOR 
CONSTRUCTION, WHETHER OR NOT IT IS SPECIFICALLY NOTED, 
INCLUDING BUT NOT LIMITED TO, ALL OTHER WORK OR REMOVALS 
THAT MIGHT REASONABLY BE REQUIRED IN PREPARATION FOR 
THE SPECIFIED FINISHES.

C. DEMOLITION SHALL BE PERFORMED IN A MANNER THAT WILL NOT 
DAMAGE ANY SURFACES INDICATED TO REMAIN. SURFACES SHALL 
BE PROMPTLY REPAIRED IF ANY DAMAGE IS CAUSED TO ADJACENT 
FACILITIES/ FINSHES BY DEMOLTION OR CONSTRUCTION WORK, AT 
NO ADDITIONAL COST TO THE OWNER.

D. ALL CONTRACTORS ARE TO VISIT THE SITE AND VERIFY EXISTING 
CONDITIONS PRIOR TO BIDDING. CONTRACTOR IS RESPONSIVLE TO 
CORRELATE THEIR OBSERVATIONS WITH THESE CONTRACT 
DOCUMENTS. IF INCONSISTENCIES EXIST, THE CONTRACTOR 
SHALL INFORM THE ARCHITECT BEFORE BIDDING.

E. REMOVE DEBRIS FROM SITE PROMPTLY AND DISPOSE OF LEGALLY. 
THE BUILDING AND GROUNDS SHALL BE KEPT CLEAN AND FREE OF 
REFUSE AT ALL TIMES.

F. ALL REMOVED ITEMS, EXCEPT THOS NOTED TO BE REUSED OR TO 
REMAIN AS THE PROPERTY OF THE OWNER SHALL BECOME THE 
PROPERTY OF THE CONTRACTOR, AND SHALL BE REMOVED THE 
JOB SITE. THE OWNER RESERVES THE RIGH TO KEEP ANY 
REMOVED ITEMS EVEN THOUGH NOT NOTED ON DRAWINGS OR 
TAGGED.

G. WHERE EXISTING EQUIPMENT, PIPING, DUCTS, ETC ARE TO BE 
REMOVED, SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, 
FRAMING, ETC.

H. PATCH FLOORS, WALLS, SOFFITS AND CEILINGS AS NECESSARY TO 
PROVIDE A SUITABLE SUB-SURFACE READT TO RECIEVE FINAL 
FINISHES.

I. THE CONTRACTOR MUST MEET WITH THE OWNER OR 
REPRESENTATIVE AND COORDINATE THE PROPOSED WORK 
SCHEDULE FOR BOTH REMOVAL, PHASING AND REMODEL WORK 
WITHIN THE CONTRACT DOCUMENTS. PRIOR TO PERFOMING ANY 
WORK, THE CONTRACTOR SHALL INFORM THE OWNER OR THEIR 
PREPRENTATIVE OF THE INTENT TO DO SO AT LEAST 48 HOURS 
BEFORE SUCH WORK BEGINS.

J. PROTECT AREAS ADJACENT TO WORK FROM NOISE, DUST AND 
DAMAGE AND CONTROL ACCESS TO DEMOLITION AREAS UNTIL 
WORK IS COMPLETE.

K. GENERAL CONTRACTO IS RESPONSIBLE FOR INSTALLATION OF 
SMOKE DETECTORS, EXIT LIGHTS, AND FIRE ALARM SPEAKERS AS 
REQUIRED TO COMPLY WITH LOCAL BUILDING CODES.

DEMOLITION GENERAL NOTES
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ROOM NAME AND NUMBER

DRAWING NUMBER

SHEET WHERE DRAWN

DIMENSION TO FACE OF FINISH

DIMENSION TO GRID LINE

1

A101

SIM
______________

NAME

101

PLAN LEGEND

DIRECTION OF VIEW, IF APPLICABLE

DIMENSION TO CENTER LINE
CL

DEMOLISH/REMOVE

EXISTING TO REMAIN

DEMOLITION KEYNOTEX

1. DEMO CASEWORK.
2. DEMO PLUMBING FIXTURE.
3. DEMO TRANSACTION WINDOW.
4. DEMO DISHWASHER.
5. DEMO DOOR, FRAME AND ASSOCIATED HARDWARE.
6. DEMO WALL FINISHES, FLOOR FINISHES, WALL BASE
7. NEW OPENING IN WALL, SEE REMODEL PLANS FOR ADDITIONAL 

INFO.
8. DEMO WALL IN ITS ENTIRETY.
9. DEMO ALL FINISHES, FIXED SEATING, FURNISHINGS, HALF HEIGHT 

WALLS, RAISED FLOORS.
10. CUT AND REMOVE BOTTOM POTION OF ROOF LADDER BELOW 

CEILING LEVEL. SEE REMODEL PLANS FOR NEW CEILING 
MOUNTED DROP DOWN ROOF ACCESS LADDER.

11. DEMO WINDOW, SAWCUT WALL BELOW AND PREP OPENING FOR 
NEW DOOR. 

12. OWNER TO RELOCATE ALL FFE.
13. EXISTING TO REMAIN. PATCH AND REPAIR ANY AFFECTED 

FINISHES, SURFACES.
14. DEMO CEILING IN ITS ENTIRETY. SAVE CEILING TILES THAT ARE IN 

GOOD SHAPE FOR REUSE IN REMODEL. SEE MECH, ELEC, PLUMB, 
FOR ADDITIONAL REQUIREMENTS.
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F

F

F

F

F F
F

SD

HD

SD HD

ASSEMBLY TYPE (SEE ASSEMBLIES SHEET)
ASSEMBLY MODIFIER, PER TYPE

ROOM NAME AND NUMBER

WINDOW TYPE (SEE A600s)

KEYNOTE

DRAWING NUMBER

SHEET WHERE DRAWN

DOOR NUMBER (SEE SHEET A601)

DIMENSION TO FACE OF FRAMING

DIMENSION TO GRID LINE

1
0
1
-1

1

A101

SIM
______________

X
XX

NAME

101

X

X

PLAN LEGEND

DIRECTION OF VIEW, IF APPLICABLE

DIMENSION TO CENTER LINE
CL

NEW WORK

EXISTING TO REMAIN

1. RAISED PLATFORM, SEE DETAILS.
2. NEW PLUMBING FIXTURES, SEE PLUMBING.
3. CASEWORK, COORDINATE POWER AND DATA.
4. FURNITURE, COORDINATE POWER AND DATA.
5. FIXED AUDIENCE SEATING (WOOD BENCHES). REFERENCE FINISH PLANS FOR 

ADDITIONAL DETAILS.
6. PROVIDE FRAMING AND GYP AT INTERIOR WINDOW OPENING.
7. FLOOR DRAIN AND SUMP, SEE PLUMBING.
8. CONCRETE STAIRS AND RAILING, SEE ENLARGED PLANS.
9. SECURITY CHAIN LINK FENCE AND GATE AT RETAINING WALL. (NOT IN SCOPE)
10. UNDERCOUNTER FRIDGE.
11. CASEWORK, SEE ELEVATIONS.
12. FIXED JURY SEATING. REFERENCE FINISH PLANS FOR ADDITIONAL DETAILS.
13. CEILING MOUNTED DROP DOWN ROOF ACCESS LADDER.
14. PROPOSED AREA WHERE NEW AND EXISTING CEILING TILE IS TO BE 

CONNECTED.

# KEYNOTES

A B C D E F G H I
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15 JURY ROOM
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BREAK
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CORRIDOR
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SECURE
CORRIDOR
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MECH ROOM
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95'-1 1/2"
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STAIR
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ALIGN
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T
IE

R
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R
 2

T
IE

R
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B
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B
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DEFENDANT PLAINTIFF

A

1

1
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3 33

N

7

5 5

5 5

5 5

5 5

C
AN

12

C

CEILING MATERIAL

CEILING HEIGHT

ADDITIONAL NOTES

2X2 ACOUSTICAL
LAY-IN CEILING

GYPSUM BOARD
CEILING - PAINT

PLASTER CEILING 
W/ METAL MESH - PAINT

CEILING MATERIAL

ACT1 2X2 ACOUSTICAL LAY-IN PANEL
EXP EXPOSED STRUCTURE AND DECK - PAINT
GYP GYPSUM BOARD - PAINT

LIGHTING -
SEE ELECTRICAL

HVAC REGISTERS -
SEE MECHANICAL

CEILING HEIGHT

VAR VARIES

ADDITIONAL NOTES

NOTES

ACT

8'-0"

REFLECTED CEILING LEGEND

1. NOT USED.
2. NOT USED.

2X4 ACOUSTICAL
LAY-IN CEILING

A B C D E F G H I

1
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5

COURT
ROOM 2

8

LOBBY /
WAITING

9

STORAGE

15

JURY ROOM

16

VAULT

E014

STORAGE

17

SUPPORT/
BREAK
ROOM

18

SECURE
VESTIBULE

14

HOLDING
CELL 2

12

HOLDING
CELL 1

11

JANITOR

E020

MECH

E021

WOMENS

E017

MENS

E016

SECURE
CORRIDOR

19

MECH ROOM

E018

STAIR

E019

SECURE
CORRIDOR

20

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"PLSTR

9'-0"

PLSTR

9'-0"

ACT

9'-0"

ACT

9'-0"

SCALE:  1" = 1'-0"

GENERAL WALL TYPE NOTES:
A. SEE INTERIOR ELEVATIONS (SHEET A801) AND FINISH SCHEDULE (SHEET 

A501) FOR WALL FINISHES.
B. PROVIDE BLOCKING AS REQUIRED TO SECURE WALL HUNG COMPONENTS.
C. EXTEND ALL COMPONENTS TO UNDERSIDE OF DECK, UNLESS NOTED 

OTHERWISE.

KEYNOTES:
1. NO INSULATION
2. NO BULLET PROOF STEEL PANEL

WALL TYPE LEGEND

WOOD FINISH, SEE INTERIORS

BULLET PROOF STEEL PANEL

5/8" GYP BD, PAINT

BATT INSULATION

3 1/2" WOOD STUD

B
2X4 WOOD STUD WITH GYP BD (BULLET PROOF)

5/8" GYP BD, PAINT

BATT INSULATION

2X6 WOOD STUD

5/8" GYP BD, PAINT

L
O

W
 W

A
L

L

A
2X6 WOOD STUD WITH GYP BD

6" CMU BLOCK, PAINT

C
6" CMU BLOCK

A. ALL SECURE HARDWARE IS INTENDED TO BE ELECTRONIC KEYPAD OR 
CARD ACCESS. THERE WILL BE A SIGNIFICANT LOW-VOLTAGE AND 
SECURITY CONTRACT SCOPE FOR THIS PROJECT INCLUDING BUT NOT 
LIMITED TO: ELECTRIFIED HARDWARE, ALARMS, CAMERAS, MULTIPLE 
DATA NETWORKS, ETC. WITH MULTIPLE TENANTS / DEPARTMENTS ALL 
WITHIN THE SAME BUILDING, THIS WILL REQUIRE SIGNIFICANT 
COORDINATION.

GENERAL NOTES
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ADMIN
OFFICE

6
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CHAMBERS
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SUPPORT
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STAIR
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ENTRY

E103

COURT
ROOM 1

E025

JURY ROOM

7
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E113

JANITOR

E112WOMEN
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CORRIDOR

N
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E032

IT
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ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

13

ACT

9'-0"

14

14

EXISTING 
GRID CEILING

EXISTING 
GRID CEILING

EXISTING 
GRID CEILING

ASSEMBLY TYPE (SEE ASSEMBLIES SHEET)
ASSEMBLY MODIFIER, PER TYPE

ROOM NAME AND NUMBER

WINDOW TYPE (SEE A600s)

KEYNOTE

DRAWING NUMBER

SHEET WHERE DRAWN

DOOR NUMBER (SEE SHEET A601)

DIMENSION TO FACE OF FRAMING

DIMENSION TO GRID LINE

1
0
1
-1

1

A101

SIM
______________

X
XX

NAME

101

X

X

PLAN LEGEND

DIRECTION OF VIEW, IF APPLICABLE

DIMENSION TO CENTER LINE
CL

NEW WORK

EXISTING TO REMAIN

1. RAISED PLATFORM, SEE DETAILS.
2. NEW PLUMBING FIXTURES, SEE PLUMBING.
3. CASEWORK, COORDINATE POWER AND DATA.
4. FURNITURE, COORDINATE POWER AND DATA.
5. FIXED AUDIENCE SEATING (WOOD BENCHES). REFERENCE FINISH PLANS FOR 

ADDITIONAL DETAILS.
6. PROVIDE FRAMING AND GYP AT INTERIOR WINDOW OPENING.
7. FLOOR DRAIN AND SUMP, SEE PLUMBING.
8. CONCRETE STAIRS AND RAILING, SEE ENLARGED PLANS.
9. SECURITY CHAIN LINK FENCE AND GATE AT RETAINING WALL. (NOT IN SCOPE)
10. UNDERCOUNTER FRIDGE.
11. CASEWORK, SEE ELEVATIONS.
12. FIXED JURY SEATING. REFERENCE FINISH PLANS FOR ADDITIONAL DETAILS.
13. CEILING MOUNTED DROP DOWN ROOF ACCESS LADDER.
14. PROPOSED AREA WHERE NEW AND EXISTING CEILING TILE IS TO BE 

CONNECTED.

# KEYNOTES

CEILING MATERIAL

CEILING HEIGHT

ADDITIONAL NOTES

2X2 ACOUSTICAL
LAY-IN CEILING

GYPSUM BOARD
CEILING - PAINT

PLASTER CEILING 
W/ METAL MESH - PAINT

CEILING MATERIAL

ACT1 2X2 ACOUSTICAL LAY-IN PANEL
EXP EXPOSED STRUCTURE AND DECK - PAINT
GYP GYPSUM BOARD - PAINT

LIGHTING -
SEE ELECTRICAL

HVAC REGISTERS -
SEE MECHANICAL

CEILING HEIGHT

VAR VARIES

ADDITIONAL NOTES

NOTES

ACT

8'-0"

REFLECTED CEILING LEGEND

1. NOT USED.
2. NOT USED.

2X4 ACOUSTICAL
LAY-IN CEILING

A. ALL SECURE HARDWARE IS INTENDED TO BE ELECTRONIC KEYPAD OR 
CARD ACCESS. THERE WILL BE A SIGNIFICANT LOW-VOLTAGE AND 
SECURITY CONTRACT SCOPE FOR THIS PROJECT INCLUDING BUT NOT 
LIMITED TO: ELECTRIFIED HARDWARE, ALARMS, CAMERAS, MULTIPLE 
DATA NETWORKS, ETC. WITH MULTIPLE TENANTS / DEPARTMENTS ALL 
WITHIN THE SAME BUILDING, THIS WILL REQUIRE SIGNIFICANT 
COORDINATION.

GENERAL NOTES
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•

WP#

XX###

XX###

XX###
XX###

XX###

CP1
RB1
P1

CP2
WB1
P1

WD1

W
D

1WD1

CP1
RB1
P1

CP1
RB1
P1

CP1
RB1
P1

CP3
RB1
P1

CP3
RB1
P1

CP3
RB1
P1

CP3
RB1
P1

SC1
RB1
EP1

SC1
RB1
EP1

CP3
RB1
P1

WD1 WD1

CP1
RB1
P1

CP2
WB1
P1

WD1

WD1

W
D

1

WD1 WD1

CP1
RB1
P1

CP2
WB1
P1

CP2
WB1
P1

CP2
WB1
P1

CP1
RB1
P1

CP1
RB1
P1

CP1
RB1
P1

EXTENT OF ACCENT PAINT OR WALL FINISHES

LOCATION AND TYPE OF CORNER GUARDS
#

FINISH PLAN LEGEND

FLOORING MATERIAL CHANGE, MATERIAL TYPES SHOWN 
ON EACH SIDE OF TRANSITION

PT#

PT#

ROOM NAME AND NUMBER

INSTALL DIRECTION OF DIRECTIONAL FLOOR FINISH

FINISH TAG

WALL PROTECTION LOCATION

NAME

101

FINISH TAGS DISPLAYED IN GROUPING ON FINISH PLAN REPRESENT 
MAJORITY ROOM FINISH SELECTIONS. ORDER OF GROUPING DEFINED 
IN EXAMPLE BELOW:

MAJORITY WALL FINISH
MAJORITY BASE FINISH
MAJORITY FLOOR FINISH

GENERAL FINISH NOTES

A. ALL FINISHES TO BE APPLIED PER MANUFACTURER'S SPECIFICATIONS. 
G.C. IS RESPONSIBLE FOR OBTAINING AND FOLLOWING ALL 
MANUFACTURER'S RECOMMENDED INSTALLATION PROCEDURES AND 
FINISH REQUIREMENTS.

B. REFER TO SPECIFICATIONS FOR ALL FINISH MATERIAL PRODUCT 
INFORMATION.

C. FOR INTERIOR ELEVATIONS AND ADDITIONAL FINISHES RE: A700'S AND 
A800'S.

D. FOR CEILING HEIGHTS AND ADDITIONAL FINISHES RE: A900'S.
E. FIELD VERIFY ALL DIMENSIONS PRIOR TO FABRICATION.
F. ALL FLOOR TRANSITIONS ARE TO OCCUR DIRECTLY BENEATH DOORS 

OR CENTERED IN OPENING UNLESS NOTED OTHERWISE.
G. ALL FLOOR TRANSITIONS ARE TO BE ADA COMPLIANT.
H. ANY FLOORING OR WALL TRANSITIONS NOT SPECIFICALLY CALLED OUT 

IN THE DRAWINGS ARE TO BE VERIFIED WITH ARCHITECT.
I. PROVIDE STAINLESS STEEL TRANSITION STRIPS/REDUCERS AT ALL 

LOCATIONS WHERE TILE MEETS A DIFFERENT MATERIAL.  
J. REFER TO FINISH PLAN FOR LOCATION OF CORNER GUARDS.  ALL 

CORNER GUARDS ARE TO BE INSTALLED WITH BOTTOM OF 
CORNERGUARD AT TOP OF WALL BASE.

K. ALL GYPSUM CEILINGS AND SOFFITS TO BE PAINTED 'P1' UNLESS 
OTHERWISE NOTED ON REFLECTED CEILING PLANS.

L. ALL METAL ACCESS PANELS, COVER PLATES, VENTS, AND GRILLES TO 
BE PAINTED ON MATCH THE SURFACE IT IS LOCATED ON.

M. ALL QUARTZ COUNTERTOPS ARE TO HAVE EASED EDGES UNLESS 
OTHERWISE NOTED. ADJACENT QUARTZ BACKSPLASHES TO MATCH 
UNLESS OTHERWISE NOTED.

N. ALL WINDOW TREATMENTS ARE TO BE FIELD MEASURED, INSTALLED 
WITH ALL COMPONENTS, INSIDE MOUNTED AND WITH VALANCES.

O. GROUT LOCATED IN WET AREAS (KITCHEN, RESTROOM, BREAKROOM 
BACKSPLASHES) SHALL BE LATICRETE SPECTRALOCK EPOXY GROUT.

P. ALL WALL TILE TO HAVE SCHLUTER TRIM 'TR1' AT EXPOSED EDGES AND 
OUTSIDE CORNERS. SEE A-500 FOR ADDITIONAL INFORMATION.

Q. REFER TO INTERIOR ELEVATIONS FOR TILE PATTERNS.
R. WALLS RECEIVING VWG# OR CWG# TO HAVE LEVEL 5 FINISH.
S. ALL WALL PAINT TO BE EGGSHELL FINISH UNLESS NOTED OTHERWISE.
T. SEMI-GLOSS FINISH TO BE USED ON ALL PAINTED DOORS, DOOR 

FRAMES, PAINTED WOOD AND WALLS IN RESTROOMS.
U. PROVIDE WALL BLOCKING AT WALL MOUNTED ITEMS (INCLUDING, BUT 

NOT LIMITED TO): TV MOUNTS, MESSAGE CENTERS, WHITE BOARDS, 
TACKBOARDS.

V. COORDINATE ALL OWNER FURNISHED EQUIPMENT, ACCESSORIES, 
AND FURNITURE WITH OWNER AND/OR OWNER’S VENDOR.
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# KEYNOTES

MATERIALS LIST
ITEM NO PRODUCT TYPE MANUFACTURER DESCRIPTION COLOR SIZE LOCATION NOTES

BASE

RB1 RUBBER BASE REF. FINISH PLAN FOR MATERIAL LOCATION

WB1 WOOD BASE REF. FINISH PLAN FOR MATERIAL LOCATION

FLOOR

CP1 CARPET TILE REF. FINISH PLAN FOR MATERIAL LOCATION

CP2 CARPET TILE REF. FINISH PLAN FOR MATERIAL LOCATION

CP3 CARPET TILE REF. FINISH PLAN FOR MATERIAL LOCATION

SC1 SEALED CONCRETE REF. FINISH PLAN FOR MATERIAL LOCATION

MISC

FB1 FABRIC/UPHOLSTERY REF. FINISH PLAN FOR MATERIAL LOCATION

PL1 PLASTIC LAMINATE (HPL) REF. FINISH PLAN FOR MATERIAL LOCATION

PAINT

EP1 EPOXY PAINT REF. FINISH PLAN FOR MATERIAL LOCATION

P1 PAINT REF. FINISH PLAN FOR MATERIAL LOCATION

WALL

WD1 WOOD PANELING REF. FINISH PLAN FOR MATERIAL LOCATION

1/8" = 1'-0"A501

1 LOWER LEVEL FINISH PLAN

1/8" = 1'-0"A501

2 UPPER LEVEL FINISH PLAN

1 FINISHES AT THIS LOCAITON ARE EXISTING TO REMAIN. PATCH AND
REPAIR ANY FINISHES DAMAGED DURING DEMO OR
CONSTRUCTION.

2 UPDATE WALL PAINT 'PT1' AT THIS LOCATION. ALL OTHER FINISHES
EXISTING TO REMAIN.

3 HALF HEIGHT DECORATIVE WOOD PANELING AND MOULDINGS AT
THIS WALL LOCAITON. REFERENCE 'WD1' ON THE MATERIALS LIST
FOR WOOD FINISH SELECTION.

4 FULL HEIGHT DECORATIVE WOOD PANELING AND MOULDINGS AT
THIS WALL LOCAITON. REFERENCE 'WD1' ON THE MATERIALS LIST
FOR WOOD FINISH SELECTION.

5 FIXED CUSTOM WOOD AUDIENCE SEATING. WOOD FINISH TO MATCH
'WD1'.

6 FIXED CUSTOM JURY SEATING W/ CUSHIONED SEAT AND SEAT
BACK.

7 PLASTIC LAMINATE 'PL1' BASE CABINETS, UPPER CABINETS AND
COUNTERTOP @ THIS LOCATION.

8 ADD 12" WIDE VERTICAL WOOD MOULDING AT 7'-0" AFF TO THIS
WALL.



DRAIN

HEATING WATER SUPPLY

HEATING WATER RETURN

REFRIGERANT SUCTION LINE

REFRIGERANT LIQUID LINE

REFRIGERANT HOT GAS LINE

FUEL OIL SUPPLY

FUEL OIL RETURN

FUEL OIL VENT

DRY FLUID SUPPLY

DRY FLUID RETURN

LOW PRESSURE STEAM SUPPLY

STEAM CONDENSATE RETURN

GATE VALVE

BALL VALVE

BUTTERFLY VALVE

GLOBE VALVE

TRIPLE DUTY VALVE

SWING CHECK VALVE

STRAINER

FLEX CONNECTOR

HOSE END DRAIN VALVE

PRESSURE REDUCING VALVE

SAFETY RELIEF VALVE

UNION

MOTORIZED T.C. VALVE / 2-WAY

MOTORIZED T.C. VALVE / 3-WAY

ECCENTRIC PLUG BALANCING VALVE

VALVE IN RISER

TEE UP

TEE DOWN

ELBOW UP

ELBOW  DOWN

PIPE SIZE CHANGE

MANUAL FLOW BALANCING VALVE 
(CIRCUIT SETTER)

AUTOMATIC FLOW BALANCING VALVE

PIPE GUIDE

PIPE ANCHOR

PRESSURE / TEMP. TEST PLUG

DIAL THERMOMETER

THERMOSTAT/TEMPERATURE SENSOR

REVERSE ACTING THERMOSTAT

THERMOSTAT/TEMPERATURE SENSOR
W/ GUARD

ACOUSTICALLY LINED SHEET METAL DUCT

MANUAL BALANCING DAMPER

FLEX CONNECTOR

ACCESS DOORS

FIRE DAMPER

FIRE/SMOKE DAMPER

MOTORIZED DAMPER

TURNING VANE ELBOW

45° LOW-LOSS TAKE-OFF FITTING W/ 
DAMPER & FLEX DUCT

45° LOW-LOSS TAKE-OFF FITTING W/ 
DAMPER & RIGID ROUND DUCT

RECTANGULAR/ROUND DUCT WITH 45° 
HIGH EFFICIENCY TAKE-OFF

SUPPLY DIFFUSER W/ FLEX DUCT, 
THROW PATTERN SHOW N ON PLANS

CONNECT NEW WORK TO EXISTING

COMMON

EXISTING

D

HWS

HWR

RS

RL

HG

FOS

FOR

FOV

DFS

DFR

LPS

COND

T

T

T

T
R

CHILLED WATER SUPPLYCWS

CHILLED WATER RETURNCWR

C

(E)

RETURN GRILLE

P

FD

AD

AD

F/SD

M

SYMBOL DESCRIPTION SYMBOL DESCRIPTION

GGGGGGGGGGGGGGGG

MMMMMMMMMMMMMMMM

AAAAAAAAAAAAAAAA

LAY-IN SUPPLY DIFFUSER W/ FLEX DUCT, 
THROW  PATTERN SHOWN ON PLANS

EXHAUST GRILLE

HUMIDISTATH

CARBON MONOXIDE SENSORCO

CARBON DIOXIDE SENSORCO2

NITROGEN DIOXIDE SENSORNO2

MECHANICAL LEGEND

PRESSURE GAUGE W/ SNUBBER

POINT OF DISCONNECT

RELOCATE / RELOCATED(R)

MAIN SUPPLY DUCT

1/4  W OR 4 INCHES MIN HIGH EFFICIENCY 
TAKE-OFF W / VOLUME
DAMPER WHERE 
SHOWN ON PLANSFLEXIBLE OR RIGID 

BRANCH DUCT. SEE PLANS

W

BRANCH DUCT TAKE-OFF

MAIN EXHAUST
OR RETURN DUCT

HIGH EFFICIENCY
TAKE-OFF W/ VOLUME
DAMPER WHERE SHOWN 
ON PLANSFLEXIBLE OR RIGID BRANCH DUCT,

SEE PLANS

W

EXHAUST AND/OR RETURN BRANCH DUCT

1/4  W OR 4 INCHES MIN
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HVAC SCHEDULES,
LEGENDS & DETAILS
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  |  Project# FC_FREP_CHW   |  L:\

PROJECT# | FC_FREP_CHW

MAX MAXIMUM

MBH BTU PER HOUR (THOUSAND)

MC MECHANICAL CONTRACTOR

MIN MINIMUM

N/A NOT APPLICABLE

NC NORMALLY CLOSED

NIC NOT IN CONTRACT

NO NORMALLY OPEN

NO NUMBER

NTS NOT TO SCALE

OA OUTSIDE AIR

OBD OPPOSED BLADE DAMPER

OD OUTSIDE DIAMETER

PD PRESSURE DROP

PH PHASE (ELECTRICAL)

PSI POUNDS PER SQUARE INCH

PSIA PSI ABSOLUTE

PSIG PSI GAUGE

R/O RUN OUT

RA RETURN AIR

RH RELATIVE HUMIDITY

RPM REVOLUTIONS PER MINUTE

SA SUPPLY AIR

SCFM CFM, STANDARD CONDITIONS

SH SENSIBLE HEAT

SP STATIC PRESSURE

SP VOL SPECIFIC VOLUME

SPEC SPECIFICATION

STD STANDARD

SUCT SUCTION

T STAT THERMOSTAT

TC TEMPERATURE CONTROL

TD TEMPERATURE DIFFERENCE

TEMP TEMPERATURE

TOD TOP OF DUCT

TONS TONS OF REFRIGERATION

V VOLT

VAC VACUUM

VAV VARIABLE AIR VOLUME

VEL VELOCITY

VFD VARIABLE FREQUENCY DRIVE

VOL VOLUME

W/ WITH

WPD WATER PRESSURE DROP

% PERCENT

ACFM ACTUAL CFM

AFF ABOVE FINISHED FLOOR

AHU AIR HANDLING UNIT

AMP AMPERE (AMP, AMPS)

ANSI AMERICAN NATIONAL STANDARDS INSTITUTE

APD AIR PRESSURE DROP

APPROX APPROXIMATE

BHP BRAKE HORSEPOWER, BOILER HORSEPOWER

BOD BOTTOM OF DUCT

BTU BRITISH THERMAL UNIT

C COMMOM

CFM CUBIC FEET PER MINUTE

COD CENTER OF DUCT

CU FT CUBIC FEET

CU IN CUBIC INCH

DB DECIBEL

DBT DRY-BULB TEMPERATURE

DIA DIAMETER

EAT ENTERING AIR TEMPERATURE

EC ELECTRICAL CONTRACTOR

EDR EQUIVALENT DIRECT RADIATION

EWT ENTERING WATER TEMPERATURE

EXP EXPANSION

F FAHRENHEIT

FPM FEET PER MINUTE

FPS FEET PER SECOND

FT FOOT OR FEET

GA GAGE OR GUAGE

GAL GALLONS

GC GENERAL CONTRACTOR

GPD GALLONS PER DAY

GPH GALLONS PER HOUR

GPM GALLONS PER MINUTE

HD HEAD

HGT HEIGHT

HP HORSEPOWER

HZ FREQUENCY

ID INSIDE DIAMETER

KW KILOWATT

KWH KILOWATT HOUR

LAT LEAVING AIR TEMPERATURE

LBS POUNDS

LF LINEAR FEET

LWT LEAVING WATER TEMPERATURE

HVAC ABBREVIATIONS

12) VERTICAL DISCHARGE POSITION     13) HORIZONTAL BLADES PARALLEL TO SHORT DIMENSION

7) HORIZONTAL BLADES PARALLEL TO LONG DIMENSION     8) OPPOSED BLADE DAMPER    9) ROD OPERATED EXTRACTOR     10) PROVIDE QR FASTENERS     11) DOUBLE DEFLECTION

1) 0 DEG DEFLECTION     2) 15 DEG DEFLECTION     3) 45 DEG DEFLECTION     4) NOT USED     5) F SURFACE MOUNT FRAME     6) 2-INCH MERV 13 FILTER

NOTES:

T-1 SURFACE STEEL WHITE

SD-3 PRICE MSRRP 8 8 6 6 50 SURFACE STEEL WHITE

HEIGHT WIDTH Ø HEIGHT WIDTH Ø

PLAN
CODE

MFGR MODEL
FACE SIZE NECK SIZE

MAX CFM
NOISE

CRITERIA
(NC)

TOTAL
PRESSURE

(IN WC)
STYLE MATERIAL FINISH REMARKS

GRILLES, REGISTERS AND DIFFUSERS SCHEDULE

NOT TO SCALEM001

1 BRANCH DUCT



GENERAL DEMOLITION NOTES

A. THIS CONTRACTOR SHALL BE AWARE THAT THIS IS A REMODELING 
PROJECT AND AS SUCH, CERTAIN ITEMS AND SIZES CANNOT BE 
FULLY ILLUSTRATED NOR EXPLAINED WITHOUT FIELD OBSERVATION. 
THEREFORE, THIS CONTRACTOR IS ADVISED TO VISIT AND EXAMINE 
THE JOB SITE AND BUILDING IN EVERY DETAIL AS PERTAINS TO THIS 
PROJECT. IF CONTRACTOR DISCOVERS ITEMS THAT ALTER THE 
SCOPE OF WORK SHOWN IN THE CONSTRUCTION DOCUMENTS, 
FINDINGS ARE TO BE PRESENTED TO ENGINEER OF RECORD FOR 
REVIEW.

B. SEE ARCHITECTURAL AND ELECTRICAL DRAWINGS FOR ADDITIONAL 
REMOVAL ITEMS.

C. ALL REMOVED ITEMS, EXCEPT THOSE NOTED TO BE REUSED OR TO 
REMAIN THE PROPERTY OF THE OWNER, SHALL BECOME PROPERTY 
OF THE CONTRACTOR AND SHALL BE REMOVED FROM THE JOB SITE. 
THE OWNER RESERVES THE RIGHT TO KEEP ANY REMOVED ITEMS 
EVEN THOUGH NOT NOTED ON DRAWINGS.

D. WHERE EXISTING EQUIPMENT, DUCTS, ETC. ARE TO BE REMOVED, 
SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, BASES, HANGERS, 
ETC.

E. THIS CONTRACTOR MUST MEET WITH THE OWNER OR HIS 
REPRESENTATIVE AND DISCUSS THE PROPOSED WORK SCHEDULE 
FOR REMOVAL, AND REMODELED WORK WITHIN CONTRACT 
DRAWINGS PRIOR TO PERFORMING ANY WORK. THE CONTRACTOR 
SHALL INFORM THE OWNER OR HIS REPRESENTATIVE, OF THE 
INTENT TO DO SO AT LEAST 48 HOURS BEFORE SUCH WORK BEGINS.

F. THIS CONTRACTOR SHALL BE AWARE THAT CERTAIN AREAS OF 
REMOVAL AND REMODELED WORK MUST BE DONE AFTER NORMAL 
BUSINESS HOURS. REFER TO ARCHITECTURAL PHASING AND 
SCHEDULING DOCUMENTS FOR DETAILS.

G. THIS CONTRACTOR SHALL PERFORM ALL CUTTING AND PATCHING 
REQUIRED IN ACCORDANCE WITH DIVISION 1 "CUTTING AND 
PATCHING", OF SPECIFICATIONS.

A B C D E F G H I

1

2

3

4

5

(R)SD-1
10"
235

(R)SD-1
8"
160

(R)SD-1
10"
220

(R)SD-1
8"
150

(R)SD-1
10"
300

(R)SD-1
6"
120

(R)SD-1
10"
275

(R)SD-1
8"
140

(R)SD-1
6"
100

(R)SD-1
8"
160

(R)SD-1
10"
375

(R)SD-1
10"
235

(R)SD-1
6"
65

(R)SD-1
6"
110

(E)SD-2
6"
75

(E)SD-2
6"
75

(E)EG-1
12x12"
125

(E)EG-1
12x12"
125

(E)EG-1
12x12"
125

(E)EG-1
12x12"
125

(E)RG-1
20x20
1330

(E)RG-1
20x20
1645

(E) EH-1

(E)FC-1

(R)SD-1
8"
225

(R)SD-1
8"
230

(E)FC-1

(R)SD-1
8"
155

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

A B C D E F G H I

1

2

3

4

5

(E)SD-1
8"
235

(E)SD-1
10"
415

(E)SD-1
8"
225

(E)SD-1
10"
330

(E)SD-1
10"
330

(E)SD-1
8"
165

(E)SD-1
10"
365

(E)SD-1
10"
365

(E)SD-1
10"
365

(E)SD-1
46x22"
365

(E)SD-1
8"
205

(R)SD-1
10"
270

(E)SD-1
10"
265

(E)SD-1
10"
265

(E)RG-1
46x22"
3200

(R)SD-1
10"
275

(R)SD-1
8"
215

(R)SD-1
10"
270

(R)SD-1
9"
270

(R)SD-1
8"
220

(R)SD-1
10"
270

(E)SD-1
10"
265

(E)SD-1
10"
270

(E)SD-2
5"
75

(E)SD-2
5"
75

(E)RG-1
46x22"
2130

(E)EG-1
6X4"
75

(E)EG-1
6X4"
75(E)EG-1

12x12"
125

(E)EG-1
12x12"
125

1

1

1

1

1

1

1

DARK THICK DASHED LINES INDICATE EXISTING 
ITEMS TO BE REMOVED.

LIGHT THIN LINES INDICATE EXISTING ITEMS TO 
REMAIN.

DARK THICK LINES WITH SHADING INDICATE 
NEW EQUIPMENT.

EXISTING EQUIPMENT TO REMAIN.

EXISTING EQUIPMENT TO BE REMOVED.

EXISTING EQUIPMENT TO BE RELOCATED.

DEMOLITION LEGEND

(E)

(X)

(R)

1. HANG THE DIFFUSER IN PLACE TO SAVE ON LABOR COST; 
REINSTALLING NEAR BY

2. NOTES

# DEMOLITION SHEET NOTES
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turn OFF "Preliminary Border Information" before printing
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  |  Project# FC_FREP_CHW   |  L:\

PROJECT# | FC_FREP_CHW

1/8" = 1'-0"M010

1 LOW ER LEVEL - HVAC DEMOLITION PLAN

1/8" = 1'-0"M010

2 UPPER LEVEL - HVAC DEMOLITION PLAN



A B C D E F G H I

1

2

3

4

5

(R)SD-1
8"
140

(R)SD-1
6"
100

(R)SD-1
10"
375

(R)SD-1
8"
160

(R)SD-1
10"
235

(R)SD-1
10"
275

(R)SD-1
6"
120

(R)SD-1
6"
110

(E)RG-1
20x20
1645

(E)RG-1
20x20
1330

(E)SD-2
6"
75

(E)SD-2
6"
75

(E)EG-1
12x12"
125

(E)EG-1
12x12"
125

(E)EG-1
12x12"
125

(E)EG-1
12x12"
125

(R)SD-1
8"
55

(E) EH-1

(E)FC-1

(E) EH-1

SD-3
6x6"
50

SD-3
6x6"
50

(R)SD-1
6"
65

(R)SD-1
8"
160

(R)SD-1
10"
235

(R)SD-1
10"
220

(R)SD-1
8"
150

(R)SD-1
10"
300

(R)SD-1
8"
225

(R)SD-1
8"
230

MECH

E021

W OMENS

E017

MENS

E016

COURT ROOM 2

8

LOBBY / W AITING

9

VAULT

E014

HOLDING CELL 1

11

HOLDING CELL 2

12

JANITOR

E020

SECURE
VESTIBULE

14

STORAGE

15

JURY ROOM

16

STORAGE

17

SUPPORT/ BREAK
ROOM

18

SECURE CORRIDOR

19

SECURE CORRIDOR

20

MECH ROOM

E018

STAIR

E019

CLOSET

E105

A B C D E F G H I

1

2

3

4

5

(E)SD-1
8"
235

(E)SD-1
10"
415

(E)SD-1
8"
225

(E)SD-1
10"
330

(E)SD-1
10"
330

(E)SD-1
8"
165

(E)SD-1
10"
365

(E)SD-1
10"
365

(E)SD-1
10"
365

(E)SD-1
46x22"
365

(E)SD-1
8"
205

(E)SD-1
10"
265

(E)SD-1
10"
265

(E)RG-1
46x22"
3200

(E)SD-1
10"
265

(E)SD-1
10"
270

(E)SD-2
5"
75

(E)SD-2
5"
75

(E)RG-1
46x22"
2130

(E)EG-1
6X4"
75

(E)EG-1
6X4"
75(E)EG-1

12x12"
125

(E)EG-1
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JURY ROOM

E025

COURT ROOM 1
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MENS
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W OMEN
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ENTRY

E032

Room

?

IT

N

CORRIDOR

E112

JANITOR

E113

RESTROOM

6

ADMIN OFFICE

E106

JUDGES CHAMBERS

E104

JUDGES CHAMBERS

A. DO NOT RUN ANY DUCTWORK OR PIPING OVER ELECTRICAL PANELS 
FROM PANEL TO STRUCTURE ABOVE AND FROM ACCESS SPACE TO 
80" ABOVE FLOOR.

B. THERMOSTAT LOCATIONS SHALL BE REVIEWED WITH ARCHITECTURAL 
FIELD REPRESENTATIVE PRIOR TO INSTALLATION. COORDINATE 
THERMOSTAT LOCATIONS WITH ANY CASEWORK OR SYSTEMS 
FURNITURE. INSTALL THERMOSTAT 48" ABOVE FINISHED FLOOR AS 
REQUIRED FOR PROPER EQUIPMENT INSTALLATION AND COMPLIANCE 
WITH ADA STANDARDS.

C. FIRE CAULK ALL PIPE PENETRATIONS THROUGH FIRE RATED WALLS. 
REFER TO ARCHITECTURAL AND LIFE SAFETY PLANS FOR 
IDENTIFICATION OF RATED W ALLS.

D. NO DUCTWORK SHALL BE FABRICATED PRIOR TO FIELD VERIFICATION 
OF DUCT SIZES AND ROUTING BY MECHANICAL CONTRACTOR.

E. PROVIDE NEW FLEXIBLE DUCT CONNECTORS BETWEEN NEW 
EQUIPMENT AND EXISTING DUCTWORK.

F. MC TO COORDINATE ATTACHMENT TO STRUCTURE FOR NEW  
EQUIPMENT.

G. REFER TO F-SHEETS FOR PHASING REQUIREMENTS.

H. SEE 1/M400 FOR DUCT BRANCHES.

GENERAL NOTES

1. NOTES
2. NOTES
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cushingterrell.com 

FC-CHW 

ELECTRICAL NARRATIVE 

FLATHEAD COUNTY COURTHOUSE WEST 

Demo all existing lighting and controls throughout. 

Provide new led lighting. 

Volumetric troffers shall be utilized in all areas except;  

• Storage: Strip lighting. 

• Mechanical Room: Strip lighting. 

• Holding: Vandal resistant. 

• Exits: Edge Lit                  

• Entry: Pendant lighting. 

• Restrooms: Downlight Cans 

• Exits shall have egress lighting with battery pack. 

• Controls: All rooms shall have an occupancy sensor.   

               All rooms shall have dimming switches. 

Receptacles and data outlets shall be removed from walls which will be demolished. 

Court rooms shall have (3) floor boxes (power and data). 

Court rooms, support/break, lobby/waiting rooms shall receive power and data provisions for a TV. 

IT Closet/Data Racks shall be relocated.  Horizontal cabling shall be replaced throughout.  Provide receptacle 

for rack as necessary. 

All new walls shall have minimum (1) receptacle per side. 

All rooms other than restrooms/storage shall have a dedicated circuit for receptacles. 

Support/Break rooms shall have receptacle and circuitry as necessary for appliances. 

Offices and Jury rooms shall have (2) telephone/data outlets.Special systems including access controls, 

security, CCTV, intercom, fire alarm, etc. shall be relocated as necessary.  Circuitry will be replaced or 

extended/modified as necessary.  
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PROJECT# | FC_FREP_JC

CIVIL

LANDSCAPE

GENERAL

G001 COVER (24x36)

G101 CODE SHEET

ARCHITECTURAL

A001 SECOND FLOOR DEMOLITON PLAN

A101 SECOND FLOOR PLAN

A501 FINISH PLAN

STRUCTURAL

FIRE PROTECTION

PLUMBING

MECHANICAL

M001 HVAC SCHEDULES, LEGENDS & DETAILS

M010 HVAC DEMOLITION PLANS

M100 HVAC PLANS

ELECTRICAL

OWNER
Owner Name
Address Line 1
Address Line 2
000.000.0000

ARCHITECT/ENGINEER
Cushing Terrell
13 N. 23rd Street
Billings, MT 59101
406.248.7455
Project Manager:

CONSULTANT 1 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 2 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 3 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 4 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 5 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000
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HATCHED AREA 
NOT IN SCOPE 
OF WORK

EXIT STAIR
TOTAL OCCUPANTS: 65
REQUIRED WIDTH: 44"
ACTUAL WITDTH: 44"

EXIT STAIR
TOTAL OCCUPANTS: 65
REQUIRED WIDTH: 44"
ACTUAL WITDTH: 44"

184 SF
= 13

15

CONF RM

169 SF
= 2

150

OFFICE

122 SF
= 1

150

OFFICE

162 SF
= 2

150

OFFICE

292 SF
= 20

15

BREAK AREA

351 SF
= 3

150

JUDGE'S CHAMBERS

80 SF
= 1

300

STORAGE

9'-0" 6'-0"

@ 18" / SEAT 
= 30 LEFT + 
24 RIGHT = 
54 TOTAL

D
E

F
E

N
D

A
N

T
S

6
 F

IX
E

D
 S

E
A

T
S

BENCH
3 FIXED SEATS

4 FIXED SEATS
PLANTIFF & DEFENDANT

COURTROOM
67 TOTAL OCCUPANTS

LOBBY
20 FIXED 
SEATS

TOTAL OCCUPANTS = 129 

ELEVATOR ELEVATOR

88888 SF
= ###

###

ROOM NAME

EXIT PATH

SPACE AREA

OCCUPANCY TAG:

NUMBER OF OCCUPANTS

OCCUPANT LOAD FACTOR

1 HOUR FIRE BARRIER - SEAL PERMIETER AND 
PENETRATIONS PER DETAILS ON THIS SHEET

FIRE EXTINGUISHER CABINET AND EXTINGUISHER -
SEE SPECIFICATIONSFEC

SURFACE MOUNTED FIRE EXTINGUISHER - SEE 
SPECIFICATIONS FE

6
0
M UL RATED FIRE DOOR AND FRAME WITH RATING AS 

INDICATED
- SEE SHEET A601

NOTE:  SEE ELECTRICAL FOR ILLUMINATED EXIT SIGNS.

S# SURFACE MOUNTED SIGN - SEE 3/F101

CODE PLAN LEGEND

ROOM / AREA NAME

ROOM / AREA NUMBER

GOVERNING CODES: 2018 INTERNATIONAL BUILDING CODE WITH AMENDMENTS
2018 INTERNATIONAL EXISTING BUILDING CODE
2012 INTERNATIONAL ENERGY CONSERVATION CODE WITH AMENDMENTS
2018 INTERNATIONAL FUEL GAS CODE WITH AMENDMENTS
2018 INTERNATIONAL MECHANICAL CODE WITH AMENDMENTS
2014 NATIONAL ELECTRICAL CODE WITH AMENDMENTS
2005 NFPA 99C, STANDARD ON GAS AND VACUUM SYSTEMS WITH AMENDMENTS
2018 UNIFORM PLUMBING CODE WITH AMENDMENTS
ADMINISTRATIVE RULES OF MONTA (A.R.M.) TITLE 24, CHAPTER 301
KALISPELL MONTANA CITY CODE

2018 INTERNATIONAL EXISTING BUILDING CODE (IEBC)

501 PRESCRIPTIVE COMPLIANCE METHOD:
ADDITIONS TO ANY BUILDING OR STRUCTURE SHALL COMPLY WITH THE IBC FOR NEW CONSTRUCTION. 
ALTERATIONS TO THE EXISTING BUILDING OR STRUCTURE SHALL BE MADE TO ENSURE THAT THE EXISTING 
BUILDING OR STRUCTURE TOGETHER WITH THE ADDITION ARE NOT LESS COMPLYING WITH THE IBC THAN THE 
EXISTING BUILDING OR STRUCTURE WAS PRIOR TO THE ADDITION.

2018 INTERNATIONAL BUILDING CODE (IBC)

OCCUPANCY CLASSIFICATION:  A-3 (COURTROOM) & B (BUSINESS)

FIRE SPRINKLER SYSTEM: FULLY SPRINKLERED

CONSTRUCTION TYPE:  IIA - 1 HOUR

504 ALLOWABLE BUILDING HEIGHT AND AREA:
EXISTING BUILDING AREA UNAFFECTED BY SCOPE OF WORK, NO CHANGE OF USE OR OCCUPANCY.

508 SEPARATED OCCUPANCIES WITH SPRINKLER SYSTEM = 1 HOUR BETWEEN A&B, A&I-3, B&I-3.

601 FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING ELEMENTS FROM TABLE 601
FOR TYPE IIA:

PRIMARY STRUCTURE = 1 HOURS
BEARING WALLS = 1 HOURS
NONBEARING WALLS = 0 HOURS
FLOORS          = 1 HOURS
ROOFS = 1 HOURS

803 INTERIOR WALL AND CEILING FINISH REQUIREMENTS BY OCCUPANCY FROM TABLE 803.9
FOR GROUP A-3, NONSPRINKLERED:
EXIT ENCLOSURES AND EXIT PASSAGEWAYS = A
CORRIDORS = A (EXC. NOT LESS THAN B AT LOBBYS)
ROOMS AND ENCLOSED SPACES = C

903 AUTOMATIC SPRINKLER SYSTEMS PROVIDED, EXISTING TO REMAIN.

1004 OCCUPANT LOAD FACTOR FROM TABLE 1004.5
  40 N = COURTROOMS (OTHER THAN FIXED SEATING AREAS)
150 G = BUSINESS AREAS
129     = TOTAL OCCUPANT LOAD

1005 MINIMUM REQUIRED EGRESS WIDTH FROM SECTION 1005.1
STAIRWAYS = 65 x 0.2 = 36 INCHES REQUIRED, 44 INCHES PROVIDED
OTHER EGRESS COMPONENTS = 65 x 0.15 = 32 INCHES REQUIRED, 36 INCHES PROVIDED

1006 SPACES WITH ONE EXIT OR EXIT ACCESS DOORWAY & COMMON PATH OF EGRESS TRAVEL FROM SECTION 1006.2:  
MAXIMUM OCCUPANT LOAD = 49 & COMMON PATH OF TRAVEL SHALL NOT EXCEED 75 FEET

1011 STAIRWAY WIDTH AND CAPACITY: NOT LESS THAN 44 INCHES.

1017 EXIT ACCESS TRAVEL DISTANCE FROM TABLE 1017.2
FOR A OCCUPANCY, WITH SPRINKLER SYSTEM = 250 FEET (300 FEET IN GROUP B)

1020 CORRIDOR FIRE-RESISTANCE RATING FROM TABLE 1020.1 & WIDTH FROM TABLE 1020.2
A&B OCCUPANCY, WITH SPRINKLER SYSTEM, OCCUPANT LOAD > 30 = 0 HOUR & 44 INCH MINIMUM WIDTH

1020 DEAD END CORRIDORS FROM SECTION 1020.4 = NO MORE THAN 20 FEET (50 FEET WITH SPRINKLER IN GROUP B).

MINIMUM NUMBER OF PLUMBING FIXTURES FROM THE ADMINISTRATIVE RULES OF MONTANA RULE 24.301.351
PORTION BASED ON CHURCHES (IBC CLASSIFIES AS SIMILAR OCCUPANCY TO COURTROOMS) = 44 MALES, 44 FEMALES
WATER CLOSETS: MALES = 1 PER 150 REQUIRED = 1  PROVIDED = 2

FEMALES = 1 PER 75 REQUIRED = 1 PROVIDED = 1
LAVATORIES: 1 PER 2 WATER CLOSETS REQUIRED = 1 MALE, 1 FEMALE PROVIDED = 1 MALE, 1 FEMALE

PORTION BASED ON BUSINESS OCCUPANCY = 21 MALES, 21 FEMALES
WATER CLOSETS: MALES = 1 PER 25 REQUIRED = 1  PROVIDED = 1 UNISEX

FEMALES = 1 PER 25 REQUIRED = 1 PROVIDED = 1 UNISEX
LAVATORIES: 1 PER 2 WATER CLOSETS REQUIRED = 1 MALE, 1 FEMALE PROVIDED = 1 MALE, 1 FEMALE

DRINKING FOUNTAIN: REQUIRED = 1 PER 1000 PROVIDED ELSEWHERE IN BUILDING

CODE REVIEW INFORMATION
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SHEET WHERE DRAWN

DIMENSION TO FACE OF FINISH

DIMENSION TO GRID LINE

1

A101

SIM
______________

NAME

101

PLAN LEGEND

DIRECTION OF VIEW, IF APPLICABLE

DIMENSION TO CENTER LINE
CL

DEMOLISH/REMOVE

EXISTING TO REMAIN

DEMOLITION KEYNOTEX

A. THE CONTRACTOR SHALL MAINTAIN AND ADHERE TO ALL CURRENT 
BUILDING CODES, STATE AND LOCAL CODES, LIFE-SAFETY AND 
INTERIM LIFE-SAFETY RULES AND REGULATIONS THROUGHOUT 
THE CONSTRUCTION OF THIS PROJECT. REVIEW INTERIM EXISTING 
PLAN WITH LOCAL AUTHORITY HAVING JURISDICTION.

B. CONTRACTOR SHALL REVIEW EXISTING CONDITIONS FOR AND 
PROVIDE ALL DEMOLITION INCIDENTALS REQUIRED FOR 
CONSTRUCTION, WHETHER OR NOT IT IS SPECIFICALLY NOTED, 
INCLUDING BUT NOT LIMITED TO, ALL OTHER WORK OR REMOVALS 
THAT MIGHT REASONABLY BE REQUIRED IN PREPARATION FOR 
THE SPECIFIED FINISHES.

C. DEMOLITION SHALL BE PERFORMED IN A MANNER THAT WILL NOT 
DAMAGE ANY SURFACES INDICATED TO REMAIN. SURFACES SHALL 
BE PROMPTLY REPAIRED IF ANY DAMAGE IS CAUSED TO ADJACENT 
FACILITIES/ FINSHES BY DEMOLTION OR CONSTRUCTION WORK, AT 
NO ADDITIONAL COST TO THE OWNER.

D. ALL CONTRACTORS ARE TO VISIT THE SITE AND VERIFY EXISTING 
CONDITIONS PRIOR TO BIDDING. CONTRACTOR IS RESPONSIVLE TO 
CORRELATE THEIR OBSERVATIONS WITH THESE CONTRACT 
DOCUMENTS. IF INCONSISTENCIES EXIST, THE CONTRACTOR 
SHALL INFORM THE ARCHITECT BEFORE BIDDING.

E. REMOVE DEBRIS FROM SITE PROMPTLY AND DISPOSE OF LEGALLY. 
THE BUILDING AND GROUNDS SHALL BE KEPT CLEAN AND FREE OF 
REFUSE AT ALL TIMES.

F. ALL REMOVED ITEMS, EXCEPT THOS NOTED TO BE REUSED OR TO 
REMAIN AS THE PROPERTY OF THE OWNER SHALL BECOME THE 
PROPERTY OF THE CONTRACTOR, AND SHALL BE REMOVED THE 
JOB SITE. THE OWNER RESERVES THE RIGH TO KEEP ANY 
REMOVED ITEMS EVEN THOUGH NOT NOTED ON DRAWINGS OR 
TAGGED.

DEMOLITION GENERAL NOTES

G. WHERE EXISTING EQUIPMENT, PIPING, DUCTS, ETC ARE TO BE 
REMOVED, SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, 
FRAMING, ETC.

H. PATCH FLOORS, WALLS, SOFFITS AND CEILINGS AS NECESSARY TO 
PROVIDE A SUITABLE SUB-SURFACE READT TO RECIEVE FINAL 
FINISHES.

I. THE CONTRACTOR MUST MEET WITH THE OWNER OR 
REPRESENTATIVE AND COORDINATE THE PROPOSED WORK 
SCHEDULE FOR BOTH REMOVAL, PHASING AND REMODEL WORK 
WITHIN THE CONTRACT DOCUMENTS. PRIOR TO PERFOMING ANY 
WORK, THE CONTRACTOR SHALL INFORM THE OWNER OR THEIR 
PREPRENTATIVE OF THE INTENT TO DO SO AT LEAST 48 HOURS 
BEFORE SUCH WORK BEGINS.

J. PROTECT AREAS ADJACENT TO WORK FROM NOISE, DUST AND 
DAMAGE AND CONTROL ACCESS TO DEMOLITION AREAS UNTIL 
WORK IS COMPLETE.

K. GENERAL CONTRACTO IS RESPONSIBLE FOR INSTALLATION OF 
SMOKE DETECTORS, EXIT LIGHTS, AND FIRE ALARM SPEAKERS AS 
REQUIRED TO COMPLY WITH LOCAL BUILDING CODES.

1. DEMO CASEWORK.
2. DEMO PLUMBING FIXTURE.
3. DEMO TRANSACTION WINDOW.
4. DEMO PLUMBING FIXTURE AND REPLACE WITH NEW, SEE REMODEL PLANS 

FOR ADDITIONAL INFO.
5. DEMO DOOR, FRAME AND ASSOCIATE HARDWARE.
6. DEMO WALL FINISHES, FLOOR FINISHES, WALL BASE
7. NEW OPENING IN WALL, SEE REMODEL PLANS FOR ADDTIONAL INFO.
8. DEMO WALL IN ITS ENTIRETY.
9. DEMO ALL FINISHES, FIXED SEATING, FURNISHINGS, HALF HEIGHT WALLS, 

RAISED FLOORS.
10. DEMO CEILING IN ITS ENTIRETY. SEE MECH, ELEC, PLUMB, FOR ADDITIONAL 

REQUIREMENTS.
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DN

DN

DN

SD

TS
FS

TS
FS

SD

SD

SD SD

HD

SD

SCALE:  1" = 1'-0"

GENERAL WALL TYPE NOTES:
A. SEE INTERIOR ELEVATIONS (SHEET A801) AND FINISH SCHEDULE (SHEET 

A501) FOR WALL FINISHES.
B. PROVIDE BLOCKING AS REQUIRED TO SECURE WALL HUNG COMPONENTS.
C. EXTEND ALL COMPONENTS TO UNDERSIDE OF DECK, UNLESS NOTED 

OTHERWISE.

KEYNOTES:
1. NO INSULATION
2. NO BULLET PROOF STEEL PANEL

WALL TYPE LEGEND

WOOD FINISH, SEE INTERIORS

BULLET PROOF STEEL PANEL

5/8" GYP BD, PAINT

BATT INSULATION

3 1/2" METAL STUD

CBA

5/8" GYP BD, PAINT

1 1/2" METAL STUD

5/8" GYP BD, PAINT

BATT INSULATION

3 1/2" METAL STUD

5/8" GYP BD, PAINT

3 1/2" METAL STUD WITH GYP BD (BULLET PROOF)3 1/2" METAL STUD WITH GYP BD 1 1/2" METAL STUD WITH GYP BD

S
E

E
 E

L
E

V
A

T
IO

N
S

L
O

W
 W

A
L

L

D

6" CMU BLOCK, PAINT

6" CMU BLCOK

1 1/2" METAL STUD

5/8" GYP BD, PAINT

ASSEMBLY TYPE (SEE ASSEMBLIES SHEET)
ASSEMBLY MODIFIER, PER TYPE

ROOM NAME AND NUMBER

WINDOW TYPE (SEE A600s)

KEYNOTE

DRAWING NUMBER

SHEET WHERE DRAWN

DOOR NUMBER (SEE SHEET A601)

DIMENSION TO FACE OF FRAMING

DIMENSION TO GRID LINE

1
0
1
-1

1

A101

SIM
______________

X
XX

NAME

101

X

X

PLAN LEGEND

DIRECTION OF VIEW, IF APPLICABLE

DIMENSION TO CENTER LINE
CL

1. RAISED PLATFORM, SEE DETAILS.
2. NEW PLUMBING FIXTURES, SEE PLUMBING.
3. CASEWORK, COORDINATE POWER AND DATA.
4. FURNITURE, COORDINATE POWER AND DATA.
5. WOOD PEW/BENCHES.

# KEYNOTES

A

B

C

D

F

E

H

5 6 7 8 9 10

OFFICE

222

OFFICE

223

RR

224 RR

225

OFFICE

226

CONF RM

227

STORAGE

228

JUDGE'S
CHAMBERS

229

CORRIDOR

230

BREAK AREA

231

ENTRY
VESTIBULE

232

BENCH

WITNESS RECORD/CLERK

BAILIFF

DEFENDANT PLAINTIFF

N

N

N

N

N N

N

N

N

A

A

A

AA

D

D

D

AA

A

A

A

D

A

COURT

233

CORRIDOR

234

CORRIDOR

235

Room

236

WOMENS

237

MENS

238

HATCHED AREA 
NOT IN SCOPE 
OF WORK

N

3
'-
6

"

C

C

C

B

B

B
C

2

C
2

C
2

C
2

C

C

1

2

2

2

2

2
2

5

5

5

5

5

5

5

5

5

5

5

4

3

3

ALIGN

ALIGN

N

A

B

C

D

F

E

H

5 6 7 8 9 10

CORRIDOR

230

BREAK AREA

231

JUDGE'S
CHAMBERS

229

OFFICE

223

OFFICE

222

RR

224

RR

225

STORAGE

228

CONF RM

227

OFFICE

226

ENTRY
VESTIBULE

232

WOMENS

237

MENS

238

Room

236

CORRIDOR

235

CORRIDOR

234

COURT

233

HATCHED AREA 
NOT IN SCOPE 
OF WORK

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

ACT

9'-0"

PLSTR

9'-0"

ACT

9'-0"

ACT

9'-0"ACT

9'-0"

ACT

9'-0"

CEILING MATERIAL

CEILING HEIGHT

ADDITIONAL NOTES

CEILING MATERIAL

ACT1 2X2 ACOUSTICAL LAY-IN PANEL
EXP EXPOSED STRUCTURE AND DECK - PAINT
GYP GYPSUM BOARD - PAINT

LIGHTING -
SEE ELECTRICAL

HVAC REGISTERS -
SEE MECHANICAL

CEILING HEIGHT

VAR VARIES

ADDITIONAL NOTES

NOTES

ACT

00'-00"

REFLECTED CEILING LEGEND

1. NOT USED.
2. NOT USED.

2X2 ACOUSTICAL
LAY-IN CEILING

GYPSUM BOARD
CEILING - PAINT

PLSTR - PLASTER CEILING 
W/ METAL MESH - PAINT

2X4 ACOUSTICAL
LAY-IN CEILING

A. ALL SECURE HARDWARE IS INTENDED TO BE ELECTRONIC KEYPAD 
OR CARD ACCESS. THERE WILL BE A SIGNIFICANT LOW-VOLTAGE AND 
SECURITY CONTRACT SCOPE FOR THIS PROJECT INCLUDING BUT 
NOT LIMITED TO: ELECTRIFIED HARDWARE, ALARMS, CAMERAS, 
MULTIPLE DATA NETWORKS, ETC. WITH MULTIPLE TENANTS / 
DEPARTMENTS ALL WITHIN THE SAME BUILDING, THIS WILL REQUIRE 
SIGNIFICANT COORDINATION.

GENERAL NOTES
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1/8" = 1'-0"A101

1 SECOND FLOOR
1/8" = 1'-0"A101

2 SECOND FLOOR REFLECTED CEILING PLAN

PROJECT

AREA 
OF 

WORK
NO 

SCOPE

KEY PLAN NORTH



•

WP#

XX###

XX###

XX###
XX###

XX###

DN

DN

DN

DN

CP2
WB1
P1

CP2
WB1
P1

WD1

WD1

WD1

WD1

WD1

WD1

W
D
1

CP2
WB1
P1

SC1
RB1
EP1

CP2
WB1
P1

CP1
RB1
P1

CP1
RB1
P1

CP1
RB1
P1

CP1
RB1
P1

CP1
RB1
P1

CP1
RB1
P1

CP1
RB1
P1

CP1
RB1
P1

T1
TB1
EP1

T1
TB1
EP1

T
2 T
2

T2 T2

T1
TB1
EP1

T1
TB1
EP1

T
2

T
2

CP1
RB1
P1

EXTENT OF ACCENT PAINT OR WALL FINISHES

#

FINISH PLAN LEGEND

FLOORING MATERIAL CHANGE, MATERIAL TYPES SHOWN 
ON EACH SIDE OF TRANSITION

PT#

PT#

ROOM NAME AND NUMBER

INSTALL DIRECTION OF DIRECTIONAL FLOOR FINISH

FINISH TAG

NAME

101

FINISH TAGS DISPLAYED IN GROUPING ON FINISH PLAN REPRESENT 
MAJORITY ROOM FINISH SELECTIONS. ORDER OF GROUPING DEFINED 
IN EXAMPLE BELOW:

MAJORITY WALL FINISH
MAJORITY BASE FINISH
MAJORITY FLOOR FINISH

LOCATION AND TYPE OF CORNER GUARDS

WALL PROTECTION LOCATION

GENERAL FINISH NOTES

A. ALL FINISHES TO BE APPLIED PER MANUFACTURER'S SPECIFICATIONS. 
G.C. IS RESPONSIBLE FOR OBTAINING AND FOLLOWING ALL 
MANUFACTURER'S RECOMMENDED INSTALLATION PROCEDURES AND 
FINISH REQUIREMENTS.

B. REFER TO SPECIFICATIONS FOR ALL FINISH MATERIAL PRODUCT 
INFORMATION.

C. FOR INTERIOR ELEVATIONS AND ADDITIONAL FINISHES RE: A700'S AND 
A800'S.

D. FOR CEILING HEIGHTS AND ADDITIONAL FINISHES RE: A900'S.
E. FIELD VERIFY ALL DIMENSIONS PRIOR TO FABRICATION.
F. ALL FLOOR TRANSITIONS ARE TO OCCUR DIRECTLY BENEATH DOORS 

OR CENTERED IN OPENING UNLESS NOTED OTHERWISE.
G. ALL FLOOR TRANSITIONS ARE TO BE ADA COMPLIANT.
H. ANY FLOORING OR WALL TRANSITIONS NOT SPECIFICALLY CALLED OUT 

IN THE DRAWINGS ARE TO BE VERIFIED WITH ARCHITECT.
I. PROVIDE STAINLESS STEEL TRANSITION STRIPS/REDUCERS AT ALL 

LOCATIONS WHERE TILE MEETS A DIFFERENT MATERIAL.  
J. REFER TO FINISH PLAN FOR LOCATION OF CORNER GUARDS.  ALL 

CORNER GUARDS ARE TO BE INSTALLED WITH BOTTOM OF 
CORNERGUARD AT TOP OF WALL BASE.

K. ALL GYPSUM CEILINGS AND SOFFITS TO BE PAINTED 'P1' UNLESS 
OTHERWISE NOTED ON REFLECTED CEILING PLANS.

L. ALL METAL ACCESS PANELS, COVER PLATES, VENTS, AND GRILLES TO 
BE PAINTED ON MATCH THE SURFACE IT IS LOCATED ON.

M. ALL QUARTZ COUNTERTOPS ARE TO HAVE EASED EDGES UNLESS 
OTHERWISE NOTED. ADJACENT QUARTZ BACKSPLASHES TO MATCH 
UNLESS OTHERWISE NOTED.

N. ALL WINDOW TREATMENTS ARE TO BE FIELD MEASURED, INSTALLED 
WITH ALL COMPONENTS, INSIDE MOUNTED AND WITH VALANCES.

O. GROUT LOCATED IN WET AREAS (KITCHEN, RESTROOM, BREAKROOM 
BACKSPLASHES) SHALL BE LATICRETE SPECTRALOCK EPOXY GROUT.

P. ALL WALL TILE TO HAVE SCHLUTER TRIM 'TR1' AT EXPOSED EDGES AND 
OUTSIDE CORNERS. SEE A-500 FOR ADDITIONAL INFORMATION.

Q. REFER TO INTERIOR ELEVATIONS FOR TILE PATTERNS.
R. WALLS RECEIVING VWG# OR CWG# TO HAVE LEVEL 5 FINISH.
S. ALL WALL PAINT TO BE EGGSHELL FINISH UNLESS NOTED OTHERWISE.
T. SEMI-GLOSS FINISH TO BE USED ON ALL PAINTED DOORS, DOOR 

FRAMES, PAINTED WOOD AND WALLS IN RESTROOMS.
U. PROVIDE WALL BLOCKING AT WALL MOUNTED ITEMS (INCLUDING, BUT 

NOT LIMITED TO): TV MOUNTS, MESSAGE CENTERS, WHITE BOARDS, 
TACKBOARDS.

V. COORDINATE ALL OWNER FURNISHED EQUIPMENT, ACCESSORIES, 
AND FURNITURE WITH OWNER AND/OR OWNER’S VENDOR.

HATCHED AREA 
NOT IN SCOPE 
OF WORK

OFFICE

222

OFFICE

223

RR

224

RR

225

OFFICE

226

CONF RM

227

STORAGE

228

JUDGE'S
CHAMBERS

229

CORRIDOR

230

BREAK AREA

231

ENTRY
VESTIBULE

232

COURT

233

CORRIDOR

234

CORRIDOR

235

Room

236

WOMENS

237

MENS

238
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FINISH PLAN

A501
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# KEYNOTES

1 FINISHES AT THIS LOCAITON ARE EXISTING TO REMAIN. PATCH AND
REPAIR ANY FINISHES DAMAGED DURING DEMO OR
CONSTRUCTION.

2 INCLUDE RESTROOM ACCESSORIES AT THIS LOCAITON.
ACCESSORIES INCLUDE, BUT ARE NOT LIMITED TO; ADA GRAB BARS,
MIRRORS, TP DISPENSERS, AUTOMATIC SOAP DISPENSERS, HAND
DRYERS, COAT HOOKS AND TRASH RECEPTACLES.

3 HALF HEIGHT DECORATIVE WOOD PANELING AND MOULDINGS AT
THIS WALL LOCAITON. REFERENCE 'WD1' ON THE MATERIALS LIST
FOR WOOD FINISH SELECTION.

4 FULL HEIGHT DECORATIVE WOOD PANELING AND MOULDINGS AT
THIS WALL LOCAITON. REFERENCE 'WD1' ON THE MATERIALS LIST
FOR WOOD FINISH SELECTION.

5 FIXED CUSTOM WOOD AUDIENCE SEATING. WOOD FINISH TO MATCH
'WD1'.

6 WALL HUNG PLASTIC LAMINATE 'PL1' LAVITORY COUNTER TOP &
ADA BASE @ THIS LOCATION.

7 PLASTIC LAMINATE 'PL1' BASE CABINETS AND COUNTERTOP @ THIS
LOCATION.

8 12" WIDE VERT. WOOD MOULDING 'WD1' LOCATED 7'-0" AFF ON THIS
WALL.

MATERIALS LIST
ITEM NO PRODUCT TYPE MANUFACTURER DESCRIPTION COLOR SIZE LOCATION NOTES

BASE

RB1 RUBBER BASE REF. FINISH PLAN FOR MATERIAL LOCATION

TB1 TILE BASE REF. FINISH PLAN FOR MATERIAL LOCATION

WB1 WOOD BASE REF. FINISH PLAN FOR MATERIAL LOCATION

FLOOR

CP1 CARPET TILE REF. FINISH PLAN FOR MATERIAL LOCATION

CP2 CARPET TILE REF. FINISH PLAN FOR MATERIAL LOCATION

SC1 SEALED CONCRETE REF. FINISH PLAN FOR MATERIAL LOCATION

T1 TILE REF. FINISH PLAN FOR MATERIAL LOCATION

MILLWORK

PL1 PLASTIC LAMINATE (HPL) REF. FINISH PLAN FOR MATERIAL LOCATION

PAINT

EP1 EPOXY PAINT REF. FINISH PLAN FOR MATERIAL LOCATION

P1 PAINT REF. FINISH PLAN FOR MATERIAL LOCATION

WALL

T2 TILE REF. FINISH PLAN FOR MATERIAL LOCATION

WD1 WOOD PANELING REF. FINISH PLAN FOR MATERIAL LOCATION

PROJECT

AREA 
OF 

WORK
NO 

SCOPE

KEY PLAN NORTH

1/8" = 1'-0"A501

1 SECOND FLOOR FINISH PLAN



DRAIN

HEATING WATER SUPPLY

HEATING WATER RETURN

REFRIGERANT SUCTION LINE

REFRIGERANT LIQUID LINE

REFRIGERANT HOT GAS LINE

FUEL OIL SUPPLY

FUEL OIL RETURN

FUEL OIL VENT

DRY FLUID SUPPLY

DRY FLUID RETURN

LOW PRESSURE STEAM SUPPLY

STEAM CONDENSATE RETURN

GATE VALVE

BALL VALVE

BUTTERFLY VALVE

GLOBE VALVE

TRIPLE DUTY VALVE

SWING CHECK VALVE

STRAINER

FLEX CONNECTOR

HOSE END DRAIN VALVE

PRESSURE REDUCING VALVE

SAFETY RELIEF VALVE

UNION

MOTORIZED T.C. VALVE / 2-WAY

MOTORIZED T.C. VALVE / 3-WAY

ECCENTRIC PLUG BALANCING VALVE

VALVE IN RISER

TEE UP

TEE DOWN

ELBOW UP

ELBOW  DOWN

PIPE SIZE CHANGE

MANUAL FLOW BALANCING VALVE 
(CIRCUIT SETTER)

AUTOMATIC FLOW BALANCING VALVE

PIPE GUIDE

PIPE ANCHOR

PRESSURE / TEMP. TEST PLUG

DIAL THERMOMETER

THERMOSTAT/TEMPERATURE SENSOR

REVERSE ACTING THERMOSTAT

THERMOSTAT/TEMPERATURE SENSOR
W/ GUARD

ACOUSTICALLY LINED SHEET METAL DUCT

MANUAL BALANCING DAMPER

FLEX CONNECTOR

ACCESS DOORS

FIRE DAMPER

FIRE/SMOKE DAMPER

MOTORIZED DAMPER

TURNING VANE ELBOW

45° LOW-LOSS TAKE-OFF FITTING W/ 
DAMPER & FLEX DUCT

45° LOW-LOSS TAKE-OFF FITTING W/ 
DAMPER & RIGID ROUND DUCT

RECTANGULAR/ROUND DUCT WITH 45° 
HIGH EFFICIENCY TAKE-OFF

SUPPLY DIFFUSER W/ FLEX DUCT, 
THROW PATTERN SHOW N ON PLANS

CONNECT NEW WORK TO EXISTING

COMMON

EXISTING

D

HWS

HWR

RS

RL

HG

FOS

FOR

FOV

DFS

DFR

LPS

COND

T

T

T

T
R

CHILLED WATER SUPPLYCWS

CHILLED WATER RETURNCWR

C

(E)

RETURN GRILLE

P

FD

AD

AD

F/SD

M

SYMBOL DESCRIPTION SYMBOL DESCRIPTION

GGGGGGGGGGGGGGGG

MMMMMMMMMMMMMMMM

AAAAAAAAAAAAAAAA

LAY-IN SUPPLY DIFFUSER W/ FLEX DUCT, 
THROW  PATTERN SHOWN ON PLANS

EXHAUST GRILLE

HUMIDISTATH

CARBON MONOXIDE SENSORCO

CARBON DIOXIDE SENSORCO2

NITROGEN DIOXIDE SENSORNO2

MECHANICAL LEGEND

PRESSURE GAUGE W/ SNUBBER

POINT OF DISCONNECT

RELOCATE / RELOCATED(R)

MAIN SUPPLY DUCT

1/4  W OR 4 INCHES MIN HIGH EFFICIENCY 
TAKE-OFF W / VOLUME
DAMPER WHERE 
SHOWN ON PLANSFLEXIBLE OR RIGID 

BRANCH DUCT. SEE PLANS

W

BRANCH DUCT TAKE-OFF

MAIN EXHAUST
OR RETURN DUCT

HIGH EFFICIENCY
TAKE-OFF W/ VOLUME
DAMPER WHERE SHOWN 
ON PLANSFLEXIBLE OR RIGID BRANCH DUCT,

SEE PLANS

W

EXHAUST AND/OR RETURN BRANCH DUCT

1/4  W OR 4 INCHES MIN

24" CLEARANCE
ON CONTROL
SIDE, MINIMUM

HOT WATER REHEAT
COIL REMOTE MOUNTED
OR INTEGRAL AS
INDICATED ON PLAN

4 DUCT DIAMTERS
STRAIGHT DUCT
MINIMUM LENGHT

MAIN SUPPLY AIRFLOW
INSULATED MEDIUM
VELOCITY DUCTWORK

HIGH EFFICIENCY
TAKE-OFF

TRANSITION TO
COIL SIZE AS
REQUIRED

UNION 
(TYP)

VALVE PROVIDED BY
TC

AUTOMATIC FLOW
BALANCING VALVE

MANUAL AIR VENT

STRAINER

BALL VALVE WITH
THREADED ENDS 
(TYP)

INSULATED LOW
VELOCITY METAL
DUCTWORK

HW
RHW

S

VAV

AIR
FLOW

HANG V
AV BOX FROM

STRUCTURE A
BOVE

FROM FOUR C
ORNERS
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MAX MAXIMUM

MBH BTU PER HOUR (THOUSAND)

MC MECHANICAL CONTRACTOR

MIN MINIMUM

N/A NOT APPLICABLE

NC NORMALLY CLOSED

NIC NOT IN CONTRACT

NO NORMALLY OPEN

NO NUMBER

NTS NOT TO SCALE

OA OUTSIDE AIR

OBD OPPOSED BLADE DAMPER

OD OUTSIDE DIAMETER

PD PRESSURE DROP

PH PHASE (ELECTRICAL)

PSI POUNDS PER SQUARE INCH

PSIA PSI ABSOLUTE

PSIG PSI GAUGE

R/O RUN OUT

RA RETURN AIR

RH RELATIVE HUMIDITY

RPM REVOLUTIONS PER MINUTE

SA SUPPLY AIR

SCFM CFM, STANDARD CONDITIONS

SH SENSIBLE HEAT

SP STATIC PRESSURE

SP VOL SPECIFIC VOLUME

SPEC SPECIFICATION

STD STANDARD

SUCT SUCTION

T STAT THERMOSTAT

TC TEMPERATURE CONTROL

TD TEMPERATURE DIFFERENCE

TEMP TEMPERATURE

TOD TOP OF DUCT

TONS TONS OF REFRIGERATION

V VOLT

VAC VACUUM

VAV VARIABLE AIR VOLUME

VEL VELOCITY

VFD VARIABLE FREQUENCY DRIVE

VOL VOLUME

W/ WITH

WPD WATER PRESSURE DROP

% PERCENT

ACFM ACTUAL CFM

AFF ABOVE FINISHED FLOOR

AHU AIR HANDLING UNIT

AMP AMPERE (AMP, AMPS)

ANSI AMERICAN NATIONAL STANDARDS INSTITUTE

APD AIR PRESSURE DROP

APPROX APPROXIMATE

BHP BRAKE HORSEPOWER, BOILER HORSEPOWER

BOD BOTTOM OF DUCT

BTU BRITISH THERMAL UNIT

C COMMOM

CFM CUBIC FEET PER MINUTE

COD CENTER OF DUCT

CU FT CUBIC FEET

CU IN CUBIC INCH

DB DECIBEL

DBT DRY-BULB TEMPERATURE

DIA DIAMETER

EAT ENTERING AIR TEMPERATURE

EC ELECTRICAL CONTRACTOR

EDR EQUIVALENT DIRECT RADIATION

EWT ENTERING WATER TEMPERATURE

EXP EXPANSION

F FAHRENHEIT

FPM FEET PER MINUTE

FPS FEET PER SECOND

FT FOOT OR FEET

GA GAGE OR GUAGE

GAL GALLONS

GC GENERAL CONTRACTOR

GPD GALLONS PER DAY

GPH GALLONS PER HOUR

GPM GALLONS PER MINUTE

HD HEAD

HGT HEIGHT

HP HORSEPOWER

HZ FREQUENCY

ID INSIDE DIAMETER

KW KILOWATT

KWH KILOWATT HOUR

LAT LEAVING AIR TEMPERATURE

LBS POUNDS

LF LINEAR FEET

LWT LEAVING WATER TEMPERATURE

HVAC ABBREVIATIONS

1/8" = 1'-0"M001

1 BRANCH DUCT
1/8" = 1'-0"M001

2 VAV BOX DETAIL

1) MC TO VERIFY LEFT HAND VS RIGHT HAND CONFIGURATION FOR CONTROL ENCLOSURE AND COIL.     2) FG50 FIBERGLASS TERMINAL LINER.

NOTES:

V-x PRICE SDV5 1.0 0.25 0.30 - - 55 1, 2

UNIT OUTLET MAX MIN INLET DOWN MIN RAD DISCH CFM MBH EAT (ºF) LAT (ºF) APD (IN WC) GPM EWT (ºF) LWT (ºF) WPD (FT) ROWS TYPE
PLAN CODE MFGR MODEL

SIZE CFM STATIC PRESSURE NC LEVELS HOT WATER COIL
REMARKS

VARIABLE AIR VOLUME BOX SCHEDULE

CV-x 2 EQUAL PERCENTAGE

PLAN
CODE

PORTS
PIPE

SIZE (IN)
FLOW
(GPM)

CV
DP

(PSI)
CHARACTERISTIC

CONTROL VALVE SCHEDULE

12) VERTICAL DISCHARGE POSITION     13) HORIZONTAL BLADES PARALLEL TO SHORT DIMENSION     14) PROVIDE SDA PLENUM

7) HORIZONTAL BLADES PARALLEL TO LONG DIMENSION     8) OPPOSED BLADE DAMPER    9) ROD OPERATED EXTRACTOR     10) PROVIDE QR FASTENERS     11) DOUBLE DEFLECTION

1) 0 DEG DEFLECTION     2) 15 DEG DEFLECTION     3) 45 DEG DEFLECTION     4) NOT USED     5) F SURFACE MOUNT FRAME     6) 2-INCH MERV 13 FILTER

NOTES:

T-2 PRICE 530 25 0.05 SURFACE STEEL PRIMED 3, 5, 7

T-1 PRICE 530 24 24 25 0.05 LAY-IN STEEL WHITE 3, 5, 7

E-2 PRICE 530 25 0.05 SURFACE STEEL PRIMED 3, 5, 7

E-1 PRICE 530 24 24 25 0.05 LAY-IN STEEL WHITE 3, 5, 7

R-3 PRICE 80 25 0.05 LAY-IN STEEL PRIMED -

R-2 PRICE 530 25 0.05 SURFACE STEEL PRIMED 3, 5, 7

R-1 PRICE 530 24 24 25 0.05 LAY-IN STEEL WHITE 3, 5, 7

S-2 PRICE SDS 6 48 25 0.08 LAY-IN STEEL WHITE 14

S-1 PRICE SPD 24 24 25 0.08 LAY-IN STEEL WHITE -

HEIGHT WIDTH Ø HEIGHT WIDTH Ø

PLAN
CODE

MFGR MODEL
FACE SIZE NECK SIZE

MAX CFM
NOISE

CRITERIA
(NC)

TOTAL
PRESSURE

(IN WC)
STYLE MATERIAL FINISH REMARKS

GRILLES, REGISTERS AND DIFFUSERS SCHEDULE
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GENERAL DEMOLITION NOTES

A. THIS CONTRACTOR SHALL BE AWARE THAT THIS IS A REMODELING 
PROJECT AND AS SUCH, CERTAIN ITEMS AND SIZES CANNOT BE 
FULLY ILLUSTRATED NOR EXPLAINED WITHOUT FIELD OBSERVATION. 
THEREFORE, THIS CONTRACTOR IS ADVISED TO VISIT AND EXAMINE 
THE JOB SITE AND BUILDING IN EVERY DETAIL AS PERTAINS TO THIS 
PROJECT. IF CONTRACTOR DISCOVERS ITEMS THAT ALTER THE 
SCOPE OF WORK SHOWN IN THE CONSTRUCTION DOCUMENTS, 
FINDINGS ARE TO BE PRESENTED TO ENGINEER OF RECORD FOR 
REVIEW.

B. SEE ARCHITECTURAL AND ELECTRICAL DRAWINGS FOR ADDITIONAL 
REMOVAL ITEMS.

C. ALL REMOVED ITEMS, EXCEPT THOSE NOTED TO BE REUSED OR TO 
REMAIN THE PROPERTY OF THE OWNER, SHALL BECOME PROPERTY 
OF THE CONTRACTOR AND SHALL BE REMOVED FROM THE JOB SITE. 
THE OWNER RESERVES THE RIGHT TO KEEP ANY REMOVED ITEMS 
EVEN THOUGH NOT NOTED ON DRAWINGS.

D. WHERE EXISTING EQUIPMENT, DUCTS, ETC. ARE TO BE REMOVED, 
SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, BASES, HANGERS, 
ETC.

E. THIS CONTRACTOR MUST MEET WITH THE OWNER OR HIS 
REPRESENTATIVE AND DISCUSS THE PROPOSED WORK SCHEDULE 
FOR REMOVAL, AND REMODELED WORK WITHIN CONTRACT 
DRAWINGS PRIOR TO PERFORMING ANY WORK. THE CONTRACTOR 
SHALL INFORM THE OWNER OR HIS REPRESENTATIVE, OF THE 
INTENT TO DO SO AT LEAST 48 HOURS BEFORE SUCH WORK BEGINS.

F. THIS CONTRACTOR SHALL BE AWARE THAT CERTAIN AREAS OF 
REMOVAL AND REMODELED WORK MUST BE DONE AFTER NORMAL 
BUSINESS HOURS. REFER TO ARCHITECTURAL PHASING AND 
SCHEDULING DOCUMENTS FOR DETAILS.

G. THIS CONTRACTOR SHALL PERFORM ALL CUTTING AND PATCHING 
REQUIRED IN ACCORDANCE WITH DIVISION 1 "CUTTING AND 
PATCHING", OF SPECIFICATIONS.

# DEMOLITION SHEET NOTES

1. Notes...
2. Notes...

A

B

C

D

E

F

G

H

5 6 7 8 9 10

DARK THICK DASHED LINES INDICATE EXISTING 
ITEMS TO BE REMOVED.

LIGHT THIN LINES INDICATE EXISTING ITEMS TO 
REMAIN.

DARK THICK LINES WITH SHADING INDICATE 
NEW EQUIPMENT.

EXISTING EQUIPMENT TO REMAIN.

EXISTING EQUIPMENT TO BE REMOVED.

DEMOLITION LEGEND
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# KEYNOTES

1. NOTES
2. NOTES

GENERAL NOTES

A. NOTES
B. NOTES

A

B

C

D

E

F

G

H

5 6 7 8 9 10

(E)S

(E)S

(E)S

E-2
E-2

E-1

(E)E (E)E

(E)E

E-1

S-1

S-1

S-1

S-1

S-1

S-1

S-1

S-1S-1

S-1

S-1

S-1

S-1

S-1

S-1

R-3

R-1

R-3

R-1

R-1

R-1

R-1

R-1

R-3

V-x

V-x

V-x

V-x

V-x

V-x

(E)V-27

(E)V-L1

COURT

233

CORRIDOR

234

CORRIDOR

235

ENTRY
VESTIBULE

232

CORRIDOR

230

BREAK AREA

231

JUDGE'S
CHAMBERS

229

OFFICE

223

OFFICE

222

OFFICE

226

Room

236

WOMENS

237

MENS

238

STORAGE

228

RR

224

RR

225

CONF RM

227

A

B

C

D

E

F

G

H

5 6 7 8 9 10

COURT

233

CORRIDOR

234

ENTRY
VESTIBULE

232

CORRIDOR

235

CONF RM

227

OFFICE

226

OFFICE

222

OFFICE

223

MENS

238
WOMENS

237

Room

236

BREAK AREA

231

CORRIDOR

230

JUDGE'S
CHAMBERS

229

STORAGE

228

RR

224

RR

225

N
O

T
 F

O
R

 C
O

N
S

T
R

U
C

T
IO

N
 -

P
R

E
L

IM
IN

A
R

Y
 D

E
S

IG
N

REVISIONS
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cushingterrell.com 

FC-JC 

ELECTRICAL NARRATIVE 

JUSTICE CENTER 

Remove all existing lighting and controls from affected areas and replace with new Led Lighting. 

All areas except restroom and storage rooms shall utilize 2x4 volumetric troffers. 

Controls: 

All rooms shall have an occupancy sensor (wall or ceiling mount). 

Controls shall be dimming capable in all spaces except break area, restrooms, storage rooms.. 

Storage rooms will utilize led strip lighting. 

Exits shall utilize edge lit exit signs. 

Court rooms will have multiple lighting zones/scenes and low voltage switches. 

Restrooms will utilize downlight can fixtures. 

Remove receptacle and telephone/data from any demolished walls. 

Break area will have receptacle for any appliances (dedicated circuits as required). 

Offices shall have telephone/data on (2) walls. 

Office receptacles shall be circuited per office. 

Courtroom and Break Area shall have power/data provision for TV. 

Courtroom shall have (3) floor boxes. 

Conference Room shall have a floor box. 

Disconnect HVAC/Plumbing equipment as required. 

Reconnect HVAC/Plumbing equipment as required.  Provide necessary disconnect means. 

Provide new panelboard as necessary.  
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DISCIPLINE 1
FIRST M. LAST 1

DISCIPLINE 2
FIRST M. LAST 2

DISCIPLINE 3
FIRST M. LAST 3

DISCIPLINE 4
FIRST M. LAST 4

DISCIPLINE 5
FIRST M. LAST 5

DISCIPLINE 6
FIRST M. LAST 6

DISCIPLINE 7
FIRST M. LAST 7

DISCIPLINE 8
FIRST M. LAST 8

DISCIPLINE 9
FIRST M. LAST 9

DISCIPLINE 10
FIRST M. LAST 10

VICINITY MAP: Locator

PROJECT LOCATION

FOR VISUALIZATION PURPOSES ONLY
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PROJECT# | FC_FREP_SC

CIVIL

LANDSCAPE

GENERAL

G001 COVER (24x36)

G101 CODE PLAN

ARCHITECTURAL

A101 FLOOR PLAN

STRUCTURAL

FIRE PROTECTION

PLUMBING

MECHANICAL

ELECTRICAL

OWNER
FLATHEAD COUNTY
Address Line 1
Address Line 2
000.000.0000

ARCHITECT/ENGINEER
Cushing Terrell
13 N. 23rd Street
Billings, MT 59101
406.248.7455
Project Manager:

CONSULTANT 1 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 2 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 3 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 4 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000

CONSULTANT 5 TYPE
Consultant Name
Address Line 1
Address Line 2
000.000.0000
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ROOM NAME

EXIT PATH

SPACE AREA

OCCUPANCY TAG:

NUMBER OF OCCUPANTS

OCCUPANT LOAD FACTOR

1 HOUR FIRE BARRIER - SEAL PERMIETER AND 
PENETRATIONS PER DETAILS ON THIS SHEET

FIRE EXTINGUISHER CABINET AND EXTINGUISHER -
SEE SPECIFICATIONSFEC

SURFACE MOUNTED FIRE EXTINGUISHER - SEE 
SPECIFICATIONS FE

6
0

M UL RATED FIRE DOOR AND FRAME WITH RATING AS 
INDICATED
- SEE SHEET A601

NOTE:  SEE ELECTRICAL FOR ILLUMINATED EXIT SIGNS.

S# SURFACE MOUNTED SIGN - SEE 3/F101

CODE PLAN LEGEND

ROOM / AREA NAME

ROOM / AREA NUMBER
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REF.REF.MW

ASSEMBLY TYPE (SEE ASSEMBLIES SHEET)
ASSEMBLY MODIFIER, PER TYPE

ROOM NAME AND NUMBER

WINDOW  TYPE (SEE A600s)

KEYNOTE

DRAWING NUMBER

SHEET WHERE DRAWN

DOOR NUMBER (SEE SHEET A601)

DIMENSION TO FACE OF FRAMING

DIMENSION TO GRID LINE

1
0

1
-1

1

A101

SIM
______________

X
XX

NAME

101

X

X

PLAN LEGEND

DIRECTION OF VIEW, IF APPLICABLE

DIMENSION TO CENTER LINE
CL

DEMOLISH/REMOVE

EXISTING TO REMAIN

DEMOLITION KEYNOTEX

1. INFILL OPENING WITH SAME MATERIALS AS ADJACENT WALL, PAINT.
2. RELOCATED DOOR. GC TO VERIFY CLEARANCES IN FIELD.
3. RELOCATED REFRIGERATOR, COORDINATE WITH OW NER FOR LOCATION.

# KEYNOTES

IT / DATA
SERVICES

231 IT / DATA
SERVICES

231

2

1

3

N231-1

V
E

R
IF

Y

2
'-
0

"

1
2
" 

M
IN

______________

A101

2

IT / DATA SERVICES

231

OPEN OFFICE

237

MECH ACCESS

238

CORRIDOR

4

MECHANICAL

208

CORRIDOR

4

W OMEN'S
RESTROOM

206

CORRIDOR

4BREAK ROOM

230

OPEN OFFICE

227

AREA OF WORK

A. THE CONTRACTOR SHALL MAINTAIN AND ADHERE TO ALL CURRENT 
BUILDING CODES, STATE AND LOCAL CODES, LIFE-SAFETY AND 
INTERIM LIFE-SAFETY RULES AND REGULATIONS THROUGHOUT 
THE CONSTRUCTION OF THIS PROJECT. REVIEW INTERIM EXISTING 
PLAN WITH LOCAL AUTHORITY HAVING JURISDICTION.

B. CONTRACTOR SHALL REVIEW EXISTING CONDITIONS FOR AND 
PROVIDE ALL DEMOLITION INCIDENTALS REQUIRED FOR 
CONSTRUCTION, W HETHER OR NOT IT IS SPECIFICALLY NOTED, 
INCLUDING BUT NOT LIMITED TO, ALL OTHER WORK OR REMOVALS 
THAT MIGHT REASONABLY BE REQUIRED IN PREPARATION FOR 
THE SPECIFIED FINISHES.

C. DEMOLITION SHALL BE PERFORMED IN A MANNER THAT WILL NOT 
DAMAGE ANY SURFACES INDICATED TO REMAIN. SURFACES SHALL 
BE PROMPTLY REPAIRED IF ANY DAMAGE IS CAUSED TO ADJACENT 
FACILITIES/ FINSHES BY DEMOLTION OR CONSTRUCTION WORK, AT 
NO ADDITIONAL COST TO THE OWNER.

D. ALL CONTRACTORS ARE TO VISIT THE SITE AND VERIFY EXISTING 
CONDITIONS PRIOR TO BIDDING. CONTRACTOR IS RESPONSIVLE TO 
CORRELATE THEIR OBSERVATIONS WITH THESE CONTRACT 
DOCUMENTS. IF INCONSISTENCIES EXIST, THE CONTRACTOR 
SHALL INFORM THE ARCHITECT BEFORE BIDDING.

E. REMOVE DEBRIS FROM SITE PROMPTLY AND DISPOSE OF LEGALLY. 
THE BUILDING AND GROUNDS SHALL BE KEPT CLEAN AND FREE OF 
REFUSE AT ALL TIMES.

F. ALL REMOVED ITEMS, EXCEPT THOS NOTED TO BE REUSED OR TO 
REMAIN AS THE PROPERTY OF THE OWNER SHALL BECOME THE 
PROPERTY OF THE CONTRACTOR, AND SHALL BE REMOVED THE 
JOB SITE. THE OWNER RESERVES THE RIGH TO KEEP ANY 
REMOVED ITEMS EVEN THOUGH NOT NOTED ON DRAWINGS OR 
TAGGED.

G. WHERE EXISTING EQUIPMENT, PIPING, DUCTS, ETC ARE TO BE 
REMOVED, SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, 
FRAMING, ETC.

H. PATCH FLOORS, WALLS, SOFFITS AND CEILINGS AS NECESSARY TO 
PROVIDE A SUITABLE SUB-SURFACE READT TO RECIEVE FINAL 
FINISHES.

I. THE CONTRACTOR MUST MEET WITH THE OWNER OR 
REPRESENTATIVE AND COORDINATE THE PROPOSED WORK 
SCHEDULE FOR BOTH REMOVAL, PHASING AND REMODEL WORK 
WITHIN THE CONTRACT DOCUMENTS. PRIOR TO PERFOMING ANY 
WORK, THE CONTRACTOR SHALL INFORM THE OW NER OR THEIR 
PREPRENTATIVE OF THE INTENT TO DO SO AT LEAST 48 HOURS 
BEFORE SUCH WORK BEGINS.

J. PROTECT AREAS ADJACENT TO WORK FROM NOISE, DUST AND 
DAMAGE AND CONTROL ACCESS TO DEMOLITION AREAS UNTIL 
WORK IS COMPLETE.

K. GENERAL CONTRACTO IS RESPONSIBLE FOR INSTALLATION OF 
SMOKE DETECTORS, EXIT LIGHTS, AND FIRE ALARM SPEAKERS AS 
REQUIRED TO COMPLY WITH LOCAL BUILDING CODES.

DEMOLITION GENERAL NOTES

1. REMOVE DOOR, FRAME AND HARDWARE. SEE REMODEL PLAN FOR 
NEW LOCATION AND REQUIREMENTS.

2. DEMO WALL FOR AND PREP FOR NEW DOOR.  SEE MECH, ELEC, 
AND PLUMBING FOR ADDITIONAL DEMO REQUIREMENTS.

3. RELOCATE REFRIGERATOR, SEE REMODEL PLAN.

# DEMOLITION NOTES

DOOR NOTES

1. NOT USED

FRAME NOTES

1. NOT USED

THRESHOLDS

1. NOT USED

HINGES

1. NOT USED

LOCKS

1. NOT USED

PUSH/PULLS

1. NOT USED

CLOSERS

1. NOT USED

STOPS/HOLDS

1. NOT USED

MISCELLANEOUS

1. NOT USED

WEATHERSTRIPPING

1. NOT USED

HARDWARE NOTES

1. NOT USED

GENERAL NOTES

1. NOT USED

ABBREVIATIONS
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DOOR, FRAME AND HARDWARE SCHEDULE
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Remove existing refrigerator receptacle from demo’d portion of wall.   

Add receptacle for relocated refrigerator.  
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2.25 DIVISION 46 -- WATER AND WASTEWATER EQUIPMENT

END OF SECTION
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